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155 Dow Street, Suite 400, Manchester, NH 03101
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Rist-Frost-Shumway Engineering
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286 Portland Road
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DRAWING LIST (VOLUME 1) -  CIVIL, STRUCTURAL

SHEET # SHEET NAME

Civil

OS-1 COVER SHEET

OS-2 GENERAL NOTES / TYPICAL SECTIONS

OS-3 LAYOUT PLAN

OS-4 CROSS SECTIONS

OS-5 CROSS SECTIONS

OS-6 CROSS SECTIONS

OS-7 CROSS SECTIONS

OS-8 CROSS SECTIONS

OS-9 CROSS SECTIONS

OS-10 CROSS SECTIONS

OS-11 ROW PLANS

OS-12 ROW PLANS

12

Structural

S00 GENERAL NOTES

S01 RAM AGGREGATE PIER INFOMATION

S1.0 BASEMENT FOUNDATION PLAN - AREA B

S1.1 LEVEL 1 PART FOUNDATION PLAN - AREA A1

S1.2 LEVEL 1 PART FOUNDATION PLAN - AREA A2

S1.3 LEVEL 1 PART FOUNDATION PLAN - AREA A3

S1.4 LEVEL 1 PART FOUNDATION PLAN - AREA B

S1.5 LEVEL 1 PART FOUNDATION PLAN - AREA C1

S1.6 LEVEL 1 PART FOUNDATION PLAN - AREA C2

S1.7 LEVEL 1 PART FOUNDATION PLAN - AREA D

S1.8 LEVEL 1 PART FOUNDATION PLAN - AREA E

S1.9 LEVEL 1 PART FOUNDATION PLAN - AREA F1

S1.10 LEVEL 1 PART FOUNDATION PLAN - AREA F2

S1.11 LEVEL 2 PART FRAMING PLAN - AREA A1

S1.12 LEVEL 2 PART FRAMING PLAN - AREA A2

S1.13 LEVEL 2 PART FRAMING PLAN - AREA A3

S1.14 LEVEL 2 PART FRAMING PLAN - AREA B

S1.15 LEVEL 2 PART FRAMING PLAN - AREA C1

S1.16 LEVEL 2 PART FRAMING PLAN - AREA D

S1.17 LEVEL 2 PART FRAMING PLAN - AREA E

S1.21 ROOF PART FRAMING  PLAN - AREA A1

S1.22 ROOF PART FRAMING PLAN - AREA A2

S1.23 ROOF PART FRAMING  PLAN - AREA A3

S1.24 ROOF PART FRAMING PLAN - AREA B

S1.25 ROOF PART FRAMING PLAN - AREA C1

S1.26 ROOF PART FRAMING PLAN - AREA C2

S1.27 ROOF PART FRAMING PLAN - AREA D

S1.28 ROOF PART FRAMING PLAN - AREA E

S1.29 ROOF PART FRAMING PLAN - AREA F1

S1.30 ROOF PART FRAMING PLAN - AREA F2

S1.31 FIELD HOUSE PLANS & DETAILS

S1.32 BLEACHER FOUNDATION PLANS & DETAILS

S2.0 TYPICAL CONCRETE SECTIONS & DETAILS

S2.1 TYPICAL CONCRETE SECTIONS AND DETAILS

S2.2 FOUNDATION SECTIONS & DETAILS

S2.3 FOUNDATION SECTIONS & DETAILS

S3.0 TYPICAL FRAMING SECTIONS & DETAILS

S3.1 TYPICAL FRAMING SECTIONS & DETAILS

S3.2 TYP FRAMING SECTIONS & DETAILS

S3.3 FRAMING SECTIONS & DETAILS

S3.4 FRAMING SECTIONS & DETAILS

S3.5 FRAMING SECTIONS & DETAILS

S3.6 FRAMING SECTIONS & DETAILS

S3.7 FRAMING SECTIONS & DETAILS

S3.8 FRAMING SECTIONS & DETAILS

S3.9 FRAMING SECTIONS & DETAILS

S3.10 JOIST LOADING DIAGRAMS

S4.1 AREA A BRACED FRAME ELEVATIONS

S4.2 AREA B BRACED FRAME ELEVATIONS

S4.3 AREA C & D BRACED FRAME ELEVATIONS

S4.4 AREA E BRACED FRAME ELEVATIONS

51

Grand total: 138

DRAWING LIST (VOLUME 1) -  CIVIL, STRUCTURAL

SHEET # SHEET NAME

Civil

C1 COVER SHEET

C2 EXISTING CONDITIONS PLAN

C3 OVERALL SITE PLAN

C4 PLAN INDEX

C5 SITE PLAN

C6 SITE PLAN

C7 SITE PLAN

C8 SITE PLAN

C9 SITE PLAN

C10 SITE PLAN

C11 SITE PLAN

C12 SITE PLAN

C13 SITE PLAN

C14 PRIMARY ACCESS SITE PLAN

C15 SITE PLAN

C16 SITE PLAN

C17 SITE PLAN

C18 SITE PLAN

C19 SITE PLAN

C20 OVERALL GRADING & EROSION CONTROL PLAN

C21 GRADING & EROSION CONTROL PLAN

C22 GRADING & EROSION CONTROL PLAN

C23 GRADING & EROSION CONTROL PLAN

C24 GRADING & EROSION CONTROL PLAN

C25 GRADING & EROSION CONTROL PLAN

C26 GRADING & EROSION CONTROL PLAN

C27 GRADING & EROSION CONTROL PLAN

C28 GRADING & EROSION CONTROL PLAN

C29 GRADING & EROSION CONTROL PLAN

C30 PRIMARY ACCESS GRADING & EROSION CONTROL PLAN

C31 GRADING & EROSION CONTROL PLAN

C32 GRADING & EROSION CONTROL PLAN

C33 GRADING & EROSION CONTROL PLAN

C34 INTERSECTION & OFFSITE IMPROVEMENTS PLAN

C35 OVERALL UTILITY PLAN

C36 UTILITY PLAN

C37 UTILITY PLAN

C38 UTILITY PLAN

C39 UTILITY PLAN

C40 UTILITY PLAN

C41 UTILITY PLAN

C42 UTILITY PLAN

C43 UTILITY PLAN

C44 UTILITY PLAN

C45 PRIMARY ACCESS UTILITY PLAN

C46 UTILITY PLAN

C47 UTILITY PLAN

C48 UTILITY PLAN

C49 UTILITY PLAN

C50 UTILITY STRUCTURAL AND PIPE TABLES

C51 IRRIGATION PLAN

C52 PLAN AND PROFILE

C53 PLAN AND PROFILE

C54 PLAN AND PROFILE

C55 PLAN AND PROFILE

C56 PLAN AND PROFILE

C57 PLAN AND PROFILE

C58 PLAN AND PROFILE

C59 PLAN AND PROFILE

C60 PLAN AND PROFILE

C61 LANDSCAPE PLAN

C62 DETAILS

C63 DETAILS

C64 DETAILS

C65 DETAILS

C66 DETAILS

C67 DETAILS

C68 DETAILS

C69 DETAILS

C70 DETAILS

C71 PRE-DEVELOPMENT STORMWATER PLAN

C72 PRE-DEVELOPMENT STORMWATER PLAN

C73 PRE-DEVELOPMENT STORMWATER PLAN

C74 PRE-DEVELOPMENT STORMWATER PLAN

C75 PRE-DEVELOPMENT STORMWATER PLAN

75

DRAWING LIST - COVER SHEETS

SHEET # SHEET NAME

Architectural

A0.00.1 COVER SHEET (VOLUME 1) - CIVIL, STRUCTURAL

A0.00.2 COVER SHEET (VOLUME 2) - ARCHITECTURAL, ARCHITECTURAL
INTERIORS

A0.00.3 COVER SHEET (VOLUME 3) - MECHANICAL, PLUMBING, FIRE
PROTECTION, ELECTRICAL, FIRE ALARM, TELECOMMUNICATIONS,
FOOD SERVICE

 CIVIL, STRUCTURAL

VOLUME 1
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CIVIL ENGINEERING SURVEYING LANDSCAPE ARCHITECTURE

South Portland, ME 04106

75 John Roberts Rd. - Suite 1A

Tel. 207-200-2100

Lewiston, ME 04240

250 Goddard Rd. - Suite B

Tel. 207-783-5656

WWW.SEBAGOTECHNICS.COM

N

O/S: 28.9’ LT.

STA. 102+01.7

CMP #8

O/S: 34.6’ LT.

STA. 104+54.2

CMP #9

O/S: 31.8’ LT.

STA. 109+44.8

CMP #11

O/S: 67.0’ RT.

STA. 105+82.3

GUY POLE

O/S: 34.7’ LT.

STA. 100+45.9

CMP #7

O/S: 32.0’ LT.

STA. 106+92.8

CMP #10

ENGINEER / SURVEYOR:

APPLICANT:

 

SHEET INDEX:                

COVER SHEET

DESCRIPTION                           SHEET

LOCATION MAP N.T.S.

SANFORD, ME

MAINEDOT WIN 15116.75

SANFORD HIGH SCHOOL & 

REGIONAL TECHNICAL CENTER

ROUTE 109 & ROUTE 4

SANFORD, ME 04073

OS-1

OS-2 GENERAL NOTES / TYPICAL SECTIONS

OS-3 LAYOUT PLAN

CROSS SECTIONS
OS-4-

OS-10

ROUTE 4 (ALFRED ROAD) IMPROVEMENTS

 LIMITS OF WORK

SCALE: 1"=60’

SITE

PROPOSED

MATCH LINE

STA. 100+04.4

LIMIT OF WORK

STA. 110+52.3

LIMIT OF WORK

STA. 201+56.9

LIMIT OF WORK

 

OS-12

OS-11-
ROW PLANS

UTILITY CONTACTS:

(T) 207-797-1015

KENNEBUNK, ME 04043

3 COMMERCE DRIVE

FAIRPOINT COMMUNICATIONS

TRACY PORELL

(C) 603-765-3531

(T) 603-330-7741

ROCHESTER, NH 03868

21 JARVIS AVENUE

METROCAST CABLE

MIKE GRAVEL

(T) 207-324-9135

SANFORD, ME 04043

156 SCHOOL STREET

DEPARTMENT OF PUBLIC WORKS

MATT HILL

(C) 207-467-0910

(T) 207-324-5313

SANFORD, ME 04043

P.O. BOX 338

SANFORD SEWERAGE DISTRICT

PHILIP TUCKER

(T) 207-490-3053

ALFRED, ME 04002

438 ALFRED ROAD

CENTRAL MAINE POWER

TONY MATOIN
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NB LEFT TURN LANE

12.00’ 12.00’

NB THRU LANE SHOULDERSB THRU LANE

12.00’

SHLD.

L
C

VARIES VARIES

GROUND

EXISTING 

STA. 103+00 TO STA. 104+00

12.00’

SB THRU LANESHOULDER

1’

SB THRU LANE SHLD.STAMP.

PAVE.

VARIES VARIESVARIES VARIES

C
L

STA. 100+50 TO STA. 101+50

GROUND

EXISTING 

DETAILS)

MARKING PLANS FOR ADDITIONAL

STA. 101+90 (SEE PAVEMENT

ISLAND FROM STA. 100+25 TO

INSTALL STAMPED PAVEMENT

-2
:1

-6.0%

12.00’4.00’3.00’

-2.0%

SHLD. SB RIGHT TURN LANE

 ROW

EXIST.

SB THRU LANE

12.00’

SB LEFT TURN LANE

12.00’

NB THRU LANE

12.00’

SHOULDER

VARIES

L
C

1.00’

FOR DETAILS)

(SEE CROSS SECTIONS

CONSTRUCTION BENCHING

GUARDRAIL

REMOVE EXISTING 

COURSE GRAVEL - TYPE "D"

24" AGGREGATE SUBBASE 

STA. 105+50 TO STA. 106+50

GROUND
EXIS

TING 

COURSE

SURFACE 

AGGREGATE

2" UNTREATED 

TO REMAIN

EXISTING GUARDRAIL

-2.0%

-4:1

 ROW

EXIST.

SHLD.

12.00’

NB THRU LANE SHOULDER

2.00’

STAMPED 

PAVEMENT

1’12.00’ VARIESVARIES

1.00’

O/S: 6.0’ LT.

SAWCUT LINE

O/S: 11.0’ LT.

SAWCUT LINE

COURSE GRAVEL - TYPE "D"

24" AGGREGATE SUBBASE 

L
C

SB THRU LANE

VARIES

SB LT. TURN TAPER

STA. 108+00 TO STA. 108+50

STA. 106+87

STA. 105+00 TO 

TYPE 3D FROM 

INSTALL GUARDRAIL 

GROUND

EXISTING 

GENERAL NOTES

1. ALL WORK DEPICTED HEREIN IS IN ACCORDANCE WITH MAINEDOT TRAFFIC MOVEMENT PERMIT NO. 01-00171-A-N.

2. ALL WORK UNDER THIS CONTRACT TO BE GOVERNED BY THE "STATE OF MAINE, DEPARTMENT OF TRANSPORTATION, 

STANDARD SPECIFICATIONS, REVISION OF NOVEMBER 2014" AND "STANDARD DETAILS, REVISION OF NOVEMBER 2014" 

WITH LATEST UPDATES.

3. MAINTENANCE OF TRAFFIC SHALL BE PER THE MANUAL OF UNIFORM TRAFFIC CONTROL DEVICES, (MUTCD), LATEST 

EDITION.

4. ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE MAINE DEPARTMENT OF TRANSPORTATION’S BEST 

MANAGEMENT PRACTICES FOR EROSION CONTROL & SEDIMENT CONTROL, FEBRUARY, 2008.

5. ALL UTILITY FACILITIES SHALL BE ADJUSTED BY THE RESPECTIVE UTILITIES UNLESS NOTED.

6. ANY DAMAGE TO THE SLOPES BEYOND THE LIMITS OF WORK DESCRIBED HEREIN CAUSED BY THE CONTRACTOR’S 

EQUIPMENT, PERSONNEL OR OPERATION SHALL BE REPAIRED TO THE SATISFACTION OF THE ENGINEER.  ALL WORK, 

EQUIPMENT AND MATERIALS REQUIRED TO MAKE REPAIRS SHALL BE AT THE CONTRACTOR’S EXPENSE. 

7. PAVEMENT DEPTHS SHOWN ON THE TYPICAL SECTIONS ARE INTENDED TO BE NOMINAL.

8. LOAM SHALL BE PLACED TO A NOMINAL DEPTH OF 2 INCHES.

9. STATIONS REFERENCED ARE APPROXIMATE.

10. THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT EXISTING UTILITY LOCATIONS AND/OR ELEVATIONS ARE 

APPROXIMATE.  THE CONTRACTOR IS HEREBY CAUTIONED THAT ALL EXISTING SUBSURFACE LINES AND STRUCTURES 

MAY NOT BE SHOWN.  THE INFORMATION IS NOT TO BE RELIED ON AS BEING EXACT OR COMPLETE.  THE CONTRACTOR 

SHALL CONTACT DIG SAFE AT LEAST THREE (3) BUT NOT MORE THAN THIRTY (30) DAYS PRIOR TO COMMENCEMENT OF 

EXCAVATION OR DEMOLITION.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR COMPLIANCE WITH TEH REQUIREMENTS 

OF THE MAINE "DIG SAFE LAW" CHAPTER 718, ENACTED ON 8-11-00.  CONTRACTOR SHALL TAKE NOTICE OF THE 

FOLLOWING RULES:

A. ENFORCEMENT - THE ADMINISTRATIVE PENALTY FOR VIOLATION OF MAINE DIG SAFE LAW IS AS FOLLOWS:

  FIRST OFFENSE = $500.00

  SUBSEQUENT OFFENCES (WITHIN 12 MONTHS) = $5,000.00

  THE PUC MAY ALSO REQUIRE A PERSON WHO VIOLATES THE MAINE DIG SAFE LAW TO PARTICIPATE, AT THE 

EXPENSE OF THE VIOLATOR, IN AN EDUCATIONAL PROGRAM DEVELOPED AND CONDUCTED BY DIG SAFE SYSTEM, INC.

B. EXCAVATION METHODS - IF EXCAVATING WITHIN 18 INCHES OF ANY MARKED UNDERGROUND FACILITY, AN EXCAVATOR 

MAY NOT USE MECHANICAL MEANS OF EXCAVATION (THE USE OF ANY DEVICE OR TOOL POWERED BY AN ENGINE) UNTIL 

THE UNDERGROUND FACILITY IS EXPOSED.

  EXCEPTIONS: THIS RULE DOES NOT APPLY IF USING AIR VACUUM METHODS OF EXCAVATION.  MECHANICAL MEANS 

MAY BE USED FOR INITIAL PENETRATION OR REMOVAL OF PAVEMENT, ROCK OR OTHER MATERIAL REQUIRING 

MACHINERY.

  EMERGENCIES: PREVIOUSLY, AN EXCAVATOR WAS NOT REQUIRED TO NOTIFY DIG SAFE PRIOR TO AN EMERGENCY 

EXCAVATION.  NOW IN AN EMERGENCY SITUATION, AN EXCAVATOR MAY COMMENCE EXCAVATION AFTER HAVING TAKEN ALL 

REASONABLE STEPS CONSISTENT WITH THE EMERGENCY AND PREMARK THE AREA AS SOON AS POSSIBLE AFTER 

RECEIVING NOTIFICATION OF THE EMERGENCY.

GRAVEL.

AGGREGATE.

BEAM GUARDRAIL.

SEEDING METHOD NO. 2 SHALL BE UTILIZED ON ALL NON-GUARDRAIL SLOPES.  SEEDING METHOD NO. 3 SHALL BE 

UTILIZED ON ALL GUARDRAIL FILL SLOPES.

BE DELIVERABLE. 

COURSE

SURFACE 
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UNTREATED

COMPACTED 

EDGE WITH

PAVEMENT 
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SURFACE COURSE

AGGREGATE 

UNTREATED
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EDGE WITH

DRESS PAVEMENT 

SURFACE COURSE
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EDGE WITH

DRESS PAVEMENT 
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SURFACE 
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UNTREATED

COMPACTED 

EDGE WITH

PAVEMENT 

DRESS 

COURSE

AGGREGATE SURFACE 

COMPACTED UNTREATED

WITH

DRESS PAVEMENT EDGE 

SEED

AND 

2" LOAM

COURSE

AGGREGATE SURFACE 

COMPACTED UNTREATED

WITH

DRESS PAVEMENT EDGE 

OS-2 OF 12
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12. ALL PAVED ENTRANCES SHALL BE CONSTRUCTED WITH 3" HOT MIX ASPHALT AND 11" AGGREGATE SUBBASE COURSE 
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1.5" HOT MIX ASPHALT SURFACE - 12.5 MM (MAINEDOT ITEM # 403.208)

VARIABLE DEPTH HMA SHIM (MAINEDOT ITEM # 403.211)

1.5" HOT MIX ASPHALT SURFACE - 12.5 MM (MAINEDOT ITEM # 403.208)

VARIABLE DEPTH HMA SHIM (MAINEDOT ITEM # 403.211)

1.5" HOT MIX ASPHALT SURFACE - 12.5 MM (MAINEDOT ITEM # 403.208)

VARIABLE DEPTH HMA SHIM (MAINEDOT ITEM # 403.211)

1.5" HOT MIX ASPHALT SURFACE - 12.5 MM (MAINEDOT ITEM # 403.208)

VARIABLE DEPTH HMA SHIM (MAINEDOT ITEM # 403.211)

(MAINEDOT ITEM # 403.213)

3.5" HOT MIX ASPHALT BASE - 12.5 MM 

(MAINEDOT ITEM # 403.208)

1.5" HOT MIX ASPHALT SURFACE - 12.5 MM 

(MAINEDOT ITEM # 403.213)

3.5" HOT MIX ASPHALT BASE - 12.5 MM 

(MAINEDOT ITEM # 403.208)

1.5" HOT MIX ASPHALT SURFACE - 12.5 MM 
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11. ALL JOINTS BETWEEN EXISTING AND PROPOSED HOT BITUMINOUS PAVEMENT SHALL BE BUTTED.

13. UNTREATED AGGREGATE SURFACE COURSE MAY ALSO MEET THE GRADATION REQUIREMENTS ADD SHOULDER 

14. GUARDRAIL END TREATMENTS SHALL BE INSTALLED CONCURRENTLY WITH THE PLACEMENT OF EACH SECTION OF 

15. ALL EXISTING GUARDRAIL SHALL BE REMOVED AND BECOME THE PROPERTY OF THE CONTRACTOR. 

16. TWO REFLECTORIZED FLEXIBLE G.R. MARKERS WILL BE INSTALLED AT EACH GUARDRAIL END.

17. UNLESS OTHERWISE NOTED SEEDING METHOD NO. 1 SHALL BE UTILIZED ON ALL LAWNS AND DEVELOPED AREAS; 

18. THE CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING ALL EXISTING MAILBOXES TO ENSURE THE MAIL WILL 

19. AREAS REQUIRING FILL ON THE PROJECT WILL COME FROM SUITABLE EXCAVATION ON THE PROJECT.
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E:  2800017.7849

N:  212539.2990

STA. 100+00.00

BEGIN ROUTE 4 BASELINE

E:  2800642.3466

N:  213418.8903

STA. 110+79.59

END ROUTE 4 BASELINE

(SEE STI SITE PLANS)

MATCH LINE STA. 54+24.1

E:  2800296.1412

N:  212956.7276

SITE DRIVE BASELINE STA. 54+81.61

ROUTE 4 BASELINE STA. 105+02.10 =

O/S: 11.0’

STA. 104+22.4

O/S: 6.0’

STA. 107+87.8

FULL DEPTH RECONSTRUCTION (TYP.)

105+35.0, O/S: 28.0’ LT

104+97.7, O/S: 53.8’ LT. TO STA. 

ON 40’ RADIUS FROM STA. 

INSTALL TYPE 3D GUARDRAIL 

RECONSTRUCTION (TYP.)

FULL DEPTH 

O/S: 6.0’

STA. 108+81.5

PAVEMENT MARKING NOTES

LEGEND

8
’-
0
"

LANE MARKINGS
NOT TO SCALE

8
’-
0
"

8
’-
0
"

22 SQUARE FEET

10
’-
0
"

13 SQUARE FEET

16 SQUARE FEET 16 SQUARE FEET

SCHOOL

SPEED

LIMIT

XX
W HEN

FLASHING

X:XX AM
TO X:XX PM

S5-1
36" X 72"

S4-1
24" X 10"

END

SCHOOL

ZONE

S5-2
36" X 48"

R1-1
30" X 30"

C

(TIMES TO BE
DETERMINED BY

THE SCHOOL)

(SPEED LIMIT TO BE
DETERMINED BY MAINEDOT)

BA

SIGN LEGEND

A

B

B

A

C

SOLID SINGLE YELLOW CHEVRON LINE

SOLID WHITE STOP LINE

 

SOLID SINGLE WHITE LINE

 

SOLID SINGLE YELLOW LINE

 

SOLID DOUBLE YELLOW LINE

SSYCL

SWSL

 

SSWL

 

SSYL

 

SDYL

29 SQUARE FEET

13
’4
"

SSWL

SSWL

S
S

W
L

SSWL

SSWL

SSWL

SSWL

SDYL

S
S

W
L

S
S

W
L

S
S

Y
L

S
S

Y
L

SWSL

SSWL

SSWL

SDYL

S
S

Y
C
L

SWSL

SSYL

SSYL

SSWL

SSYL

SSYL

SSWL

ROUTE 4 (ALFRED RD.)

J
A

G
G

E
R
 

M
I

L
L
 

R
D
.

ROUTE 4 (ALFRED RD.)

STAMPED PAVEMENT (TYP.)

STAMPED PAVEMENT (TYP.)

SIGNS

EXISTING 

RESET

REMOVE & 

TO GRADE

ADJUST SMH 

E:  2800321.6445

N:  212991.4477

JAGGER MILL RD. BASELINE STA. 200+00.00

ROUTE 4 BASELINE STA. 105+45.18 =

E:  2800462.1936

N:  212913.6177

BASELINE STA. 201+61.94

END JAGGER MILL RD. 

S
D

Y
L

12
.0
’

12
.0
’

12
.0
’

12
.0
’

12
.0
’

12
.0
’

12
.0
’

PAVEMENT

TO TRANSITION TO EXISTING

75’ PAVEMENT BUTT JOINT

PAVEMENT

EXISTING

TO TRANSITION TO 

70’ PAVEMENT BUTT JOINT

OS-3 OF 12

CORPORATION (OR APPROVED EQUAL)

POWERED), MANUFACTURED BY ELTEC

CABINET.  SETUP TO BE DC (SOLAR

CONFIRMATION LIGHTS AND FLASHER

ON POLE EQUIPPED WITH 

INSTALL SCHOOL ZONE SIGNAGE

CORPORATION (OR APPROVED EQUAL)

POWERED), MANUFACTURED BY ELTEC

CABINET.  SETUP TO BE DC (SOLAR

CONFIRMATION LIGHTS AND FLASHER

ON POLE EQUIPPED WITH 

INSTALL SCHOOL ZONE SIGNAGE

MAILBOX

RESET

REMOVE & 

EXISTING PAVEMENT

TO TRANSITION TO 

75’ PAVEMENT BUTT JOINT

STA. 100+04.4

BEGIN PROJECT

STA. 110+52.3

END PROJECT

STA. 201+56.94

BEGIN PROJECT
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28.0’ LT.

106+86, O/S: 

28.0’ LT TO STA. 

105+35.0, O/S: 

FROM STA. 

3D GUARDRAIL 

INSTALL TYPE 

DELINEATOR

FLEXIBLE REFLECTORIZED 

O/S: 31.4’ LT. AND PLACE

O/S: 28.0’ LT. TO STA. 107+22.2, 

TERMINAL FROM STA. 106+86.8, 

INSTALL GUARDRAIL 350 FLARED 
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AND APPROVED BY THE ENGINEER BEFORE THE APPLICATION BEGINS

SP150E MATERIAL.  A TEMPLATE PATTERN AND COLOR IS TO BE SUBMITTED 

5.  ALL STAMPED PAVEMENT SHALL BE COLORED A "BRICK RED" COLOR WITH THE

PAVEMENT LOCATIONS SHOWN ON THE PLANS.

4.  STREET PRINT TM PAVEMENT TEXTURING SHALL BE USED FOR ALL STAMPED

ACCORDANCE WITH MAINEDOT STANDARD SPECIFICATION 627.

3.  PAINTED PAVEMENT MARKINGS SHALL BE FURNISHED AND INSTALLED IN

  SOLID SINGLE YELLOW CHEVRON LINES - 12"

  SOLID WHITE STOP LINES - 24"

EXCEPT FOR:

2.  ALL PAVEMENT MARKING LINES SHALL BE PAINT AND 4" WIDE

 

FOR STREETS AND HIGHWAYS, U.S. DOT, FHWA, 2009 EDITION.

WITH THE MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES

1.  ALL PAVEMENT MARKINGS SHALL BE IN CONFORMANCE

STA. 100+79.4

W/ VARIABLE DEPTH HMA SHIM

BEGIN 1.5" OVERLAY

STA. 109+77.3

W/ VARIABLE DEPTH HMA SHIM

END 1.5" OVERLAY

STA. 200+86.5

W/ VARIABLE DEPTH SHIM

BEGIN 1.5" OVERLAY
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4

+
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2
0
0

+
0
0

2
0
1

+
0
0

PC = STA. 200+71.62

PT
 =
 S

TA. 
20

1+
38
.38

E = 2.66’

T = 33.66’

L = 66.76’

R = 212.00’

PI = 201+05.28

CURVE DATA #1

0
7
.2

5
"
E

100+00

101+00

102+00
103+00 104+00 105+00 106+00 107+00

P
C
 

=
 

S
T

A
. 

1
0
0

+
3
6
.3

4

P
T
 

=
 

S
T

A
.
 
1
0
3

+
8
3
.
7
5

CURVE DATA #1

PI = 102+10.22

R = 3200.00’

L = 347.41’

T = 173.88’

E = 4.72’

CMP #11

STA. 109+44.8

O/S: 31.8’ LT.

CMP #10

STA. 106+92.8

O/S: 32.0’ LT.

E = 2.66’

T = 33.66’

L = 66.76’

R = 212.00’

PI = 201+05.28

CURVE DATA #1

107+00 108+00 109+00
110+00

P
C
 

=
 

S
T

A
.
 
1
0
8

+
1
2
.
9
1

P
T
 

=
 

S
T

A
.
 
1
0
8

+
9
7
.
5
0

CURVE DATA #2

PI = 108+55.20

R = 3500.00’

L = 84.59’

T = 42.30’

E = 0.26’



T
e
l.
 
2
0
7
-
2
0
0
-
2
1
0
0

S
o
u
t
h
 

P
o
r
t
la

n
d
, 

M
E
 

0
4

1
0
6

S
u
it
e
 

1
A
 

7
5
 
J
o
h
n
 

R
o
b
e
r
t
s
 

R
d
.

T
e
l.
 
2
0
7
-
7

8
3
-
5
6
5
6

L
e

w
is
t
o
n
, 

M
E
 

0
4

2
4

0

S
u
it
e
 

B

2
5
0
 

G
o
d
d
a
r
d
 

R
d
.

W
W

W
.S

E
B

A
G

O
T

E
C

H
N
IC

S
.C

O
M

250

255

260

265

270

0 5 10 15 20 25 30 35 40 45 50 55 60 65 70-5-10-15-20-25-30-35-40-45-50-55-60-65-70

100+50.00

250

255

260

265

270

0 5 10 15 20 25 30 35 40 45 50 55 60 65 70-5-10-15-20-25-30-35-40-45-50-55-60-65-70

250

255

260

265

270

0 5 10 15 20 25 30 35 40 45 50 55 60 65 70-5-10-15-20-25-30-35-40-45-50-55-60-65-70

101+00.00

250

255
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265

270

0 5 10 15 20 25 30 35 40 45 50 55 60 65 70-5-10-15-20-25-30-35-40-45-50-55-60-65-70
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0 5 10 15 20 25 30 35 40 45 50 55 60 65 70-5-10-15-20-25-30-35-40-45-50-55-60-65-70
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0 5 10 15 20 25 30 35 40 45 50 55 60 65 70-5-10-15-20-25-30-35-40-45-50-55-60-65-70

20.0’

12.00’4.58’

SHLD. SB THRU LANE SHLD.

4.62’14.48’

SB THRU LANE

2.71’1’ 1’

25.0’

PAVE.

STAMP. ROW

EXIST.

12.00’

SB THRU LANE

5.45’

SHOULDER

3.00’1’ 1’ 12.84’

SB THRU LANE SHLD.

4.50’

STAMP.

PAVE.

20.0’

24.0’

12.00’

SB THRU LANESHOULDER

5.82’ 1’3.00’ 1’

STAMP.

PAVE.

12.00’

SB THRU LANE

3.65’

SHLD.

23.0’

20.0’

BEGIN 1.5" PAVEMENT BUTT JOINT @ STA. 100+04.4
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END 1.5" PAVEMENT BUTT JOINT @ STA. 100+79.4, BEGIN 1.5" OVERLAY W/ VARIABLE DEPTH HMA SHIM
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16.0’

 ROW

EXIST.

30.0’

NB LEFT TURN LANE

12.00’

SB THRU LANE

12.00’2.25’

SHLD. NB THRU LANE

12.00’ 4.34’

SHLD.

29.0’

12.00’

SB THRU LANE

9.09’2.78’

SHLD. NB THRU LANE

12.00’

SHLD.

4.68’

NB LEFT

TURN 

TAPER

1.3’

-2.0%

5.46’

DRIVEWAY

102+50.00 (DRIVEWAY LEFT)

 ROW

EXIST.

22.0’

SB THRU LANE

12.00’4.15’

SHLD.

19.0’

5.41’

NB LEFT

TURN 

TAPER

12.00’

NB THRU LANE

4.62’

SHLD.

3.15’

27.0’

 ROW

EXIST.
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MAP R15, BLOCK 205

Y.C.R.D. PLAN BOOK 15098, PAGE 194

CHANDLER KYLEMAP R15, BLOCK 206
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RAP LOADS AT WALLS

WALL LABEL

TOTAL GRAVITY
LOAD (k/ft)

DEAD LOAD
(k/ft)

WL 1 2.4 2.4

WL 2 1.5 1.5

WL 3 3.6 3.6

WL 4 2.8 2.8

WL 5 6.6 5.1

WL6 5.2 5.2

WL7 5.8 5.4

WL8 7.4 5.9

WL9 9.3 5.9

WL10 2.7 1.2

WL11 3.3 1.7

WL12 6.9 6.1

WL13 4.3 4.1

WL14 11 6

WL15 4.5 1.7

WL16 5.5 3.3

WL17 6.8 3.6

AREA A1 RAP LOADS AT COLUMNS

AREA GRID

TOTAL GRAVITY LOAD
(k)

DEAD LOAD
(k)

ENVELOPED LOAD
W/ LATERAL (k)

A1 E-8/E-A 40 25 80

A1 E-85/E-A 75 40 85

A1 E-9/E-A 80 45 -

A1 A-1/A-D9 115 55 -

A1 A-1/A-F1 125 60 -

A1 A-15/A-D9 95 45 -

A1 A-15/A-F1 80 40 -

A1 E-8/E-B 60 35 85

A1 E-85/E-B 115 70 -

A1 E-8/E-C 60 35 -

A1 E-9/E-B 155 95 -

A1 E-85/E-C 115 70 140

A1 E-9/E-C 100 60 100

A1 A-2/A-D 120 70 -

A1 A-2/A-D9 210 125 -

A1 A-2/A-F1 160 80 -

A1 E-8/E-D 40 25 -

A1 E-85/E-D 100 60 95

A1 E-9/E-D 100 60 120

A1 A-3/A-C 135 75 -

A1 A-3/A-D 240 145 225

A1 A-3/A-E 140 90 -

A1 A-3/A-E4 70 35 -

A1 A-3/A-F 110 50 -

A1 E-85/E-D9 85 50 -

A1 A-4/A-B 140 90 -

A1 A-4/A-C 210 130 -

A1 A-4/A-D 220 135 240

A1 A-4/A-E 135 85 -

A1 A-4/A-E4 50 25 -

A1 A-4/A-F 95 40 -

A1 E-75/E-H 50 25 -

A1 E-85/E-G 40 25 -

A1 E-85/E-H 50 25 -

A1 E-77/A-5 40 20 -

A1 E-85/A-5 50 25 -

A1 A-5/A-B 105 65 -

A1 A-5/A-C 130 80 -

A1 A-5/A-D 125 75 -

A1 A-5/A-E 100 55 -

A1 A-5/A-E4 80 40 -

A1 A-5/A-F 60 25 -

AREA A3 RAP LOADS AT COLUMNS

AREA GRID

TOTAL GRAVITY LOAD
(k)

DEAD LOAD
(k)

ENVELOPED LOAD
W/ LATERAL (k)

A3 E-85/A-51 65 40 -

A3 A-B/A-51 95 65 -

A3 A-C/A-51 120 80 -

A3 A-D/A-51 100 70 -

A3 A-D8/A-51 55 35 -

A3 F-E/A-65 140 65 -

A3 A-D8/A-65 155 70 -

A3 F-E/A-7 140 65 -

A3 A-D8/A-7 150 65 -

A3 F-E/A-9 140 65 -

A3 A-D8/A-9 150 65 -

A3 F-E/A-9 65 15 -

A3 A-A9/A-9 145 45 -

A3 A-D5/A-9 145 45 -

A3 A-D8/A-9 45 20 -

A3 Z-H/Z-1 50 30 -

A3 Z-G/Z-1 75 55 -

A3 Z-F/Z-1 75 55 -

A3 Z-E/Z-1 75 55 -

A3 Z-D/Z-1 75 55 -

A3 Z-E/Z-1 75 55 -

A3 Z-D/Z-1 75 55 -

A3 Z-C/Z-1 75 55 -

A3 Z-B/Z-1 50 30 -

A3 Z-J/Z-6 30 15 -

A3 Z-J/Z-7 30 15 -

A3 Z-J/Z-8 30 15 -

A3 Z-A/Z-23 30 15 -

A3 Z-A/Z-28 30 15 -

A3 Z-A/Z-29 30 15 -

A3 Z-H/Z-3 50 30 -

A3 Z-G/Z-3 75 55 -

A3 Z-F/Z-3 75 55 -

A3 Z-E/Z-3 75 55 -

A3 Z-D/Z-3 75 55 -

A3 Z-C/Z-3 75 55 -

A3 Z-B/Z-3 50 30 -

AREA B RAP LOADS AT COLUMNS

AREA GRID

TOTAL GRAVITY LOAD
(k)

DEAD LOAD
(k)

ENVELOPED LOAD
W/ LATERAL (k)

B A-F/B-1 90 40 -

B A-F/B-2 110 50 -

B A-G/B-2 120 75 135

B A-H/B-2 205 95 -

B A-G/B-3 120 75 105

B A-E/A-8 50 35 -

B A-F/B-4 150 80 -

B A-G/B-4 185 115 -

B A-H/B-4 280 135 -

B A-E/B-6 90 65 -

B A-F/B-6 190 120 -

B A-G/B-6 210 115 190

B A-H/B-6 220 115 225

B B-A/B-7 20 10 -

B A-E/B-7 80 45 95

B A-F/B-7 105 70 90

B A-G/B-7 130 75 -

B B-A/B-81 30 15 -

B A-E/B-8 140 70 -

B A-F/B-8 125 75 -

B A-G/B-8 190 110 -

B A-H/B-8 150 90 -

B B-A/B-9 40 15 -

B A-F/B-9 150 95 -

B A-G/B-9 180 100 -

B A-H/B-9 115 65 160

B A-E/B-99 135 70 -

B A-H/B-10 65 35 150

B B-A/B-11 55 20 -

B A-E/B-11 170 100 -

B A-F/B-11 190 125 -

B A-H9/B-11 255 160 -

B A-H/B-11 140 85 160

B B-A/B-12 30 15 -

B A-E/B-12 90 45 85

B A-F/B-12 60 35 75

B H-9/B-12 125 80 -

B A-H/B-12 100 60 -

AREA E RAP LOADS AT COLUMNS

AREA GRID

TOTAL GRAVITY LOAD
(k)

DEAD LOAD
(k)

ENVELOPED LOAD
W/ LATERAL (k)

E E-A/E-1 45 25 -

E E-A/E-16 85 45 -

E E-A/E-3 70 40 145

E E-A/E-4 95 40 -

E E-A/E-5 110 70 -

E E-A/E-55 70 45 125

E E-A/E-6 90 55 55

E E-A/E-69 55 35 135

E E-A/E-7 70 45 110

E E-A/E-79 50 30 -

E E-A7/E-55 70 35 -

E E-A7/E-6 115 55 -

E E-A9/E-1 55 35 -

E E-B/E-16 95 55 -

E E-B/E-3 100 55 160

E E-B/E-4 195 115 -

E E-B/E-5 225 145 -

E E-B/E-55 60 35 -

E E-B/E-7 130 70 125

E E-B/E-79 75 45 -

E E-B4/E-58 45 20 -

E E-B4/E-65 50 25 -

E E-C/E-1 55 35 125

E E-C/E-16 100 55 175

E E-C/E-3 105 60 -

E E-C/E-4 205 120 -

E E-C/E-5 255 160 245

E E-C/E-58 135 80 -

E E-C/E-65 105 60 -

E E-C/E-7 120 75 155

E E-C/E-79 80 50 50

E E-C5/E-2 95 85 -

E E-C5/E-41 85 75 -

E E-D/E-1 65 40 -

E E-D/E-2 150 80 -

E E-D/E-41 180 80 -

E E-D/E-5 200 125 230

E E-D/E-6 145 85 -

E E-D/E-7 105 65 -

E E-D/E-79 50 30 -

RAMMED AGGREGATE PIER (RAP) SCHEDULE

RAMMED AGGREGATE PIER  (RAP) EXTENTS PLAN
N.T.S.

NOTES:

1. THE SOIL AT FOOTINGS IN THE SHADED AREA INDICATED IN THE PLAN
ABOVE SHALL BE IMPROVED BY THE USE OF A RAMMED AGGREGATE
PIER (RAP) SYSTEM.

2. DESIGN OF RAMMED AGGREGATE PIER SYSTEM SHALL BE PREPARED BY
A SPECIALITY ENGINEER LICENSED IN THE STATE OF MAINE. SIGNED AND
SEALED DESIGN SHALL BE SUBMITTED FOR REVIEW AND APPROVAL.

3. DESIGN NET ALLOWABLE BEARING PRESSURE FOR FOOTINGS BEARING
ON SOIL IMPROVED WITH RAMMED AGGREGATE PIERS SHALL BE 3,000
POUNDS PER SQUARE FOOT.

4. REFERENCE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS.
5. SEE AREA RAP LOADS AT COLUMNS & WALLS BELOW. INDICATED LOADS

ARE UNFACTORED.

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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NOTES:

1. FOR TOP OF WALL EL SEE DWG 1.4 AND SECTIONS AND DETAILS.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-12'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-12'-0") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.
6. TOP OF PIER EL {-X'-X"}. SEE PLAN.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
11. PROVIDE THICKENED SLABS AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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BP-D
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NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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LEVEL 1 PART FOUNDATION PLAN
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NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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LOCK (S
EE

TYP DETAILS, D
WG

S2.1)

LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.

LEVEL 1 PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONC
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 0'-0" U.N.O.
3. TOP OF STEEL EL -0'-6 1/4", U.N.O. BY -2 1/2", -5") ETC.
4. BF-1, BF-2, ETC INDICATES BRACE FRAME. SEE BRACE FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAIL DWG S3.1

& INDICATED SECTIONS.
6. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
7. L  INDICATES CMU LINTEL.  SEE SCHEDULE ON DWG S2.1.
8. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.

DESIGNATION KEY IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28]

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.
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H
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B
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F5

H
SS6x

6x
3/
8

B
P-D

F10

W
8x

67

B
P-G

F10

W
8x

67

B
P-G

S.K
.

B
F

-C
2

B
F

-C
3

C-10.1 C-10.1

4

S2.2

4

S2.2

1

S2.2

MATCHLINE
AT AREA C2

MATCHLINE
AT AREA A2

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

H
SS6x6x1/4

B
P-D

W
8x58B

P-G

W
8x58B

P-GS.K
.

(-
1
'-
4
")

(-1'-4")

(-1'-4")
STEP FTG DOWN

STEP FTG DOWN

STEP FTG DOWN

STEP FTG DOWN

STEP FTG DOWN

STEP FTG DOWN
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1
'-
4
")

(-1'-4")

(-
3
-0

")

(-1'-4")

(-1'-4")

(-1'-4")

(-
1
'-
4
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(-1'-4")

(-1'-4")

(-1'-4")

(-1'-4")

F7

F10

C-E1

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

P2

P2

C.J.

P2

P1

P2

7

S2.2

1

S2.2

7

S2.2

7A

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

SLOPE

SLOPE

SLOPE
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SLOPE

SLOPE
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(-5'-0")

6" REINF CONCRETE SLAB ON
GRADE W/#4@18" O.C. E.W. TOP.

REF TOP OF SLAB EL 0'-0".

4"CONC SLAB ON GRADE WITH
6x6-W2.1x2.1 W.W.F. (TOP) REF

TOP OF SLAB EL 0'-0"

1'-9 1/2"

6
 3

/8
"

1'-9 1/2"

5
 1

/2
"

7 1/2"

1
'-
1
1
"

1'-4"

PORTIONS OF CMU BRG
WALL SOLID GROUTED (REF
ARCH DWGS & SCHEDULES
FOR ADDL INFO)

PORTIONS OF CMU BRG
WALL SOLID GROUTED (REF
ARCH DWGS & SCHEDULES
FOR ADDL INFO)

PORTIONS OF CMU BRG
WALL SOLID GROUTED (REF
ARCH DWGS & SCHEDULES
FOR ADDL INFO)

20'-0"

1'-7 1/2"
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CL FOR UTILITY
(SEE CIVIL/MEP
FOR ADDL INFO)

CL FOR UTILITY
(SEE CIVIL/MEP
FOR ADDL INFO)

CL FOR UTILITY
(SEE CIVIL/MEP
FOR ADDL INFO)
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LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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C2
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C-1 C-1

C-3 C-3
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0
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1
0
 1

/4
"

6
8
'-
3
 3

/4
"

6
9
'-
4
" 3'-0"x1'-0"CONT STRIP FOOTING

W/3#5 CONT BOT (TYP)

6" REINF CONCRETE SLAB ON GRADE
W/#4@18" O.C. E.W. TOP. REF TOP OF

SLAB EL 0'-0". SLOPE TO TRENCH.

6" REINF CONCRETE SLAB ON
GRADE W/#4@18" O.C. E.W.

TOP. REF TOP OF SLAB EL 0'-0".

6" REINF CONCRETE SLAB ON
GRADE W/#4@18" O.C. E.W. TOP.

REF TOP OF SLAB EL 0'-0".

6" REINF CONCRETE SLAB ON
GRADE W/#4@18" O.C. E.W. TOP.

REF TOP OF SLAB EL 0'-0".

MASONRY S.W.

MASONRY S.W.

MASONRY S.W.

MASONRY S.W.

C.J.
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C.J.

C.J.

C.J.

C.J.

4

S2.2

4

S2.2

4

S2.2

4

S2.2

MATCHLINE
AT AREA C1

6" REINF CONCRETE SLAB ON
GRADE W/#4@18" O.C. E.W. TOP.

REF TOP OF SLAB EL 0'-0".

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS
FOR EXTENTS).
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C-E1

F.D.F.D.

F.D.

F.D.

GREASE PIT
(SEE ARCH)

GREASE PIT
(SEE ARCH)

12" REINF CONCRETE SLAB ON
GRADE W/#6@12" O.C. E.W. BOT.

REF TOP OF SLAB EL 0'-0". SLOPE
TO TRENCH.  (NOTE: FOR FINAL
SIZE & LOCATION, SEE ARCH).

12" REINF CONCRETE SLAB ON
GRADE W/#6@12" O.C. E.W. BOT.

REF TOP OF SLAB EL 0'-0". SLOPE
TO TRENCH. (NOTE: FOR FINAL SIZE

& LOCATION, SEE ARCH).

1

S2.0

(TYP)

14'-0" MIN

(T
Y

P
)

6
'-
0
" 

M
IN

SEE TYP TRENCH
DETAIL DWG S2.0.

SEE TYP TRENCH
DETAIL DWG S2.0.
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3
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4A

FTG STEPS FOR PLUMBING
(TYP). G.C. COORDINATE FDN
PLUMBING LOCATIONS.

4A
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7
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"

8
"
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0
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1'-8"

3
'-
7
 1

/2
"

4
'-
1
 1

/2
"

67'-10 1/2" 11'-1 1/2" 1'-7 1/2"60'-10"

CL FOR UTILITY (SEE
CIVIL/MEP FOR ADDL INFO)

(-
3
'-
0
")

S
T

E
P

 F
T

G
S

T
E

P
 F

T
G

(-
3
'-
0
")

SEE AREA C1 FOR
FOOTING ELEVATIONS THIS
AREA

LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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D

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9
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F11
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9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.

LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.
COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL

ASSOCIATION. ALL RIGHTS RESERVED.
NO REPRODUCTION WITHOUT PERMISSION.
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ENTRANCE SLAB.
SEE TYP DETAIL
DWG S2.0. (SEE
ARCH DWGS FOR
EXTENTS).
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L
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WL1
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W
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W
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W
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1
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2
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1
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1
1
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6
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1
1
"

5
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3
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"

1
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4
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1'-11"
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3
1
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3
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/8

"
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1
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4
"

1'-2 1/2"1'-11"

6
"

1
5
 S

P
A

C
E

S
 @

 4
'-
0
" 

O
.C

.
6
"

3" TYP

H
SS4x

4x
5/

16

TYP 1
6 

LO
C
S

CONT HSS4x4x5/16
(SEE SECT 5, DWG S2.2
FOR ADDL INFO)

89'-6"

CL FOR UTILITY
(SEE CIVIL/MEP
FOR ADDL INFO)

H
SS5x

5x
1/
4

B
P-D

H
SS5x

5x
1/
4

B
P-D

8'-11 1/2"

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.

LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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F1

F-D F-D

F-B F-B

F-A

F-1

F-1

F-C

A-5

3'-0"x1'-0" CONT STRIP
FOOTING W/3#5 BOT (TYP)

4" FIBER REINF CONCRETE
SLAB ON GRADE. REF TOP

OF SLAB EL -0'-2"+/-.

7

S2.2

MATCHLINE
AT AREA F2

MATCHLINE AT
AREA A3

E-75

C.J.

C.J.

C.J.

C.J.

C.J.

C.J.

C.J.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J
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C
.J

.

C
.J
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C
.J

.

C
.J

.

C
.J
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C
.J

.

C
.J
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.J
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.J

.

C
.J

.

C
.J

.

C
.J
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C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C.J.

C.J.

C.J.

ENTRANCE SLAB. SEE TYP
DETAIL DWG S2.0. (SEE
ARCH DWGS FOR EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS FOR
EXTENTS).

ENTRANCE
SLAB. SEE TYP
DETAIL DWG
S2.0. (SEE ARCH
DWGS FOR
EXTENTS).

MATCHLINE
AT AREA F2

F-73

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

STEP FOOTING DOWN STEP FOOTING DOWN

(-
1
'-
4
")

(-
1
'-
4
")

(-
1
'-
4
")

(-1'-4")

12" OMNI BLOCK
(SEE TYP DETAILS,
DWG S2.1)

12" OMNI BLOCK
(SEE TYP DETAILS,
DWG S2.1)

208'-8"

220'-7"

5'-11 1/2"5'-11 1/2"

9

S2.2

9

S2.2

9

S2.2

S
T

E
P

 D
O

W
N

S
T

E
P

 U
P

(-
4
'-
1
0
")

(-4'-10")(-4'-10")

(-
4
'-
1
0
")

E-77

F.D.

F.D.

F.D.

F.D.

F.D.
F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.

F.D.F.D.

F.D.F.D.

F.D.

F.D.

F.D. F.D.

F.D.

F.D.F.D.

SHADED AREA INDICATES
SLAB DEPRESSION. FINAL
DEPRESSION DEPTH TO BE

COORDINATED
W/ARCH/FLOORING SYSTEM.

SHADED AREA INDICATES SLAB
DEPRESSION. FINAL

DEPRESSION DEPTH TO BE
COORDINATED

W/ARCH/FLOORING SYSTEM.

ENTRANCE SLAB.
SEE TYP DETAIL
DWG S2.0. (SEE
ARCH DWGS FOR
EXTENTS).

S
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 D
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4
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7
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7
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WL15

W
L

1

W
L

1

W
L

1

WL14

WL3

W
L

3

WL14

W
L

3

W
L

3

WL14

W
L

3

SIM

3'-0"x1'-0" THICKENED SLAB W/#5@
12" O.C. BOTTOM FOR SUPPORT OF
GYM BLEACHER COLUMNS

4'-0"x1'-0" FOOTING W/4#5 CONT

4'-0"x1'-0" FOOTING W/4#5 CONT

W
L

3

W
L

3

W
L

3

W
L

3

WL14

WL15

W
L

1

7

S2.2

SLOPE

C.J.

SLOPE

C.J.

SLOPE

C.J.

S
L

O
P

E

C
.J

.

(-1'-4") (-2'-6") (-5'-6") (-1'-4")STEP FTG STEP FTG STEP FTG

(-6'-0")STEP FTG(-4'-10") STEP FTG

(-
1
'-
4
")

S
T

E
P

F
T

G

(-
2
'-
6
")

S
T

E
P

F
T

G

(-1'-4")

STEP FTG(-1'-4") (-4'-0") STEP FTG (-1'-4")

7A

7A

7

S2.2

SIM

S
T

E
P

F
T

G

F.D.

7

S2.2

7A

10

S2.2

SIM

4"CONC SLAB ON GRADE WITH
6x6-W2.1x2.1 W.W.F. (TOP) REF TOP

OF SLAB EL 0'-0"

4'-0"x1'-0" FOOTING W/4#5 CONT

4'-0"x1'-0" FOOTING W/4#5 CONT

SIM

7

S2.2

4" FIBER REINF CONCRETE
SLAB ON GRADE. REF TOP

OF SLAB EL -0'-2"+/-.

4"CONC SLAB ON GRADE WITH
6x6-W2.1x2.1 W.W.F. (TOP) REF TOP

OF SLAB EL 0'-0"
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4
 7

/1
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1'-7 1/2"

1'-7 1/2"

1
1
5
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0
°

7
0
'-
4
"

CL FOR UTILITY
(SEE CIVIL/MEP
FOR ADDL INFO)

2
'-
1
0
 7

/8
"

1
'-
4
"

S
T

E
P

 F
T

G

S
T

E
P

 F
T

G

97'-1 3/4"     14'-6 1/4"97'-0"

1'-11"

2
'-
1
0
 3

/4
"

C.J.

7
'-
4
 1

/2
"

4
'-
0
"

1
'-
1
1
"

1'-4"

7
'-
3
 1

/2
"

4
'-
0
 1

/2
"

1'-7 1/2"

96'-8" 15'-2 5/16"

STEP
FTG
DOWN

STEP
FTG
DOWN

3'-0"x1'-0" THICKENED SLAB W/#5@
12" O.C. BOTTOM FOR SUPPORT OF
GYM BLEACHER COLUMNS

PROVIDE ANCHORAGE FOR
BLEACHER COLUMNS. ANCHORAGE
SHALL BE DESIGNED BY BLEACHER
SUPPLIER. G.C. PROVIDE AND
INSTALL ANCHORAGE. COLUMNS
SHOWN ARE BASIS OF DESIGN.

PROVIDE ANCHORAGE FOR
BLEACHER COLUMNS. ANCHORAGE
SHALL BE DESIGNED BY BLEACHER
SUPPLIER. G.C. PROVIDE AND
INSTALL ANCHORAGE. COLUMNS
SHOWN ARE BASIS OF DESIGN.

H
SS6x

6x
1/
2

(T
YP U

.N
.O

.)
H
SS6x6x1/2

(TYP U
.N

.O
.)

WALL ASSEMBLY (SEE ARCH)

WALL ASSEMBLY (SEE ARCH)

PROVIDE BEAM POCKETS AND SET BEARING
PLATES FOR GYM BLEACHER BEAMS
(ABOVE). BEARING PLATES & ANCHORAGE
SHALL BE DESIGNED BY BLEACHER SUPPLIER
AND INSTALLED BY G.C. COORD W/ACTUAL
SUPPLIER. NUMBER SHOWN IS BASIS OF
DESIGN.

PROVIDE BEAM POCKETS AND SET
BEARING PLATES FOR GYM
BLEACHER BEAMS (ABOVE).
BEARING PLATES & ANCHORAGE
SHALL BE DESIGNED BY
BLEACHER SUPPLIER AND
INSTALLED BY G.C. COORD
W/ACTUAL SUPPLIER. NUMBER
SHOWN IS BASIS OF DESIGN.

LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B. COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL

ASSOCIATION. ALL RIGHTS RESERVED.
NO REPRODUCTION WITHOUT PERMISSION.
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F2

F-F

F-E

F-D

F-8

F-C

3'-0"x1'-0" CONT STRIP
FOOTING W/3#5 BOT (TYP)

4" FIBER REINF CONCRETE
SLAB ON GRADE. REF TOP

OF SLAB EL 0'-0".

MATCHLINE AT AREA F1

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS FOR
EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS FOR
EXTENTS).

ENTRANCE SLAB. SEE
TYP DETAIL DWG S2.0.
(SEE ARCH DWGS FOR
EXTENTS).

MATCHLINE
AT AREA F1

F-73

(-1'-4")

(-
1
'-
4
")

(-
1
'-
4
")

(-1'-4")

STEP
FTG
DOWN

STEP FTG DOWN

S
T

E
P

 F
T

G
 D

O
W

N

STEP DOWN (-4'-10")

(-
4
'-
1
0
")

S
T

E
P

 U
P

F.D.

SHADED AREA INDICATES SLAB
DEPRESSION. FINAL

DEPRESSION DEPTH TO BE
COORDINATED

W/ARCH/FLOORING SYSTEM.

4" FIBER REINF CONCRETE
SLAB ON GRADE. REF TOP

OF SLAB EL 0'-0".

4" FIBER REINF CONCRETE
SLAB ON GRADE. REF TOP

OF SLAB EL 0'-0".

3

S2.2

3

S2.2

3

S2.2

7

S2.2

7A

3

S2.2

WL16
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WL17
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C
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C.J.

C.J.

C.J.

C.J.

SLOPE

(-1'-4") STEP
FTG

(-2'-6")

(-1'-4")

STEP
FTG(-2'-0")

(-1'-4")

STEP
FTG

STEP
FTG

(-2'-6")(-1'-4")

S
T

E
P

F
T

G
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4
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0
")

(-1'-4") (-1'-4")

F.D.

7

S2.2

7

S2.2

109'-3 1/2"     16'-4 1/8"

8
8
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3
"

 
    

1
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1
 3
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"

2
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1
1
 1
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1
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0
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"

 
    

3
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/8

"

8
5
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8
"

55'-7 3/8"

1'-7 1/2"      54'-8"

     8 1/8"

1
1
 1

/2
"

12" OMNI BLOCK (SEE
TYP DETAILS DWG S2.1)

LEVEL 1 PART FOUNDATION PLAN
1/8"=1'-0"

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE & REINF.
3. TOP OF INTERIOR FOOTING EL (-1'-0") U.N.O.
4. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
5. Px INDICATES REINF CONCRETE PIER. SEE PIER DETAILS DWG S2.3.  NOTE: BOND OUT

WALL STEM AS REQD FOR BASE PLATE.  DO NOT BOND OUT BRICKSHELF.
6. TOP OF PIER EL {-0'-8"} U.N.O.
7. F.D. INDICATES FLOOR DRAIN. COORD ALL FLOOR DRAINS (W/ASSOCIATED SLOPES) &

SLAB PENETRATIONS  W/ARCH & MEP DWGS.
8. BP-x INDICATES COLUMN BASE PLATE. SEE DWG S3.1 FOR BASE PLATE DETAILS.
9. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS DWG S2.1

FOR ADDL INFO.
10. S.K.  INDICATES SHEAR KEY.  SEE DETAIL A/S4.1& BASE PLATES DETAILS, DWG S3.1 FOR

ADDITIONAL INFORMATION.
11. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
12. GB-1 INDICATES GRADE BEAM. SEE TYP DETAIL DWG S2.1.
13. WL1, WL2, ETC. INDICATES WALL LOCATIONS THAT REQUIRE THE RAMMED AGGREGATE

PIER SYSTEM. SEE PLANS FOR LOCATIONS & DWG S01 FOR ADDL INFO.
14. PROVIDE THICKENED SLAB AT CMU PARTITIONS. SEE ARCH DWGS FOR LOCATIONS. SEE

TYP DETAIL DWG S2.1.
15. G. C. TO COORDINATE ALL PLUMBING WITH FOOTING ELEVATIONS. DO NOT SLEEVE

THROUGH FOOTINGS.

F4 4'-0"x4'-0"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F5 5'-0"x5'-0"x1'-0"

F6 6'-0"x6'-0"x1'-2"

F7 7'-0"x7'-0"x1'-6"

F8 8'-0"x8'-0"x1'-8"

F3 3'-0"x3'-0"x1'-0" 4#4 E.W.B.

4#4 E.W.B.

5#5 E.W.B.

6#6 E.W.B.

6#6 E.W.B.

6#7 E.W.B.

8#7 E.W.B.

9#7 E.W.B.

F9

F10

F11

F12

9'-0"x9'-0"x1'-10"

10'-0"x10'-0"x2'-0"

11'-0"x11'-0"x2'-2"

12'-0"x12'-0"x2'-4"

8#8 E.W.B.

10#8 E.W.B.

* INDIATES FOOTING W/ REINF TOP & BOTTOM.

F57 5'-0"x7'-0"x1'-6"
4#6 L.W.B.
6#6 S.W.B.

F810 8'-0"x10'-0"x1'-8"
8#6 L.W.B.

10#6 S.W.B.

F912 9'-0"x12'-0"x2'-4"
6#8 L.W.B.

10#8 S.W.B.

F1011 10'-0"x11'-0"x2'-2"
7#8 L.W.B.
8#8 S.W.B.
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NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONCRETE
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 15'-4" U.N.O.
3. TOP OF STEEL/UNDERSIDE OF DECK  EL 14'-9 3/4", U.N.O. BY -2 1/2". -5", ETC.
4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
9. [XX] INDICATES NUMBER OF 3/4"Øx5" HEADED STUDS UNIFORMLY SPACED ALONG BEAM SPAN

OR BETWEEN CONCENTRATED LOADS. SEE NOTE 12 FOR COMPOSITE STEEL JOIST STUD
REQUIREMENTS.

10. PROVIDE 5" SEAT FOR K-SERIES JOIST SHARING A COMMON BEARING SURFACE W/LH-SERIES
OR COMPOSITE SERIES JOIST.

11. PROVIDE ALL JOIST BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONCRETE
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 15'-4" U.N.O.
3. TOP OF STEEL/UNDERSIDE OF DECK  EL 14'-9 3/4", U.N.O. BY -2 1/2". -5", ETC.
4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
9. [XX] INDICATES NUMBER OF 3/4"Øx5" HEADED STUDS UNIFORMLY SPACED ALONG BEAM SPAN

OR BETWEEN CONCENTRATED LOADS. SEE NOTE 12 FOR COMPOSITE STEEL JOIST STUD
REQUIREMENTS.

10. PROVIDE 5" SEAT FOR K-SERIES JOIST SHARING A COMMON BEARING SURFACE W/LH-SERIES
OR COMPOSITE SERIES JOIST.

11. PROVIDE ALL JOIST BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
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12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *
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DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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LEVEL 2 PART FRAMING PLAN
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NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONCRETE
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 15'-4" U.N.O.
3. TOP OF STEEL/UNDERSIDE OF DECK  EL 14'-9 3/4", U.N.O. BY -2 1/2". -5", ETC.
4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
9. [XX] INDICATES NUMBER OF 3/4"Øx5" HEADED STUDS UNIFORMLY SPACED ALONG BEAM SPAN

OR BETWEEN CONCENTRATED LOADS. SEE NOTE 12 FOR COMPOSITE STEEL JOIST STUD
REQUIREMENTS.

10. PROVIDE 5" SEAT FOR K-SERIES JOIST SHARING A COMMON BEARING SURFACE W/LH-SERIES
OR COMPOSITE SERIES JOIST.

11. PROVIDE ALL JOIST BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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LEVEL 2 PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONCRETE
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 15'-4" U.N.O.
3. TOP OF STEEL/UNDERSIDE OF DECK  EL 14'-9 3/4", U.N.O. BY -2 1/2". -5", ETC.
4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
9. [XX] INDICATES NUMBER OF 3/4"Øx5" HEADED STUDS UNIFORMLY SPACED ALONG BEAM SPAN

OR BETWEEN CONCENTRATED LOADS. SEE NOTE 12 FOR COMPOSITE STEEL JOIST STUD
REQUIREMENTS.

10. PROVIDE 5" SEAT FOR K-SERIES JOIST SHARING A COMMON BEARING SURFACE W/LH-SERIES
OR COMPOSITE SERIES JOIST.

11. PROVIDE ALL JOIST BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600

COPYRIGHT ©  BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONCRETE
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 15'-4" U.N.O.
3. TOP OF STEEL/UNDERSIDE OF DECK  EL 14'-9 3/4", U.N.O. BY -2 1/2". -5", ETC.
4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
9. [XX] INDICATES NUMBER OF 3/4"Øx5" HEADED STUDS UNIFORMLY SPACED ALONG BEAM SPAN

OR BETWEEN CONCENTRATED LOADS. SEE NOTE 12 FOR COMPOSITE STEEL JOIST STUD
REQUIREMENTS.

10. PROVIDE 5" SEAT FOR K-SERIES JOIST SHARING A COMMON BEARING SURFACE W/LH-SERIES
OR COMPOSITE SERIES JOIST.

11. PROVIDE ALL JOIST BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600
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NOTES:

1.          INDICATES SPAN DIRECTION OF 3VLI20 GALV DECK W/3 1/4" LIGHTWEIGHT CONCRETE
SLAB (6 1/4" TOTAL), 3 SPAN MIN, W/6x6-W2.1xW2.1 W.W.F.

2. TOP OF SLAB EL 15'-4" U.N.O.
3. TOP OF STEEL/UNDERSIDE OF DECK  EL 14'-9 3/4", U.N.O. BY -2 1/2". -5", ETC.
4. BF-1, BF-2, ETC INDICATES BRACED FRAME. SEE BRACED FRAME ELEVATIONS DWG S4.X.
5.              INDICATES MOMENT CONNECTION. SEE MOMENT CONNECTION DETAILS DWG S3.0 &

INDICATED SECTIONS.
6.        INDICATES SPAN DIRECTION OF 1.5 B20 ROOF DECK (3 SPAN MIN) U.N.O.
7. E.O.D. INDICATES EDGE OF DECK. E.O.S. INDICATES EDGE OF SLAB.
8. L  INDICATES CMU LINTEL.  SEE SCHEDULE DWG S2.1.
9. [XX] INDICATES NUMBER OF 3/4"Øx5" HEADED STUDS UNIFORMLY SPACED ALONG BEAM SPAN

OR BETWEEN CONCENTRATED LOADS. SEE NOTE 12 FOR COMPOSITE STEEL JOIST STUD
REQUIREMENTS.

10. PROVIDE 5" SEAT FOR K-SERIES JOIST SHARING A COMMON BEARING SURFACE W/LH-SERIES
OR COMPOSITE SERIES JOIST.

11. PROVIDE ALL JOIST BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
12. "36VC1200/640/170[28]"  INDICATES COMPOSITE STEEL JOIST DESIGNATION.  DESIGNATION KEY

IS AS FOLLOWS (ALL LOADS UNFACTORED):

36 VC 1200  / 640/ 170 [28] *

JOIST DEPTH

DESIGN TOTAL LOAD (PLF)

DESIGN LIVE LOAD (PLF)

DESIGN POST COMP DEAD LOAD (PLF)

APPROXIMATE # OF 3/4"Ø x5" HEADED STUDS

NOTE:  ALL STAIR STRUCTURES SHALL BE DESIGNED BY A SPECIALTY ENGINEER HIRED BY
THE FABRICATOR.  ALL DESIGNS SHALL MEET THE REQUIREMENTS OF THE 2009
INTERNATIONAL BUILDING CODE (IBC).  STAIRS AND LANDINGS SHALL BE DESIGNED FOR
100 PSF LIVE LOAD.  COORDINATE ALL DETAILS WITH THE ARCHITECTURAL DRAWINGS,
AND SUBMIT COMPLETE FABRICATION DRAWINGS WITH ALL NECESSARY SUPPORTING
ENGINEERING CALCULATIONS FOR REVIEW.  DRAWINGS AND CALCULATIONS SHALL BE
STAMPED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF MAINE.

INDICATES CMU SUPPORT. POST COMP DEAD
& LIVE LOAD DEFLECTION LIMIT = L/600
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3N20 ROOF DECK

DECK AT BM CL

ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.

LOW ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5BA20 (ACOUSTIC) ROOF DECK (3 SPAN MIN).
2. TOP OF STEEL/UNDERSIDE OF DECK EL 24'-8", U.N.O. BY -1'-5" ETC.
3. R.D.   INDICATES ROOF DRAIN (SEE ARCH).
4. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
5.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS

W/6x6-W1.4xW1.4 W.W.F.
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ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.

LOW ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5BA20 (ACOUSTIC) ROOF DECK (3 SPAN MIN).
2. TOP OF STEEL/UNDERSIDE OF DECK EL 24'-8", U.N.O. BY -1'-5" ETC.
3. R.D.   INDICATES ROOF DRAIN (SEE ARCH).
4. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
5.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS

W/6x6-W1.4xW1.4 W.W.F.
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DETAIL DWG S3.0 (TYP)
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OPENINGS. PROVIDE
BRG PL's EA END W/8"
BRG EA END (TYP).

BEARING PL (TYP)

LOW ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5BA20 (ACOUSTIC) ROOF DECK (3 SPAN MIN).
2. TOP OF STEEL/UNDERSIDE OF DECK EL 24'-8", U.N.O. BY -1'-5" ETC.
3. R.D.   INDICATES ROOF DRAIN (SEE ARCH).
4. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
5.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS

W/6x6-W1.4xW1.4 W.W.F.
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PROVIDE SUPPLEMENTARY
ANGLE SUPPORT AT ROOF OPNGS
PER DETAIL DWG S3.0 (TYP)

L6x4x5/16 LLV RTU
FRAME PER DETAIL
DWG S3.0 (TYP)

ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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PROVIDE SUPPLEMENTARY ANGLE
SUPPORT AT ROOF OPNGS PER
DETAIL DWG S3.0 (TYP)

BRG PL (TYP)

R.D.R.D.
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1
1
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0
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4
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38'-0"4'-0" 4'-0" 4'-0"

(8 EQ SPCS)

(5 EQ SPCS)(5 EQ SPCS)
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     54'-8"

     4'-0 3/8"±
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CONT L4x4x5/16

BRG PL (TYP)

BRG PL (TYP)

BRG PL (TYP)

L6x4x5/16 RTU
FRAME PER DETAIL
DWG S3.0 (TYP)

12" OMNI BLOCK
(SEE TYP DETAILS,
DWG S2.1)

ROOF PART FRAMING PLAN
1/8"=1'-0"

NOTES:

1.            INDICATES SPAN DIRECTION OF 1.5B20 ROOF DECK (3 SPAN MIN). PROVIDE ACOUSTIC DECK WHERE
INDICATED "BA"

2.            INDICATES SPAN DIRECTION OF 3.0N18 STEEL ROOF DECK (3 SPAN MIN).
3. TOP OF STEEL/UNDERSIDE OF DECK EL 30'-8" U.N.O. BY (-X'-XX", ETC.)
4. ** INDICATES DIMENSION TO BE COORDINATED W/MECHANICAL EQUIPMENT.
5. BF-1, BF-2, ETC INDICATES BRACED FRAME.  SEE BRACED FRAME ELEVATIONS DWG S4.X.
6.           INDICATES MOMENT CONNECTION.  SEE MOMENT CONNECTION DETAIL DWG S3.0.
7. R.D.  INDICATES ROOF DRAIN (SEE ARCH).
8. ALL EXPOSED STEEL SHALL BE HOT-DIPPED GALVANIZED.
9. PROVIDE ALL BRIDGING PER STEEL JOIST INSTITUTE REQMNTS.
10. PROVIDE 5" SEAT FOR K-SERIES JOIST WHEN SHARING A COMMON BEARING SURFACE W/LH-SERIES JOIST.
11.   INDICATES 3" CONCRETE OVER 1 1/2" STEEL DECK, 4 1/2" TOTAL THICKNESS W/6x6-W1.4xW1.4 W.W.F.
12. PROVIDE SUPPLEMENTARY ANGLE SUPPORT AT ROOF OPENINGS. SEE DWG S3.0.
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C.J.

C.J.

C.J.

C.J.

C
.J

.

C
.J

.

4
0
'-
0
"6" REINF CONC SLAB ON GRADE

W/#4@18" O.C. E.W. TOP.
TOP OF SLAB EL 0'-0".

ENTRANCE SLAB.
SEE TYP DETAIL DWG
S2.0. (SEE ARCH
DWGS FOR EXTENTS).

ENTRANCE SLAB.
SEE TYP DETAIL DWG
S2.0. (SEE ARCH
DWGS FOR EXTENTS).

SEE THIS DWG FOR
FOUNDATION WALL SECTION

AND ALL ADDL INFO

3
'-
4
"

7
'-
4
"

1
7
'-
4
"

7
'-
4
"

3
'-
4
"

#4x24" TYP AT
DOOR EA SIDE

T/WALL -0'-8" AT
DOORS (TYP)

T/WALL 0'-0" U.N.O.

1

S1.31

4'-0" 26'-0" 4'-0"

FIELD STORAGE BUILDING FOUNDATION PLAN
1/4"=1'-0"

24"

2
4
"

T/SLAB EL

(SEE PLAN)

2'-0"

8" 8" 8"

1
'-
0
"

8
"

6
"

#4@12" O.C.

#4@24" O.C. VERT
W/ALTERNATING
HOOKS

2#5 CONT
TOP & BOT

4
'-
6
" 

M
IN

T/SLAB EL

(SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

T/FTG EL

(SEE PLAN)

2'-0"

8" 8" 8"

3#5 CONT

RIGID INSUL
(SEE ARCH)

8" CMU (SEE TYP DETAILS
DWG S2.1 FOR ADDL INFO)

CONC SLAB ON
GRADE (SEE PLAN)

P.T. 2x8 TOP PL

1/2"Øx8" EMBED H.D.
GALV A307 AB'S @24" O.C.

BOND BEAM W/2#5 CONT

NOTE: NAIL SHTG
W/GALV 8d NAILS, 6" O.C.

EDGES,12" O.C. FIELD.

2x6 BLOCKING
TOP & BOT

5/8" PLYWOOD BTWN EA TRUSS

SIMPSON H3 EA TRUSS

NOTES:

1. TOP OF WALL EL 0'-0" U.N.O. BY  (-0'-8"), ETC.
2. Fx* INDICATES CONCRETE FOOTING. SEE SCHEDULE THIS DWG FOR SIZE &

REINF.
3. TOP OF EXTERIOR FOOTING EL (-3'-10") U.N.O.
4. Px* INDICATES REINF CONCRETE PIER.
5. TOP OF PIER EL {-0'-0"} U.N.O.
6. C.J.  INDICATES SLAB CONTRACTION/CONSTRUCTION JOINT. SEE TYP DETAILS

DWG S2.1 FOR ADDL INFO.

9
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 T

R
U

S
S
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S

 @
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4
" 

O
.C

.

FIELD STORAGE BUILDING ROOF PLAN
1/4"=1'-0"

4
4
'-
0
"

30'-0"

LADDER FRAMING, 2x6 @16" O.C. (MATCH GABLE UPRIGHTS)

LADDER FRAMING, 2x6 @16" O.C. (MATCH GABLE UPRIGHTS)

(2)2x6 (TYP)

NOTES:
1. LOADS :

TC DEAD LOAD  15 PSF
TC SNOW LOAD 51 PSF BALANCED
BC DEAD LOAD 15 PSF

2. TEMPORARY & PERMANENT TRUSS BRACING SHALL
CONFORM W/ BCSI1, LASTEST EDITION.

1

S1.31

5
/8

 P
L

Y
W

O
O

D

PROVIDE GABLE END
TRUSS W/UPRIGHTS @16"
O.C. (MAX). BRACE GABLE
END PER BCSI-B3, FIGURES
B3-34 AND B3-35.

PROVIDE SIMPSON LU26
HANGER LADDER FRAMING
TO TRUSS AND SIMPSON H3
TO WOOD PLATE ON CMU
WALL (TYP)

EQ EQ EQ EQ EQ EQ

 FIVE ROWS BOTTOM CHORD
BRACING, EQ SPACED. PROVIDE
CONNECTIONS AND DIAGONALS
PER BCSI-B3.
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D
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L
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'-
0
"

6" CONC SLAB ON GRADE W/#4@
18"  E.W. TOP . COORDINATE

ELEVATION W/ SITE/CIVIL DWGS.
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C.J.

C
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.

C
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C
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.

C
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.

C
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C
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.

C.T.E. STORAGE AREA FOUNDATION PLAN
1/8"=1'-0"

2

S1.31

24"

2
4
"

T/SLAB EL

(SEE PLAN)

2'-0"

8" 8" 8"

1
'-
0
"

8
"

6
"

#4@18" O.C.

#4@24" O.C. VERT
W/ALTERNATING
HOOKS

2#5 CONT
TOP & BOT

4
'-
6
" 

M
IN

T/SLAB EL

(SEE PLAN)

T/FTG EL

(SEE PLAN)

3#5 CONT

RIGID INSUL
(SEE ARCH)

CONC SLAB ON
GRADE (SEE PLAN)

(5)#5 BOT

4'-0"

1
'-
0
"

THICKED SLAB (SEE PLAN)
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1 2 3 4 5 6 7 8 9 10 11 12

A

B

C

Z

1
6
'-
6
"

1
3
'-
6
"

4
'-
0
"

6'-2" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 18'-0" 6'-2"

7
'-
0
"

52'-8 7/8"
52'-8 7/8"

7
'-
0
"

7
'-
0
"

10'-9"10'-9"

7
'-
0
"

F2* F2* F2* F2* F2* F2* F2* F2* F2* F2* F2* F2*

F2*F2*F2*F2*F2*F2*F2*F2*F2*F2*F2*F2*

F3* F3* F3*

F1* F1* F1* F1* F1* F1*

F3* F3* F3*

BLEACHER SEATING FOUNDATION PLAN
1/8"=1'-0"

1

S1.32

P2* P2* P2* P2* P2* P2* P2* P2* P2* P2* P2* P2*

P2*P2*P2*P2*P2*P2*P2*P2*P2*P2*P2*P2*

P1* P1* P1*

P1* P1* P1* P1* P1* P1*

P1* P1* P1*

NOTES:

1. BELOW ALL SLABS, PROVIDE MIN 4'-6" DEEP FREE DRAINING STRUCTURAL FILL.
2. REMOVE ALL UNCONTROLLED FILL AND REPLACE WITH COMPACTED GRANULAR BORROW. ALL

FOOTINGS SHALL BEAR ON UNDISTURBED NATIVE SANDS. REFERENCE GEOTECHNICAL REPORT FOR
ADDITIONAL INFORMATION.

3. ALL FOUNDATIONS ARE DESIGNED FOR A MAX CONTACT PRESSURE OF 3000 PSF AT BOTTOM OF
FOOTING WITH NO NET UPLIFT.  BLEACHER SUPPLIER SHALL INCLUDE CALCUALTIONS WITH THEIR
DESIGN THAT PROVE FOUNDATION DESIGN PROVIDED IS SUFFICIENT BASED ON CONTACT BEARING
PRESSURE, REINFORCING, AND CONCRETE SHOWN.

4. FOR BASIS OF DESIGN REF ARCH DWG A8.0X SERIES DWGS.

4" CONC SLAB-ON-GRADE OVER 4" MIN
40 PSI RIGID INSULATION. REINF SLAB
W/6x6-W2.9xW2.9 W.W.F.

TOOLED C.J. @
8'-0" MAX

4" CONC SLAB-ON-GRADE OVER 4"
MIN 40 PSI RIGID INSULATION. REINF
SLAB W/6x6-W2.9xW2.9 W.W.F.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

TOOLED C.J. @
8'-0" MAX

EXTEND RIGID INSULATION MIN 4'-0"
BEYOND SLAB-ON-GRADE (TYP)EXTEND RIGID INSULATION MIN 4'-0"

BEYOND SLAB-ON-GRADE (TYP)

#5 @12" E.F. HORIZ

PIER REINF SEE
SCHEDULE

T/PIER EL

 FTG SIZE & REINF

SEE FTG SCHEDULE FOR

4
'-
6
" 

M
IN

3#5 AT TOP BAL
@12" O.C.

1
'-
0
"

CONC PIER SEE SCHEDULE
FOR ADDL INFO

FINISH GRADE

(SEE PLAN)

4
"

4" CONC SLAB ON GRADE
SUPPORTING HANDICAP RAMPS &
STAIRS W/6x6-W2.9xW2.9 W.W.F.

T/SLAB EL

(SEE PLAN)

MIN 4" (40 psi) INSULATION

1
'-
0
"

EXTEND RIGID INSUL
BEYOND SLAB EDGES
MIN 4'-0" ON ALL SIDES.

ANCHOR RODS & NON-SHRINK GROUT
AS SPECIFIED BY BLEACHER
MANUFACTURER- MAX (4)3/4"Øx1'-8"
ASTM F1554 GR55 H.D. GALV HEADED
ANCHOR RODS AT EA PIER/4"
PROJECTION.

F2* 5'-6"x5'-6"x1'-0"

FOOTING
MARK

FOOTING
SIZE

REINFORCING

FOOTING SCHEDULE

F3* 6'-0"x6'-0"x1'-0"

F1* 8'-0"x5'-0"x1'-0" #5@12" O.C. E.W.B.

#5@12" O.C. E.W.B.

#5@12" O.C. E.W.B. P2* 18"Ø

PIER MARK PIER SIZE REINFORCING

PIER SCHEDULE

P1* 24"Ø 10#6 BARS

8#6 BARS

93'-6"

2
5
'-
7
"

6
'-
7
"

7
'-
4
"

1
7
'-
0
 7

/8
"

EXEND RIGID INSULATION MIN
4'-0" BEYOND SLAB ON GRADE

6" CONC SLAB ON GRADE W/#4@12"
O.C. E.W. TOP. COORDINATE

ELEVATION W/ SITE/CIVIL DWGS. PLACE
SLAB ON MIN 4", 40 PSI INSULATION

C.J.

C.J.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

C
.J

.

VISITORS SEATING FOUNDATION PLAN
1/8"=1'-0"

3
0
'-
1
1
 7

/8
"

2

S1.32

C.J.

C.J. C.J.

C.J.

C.J.

C
.J

.

C
.J

.

24"

2
4
"

T/SLAB EL

(VARIES)

2'-0"

8" 8" 8"

1
'-
0
"

4
"

#4@12" O.C.
(TYP)

#4@24" O.C.

2#5 CONT TOP,
MID & BOT

4
'-
6
" 

M
IN

T/FTG EL

(SEE PLAN)

8" 1'-4" 8"

5#5 CONT

3#5 CONT

#4@18" O.C. MAX

4
"

T/SLAB EL

(VARIES)

1
'-
0
"

8" 8"
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CONC SLAB ON STL DECK
(SEE PLAN)

CONC SLAB ON GRADE
(SEE PLAN)

NOTE: WALL REINF AND
ADDL INFO, SEE SECT 1/S2.2
& SECT 1/S2.3

G.C. NOTE: DO NOT BACKFILL
FOUNDATION WALL UNLESS FIRST
FLOOR FRAMING, SLAB & INTERIOR
BACKFILL ARE IN PLACE OR SHORE
WALL (B.O.) INSTALLED (TYP).

PERFORATED UNDERDRAIN
PIPE BEDDED IN 3/4" CRUSHED
STONE SURROUNDED IN
GEOTEXTILE FILTER FABERIC

12" MIN 3/4"
CRUSHED STONE

6" MIN 3/4"
CRUSHED STONE

FOOTING (SEE PLAN)

RADON VENT (BY OTHERS)

(SEE PLAN)

FIRST FLR

MOISTURE PROOFING AND
RIGID INSUL (SEE ARCH)

FDN WALL (SEE PLAN)

BASEMENT

(SEE PLAN)

HEATED SPACE (LOWER LEVEL)

WALL SYSTEM
(SEE ARCH)

REF

M
IN

4
'-
6
"

PERFORATED UNDERDRAIN
PIPE BEDDED IN 3/4" CRUSHED
STONE SURROUNDED IN
GEOTEXTILE FILTER FABERIC

(M
IN

)

 
    

6
"

STRUCTURAL
FILL

(M
IN

)

1
'-
0
"

(M
IN

)

 
    

6
"

STRUCTURAL FILL

(M
IN

)

1
'-
0
"

RIGID INSUL, TYP
(SEE ARCH)

EXTERIOR FDN
WALL & FTG

WALL SYSTEM
(SEE ARCH)

REF

STRUCTURAL
FILL

6" MIN STRUCTURAL FILL (SOIL
SUBGRADE) OR 6" MIN CRUSHED
STONE (BEDROCK SUBGRADE)

4"Ø SMOOTH BORE, SLOTTED
HDPE PIPE ENVELOPED IN 12"
TYPE B UNDERDRAIN SAND

PROPERLY PREPARED
SUBGRADE (SEE REPORT)

PROPERLY PREPARED
SUBGRADE (SEE REPORT)

EXTERIOR FDN
WALL & FTG

4
'-
6
" 

(T
Y

P
)

NON-WOVEN GEOTEXTILE
FABRIC BELOW VAPOR
RETARDER

VAPORRETARDER
(SEE ARCH)

CONC SLAB ON GRADE
(SEE PLAN)

SHIM LAYER OF STONE
DUST BELOW VAPOR
RETARDER

VAPOR RETARDER
(SEE ARCH)

FINISH
GRADE

SEE SPECIFICATIONS FOR
GRADATION OF ALL FILL MATERIALS

FINISHED
GRADE

TYP GEOTECH CONDITIONS
N.T.S.

RADON VENT (BY OTHERS)

GEOTEXTILE FABRIC

PROPERLY PREPARED
SUBGRADE (SEE REPORT)

RADON MITIGATION
SHEET (SEE A8.20)

RADON MITIGATION
SHEET (SEE A8.20)

TYP TRENCH DRAIN DETAIL
N.T.S.

S
E

E
 P

L
A

N

**
*

***

(TYP)

6" MIN

6
"

SLOPE DNSLOPE DN

PREFAB TRENCH DRAIN
SYSTEM COORD W/ARCH,
MECH, SITE & CIVIL DWGS

NOTES:

1.   ***  INDICATES DIM TO BE COORD W/ARCH, CIVIL & MECH
DWG.  SEE PLAN FOR SLAB REINF & SLOPING REQUIREMENTS.

#5@12" O.C. E.W. BOT

T/SLAB EL

(SEE PLAN)

CONC SLAB ON
GRADE (SEE PLAN)

1
'-
0
"

#4@12"

24"
DRILL & EPOXY #4x16" DWLS
W/4" EMBED @12" O.C.

2
4
"

NOTE: FOR ADDL INFO, SEE
TYP FDN WALL SECTIONS

24"

2
4
"

T/SLAB EL

(SEE PLAN)

2'-0"

8" 8" 8"

1
'-
0
"

8
"

6
"

#4@12" O.C.

3#5 CONT

#4@24" O.C. VERT
W/ALTERNATING
HOOKS

2#5 CONT
TOP & BOT

TYP ENTRANCE SLAB DETAIL
N.T.S.

4
'-
6
" 

M
IN

SLOPE DN

RIGID INSUL (SEE
ARCH)

3/4" RIGID 60 PSI
INSUL (SEE ARCH)

1
'-
0
"

6" CONC SLAB  ON GRADE
IN SURROUNDING AREA

T/SLAB EL

(SEE PLAN)

12" CONC SLAB AT CAR LIFT
(TYP 5 LOCS). SEE PLAN.

3" MIN

1'-3"

#4 ANCHORAGE DOWELS @18"
O.C. AROUND PARIMETER OF SLAB
(18" W/15" EMBED)

REINF (SEE PLAN)

#5 @12" E.F. HORIZ

#4 @24" O.C. E.F. VERT4
'-
6
" 

(M
IN

)

1
'-
0
"

3'-0"

1'-11" EQ

3#5 CONT

T/WALL EL

(SEE PLAN)

EQ

SIGNAGE BASE, GRANITE AND
CONNECTIONS BY OTHERS.
(SEE ARCH DWGS FOR
LOCATIONS AND ADDL INFO).

TYP SIGNAGE FOUNDATION DETAIL
N.T.S.

NOTE: COORD WALL
LENGTH W/SIGN REQMNTS

REF ARCH DWG A8.51 & A8.52
FOR PLAN DIMENSIONS AND

ADDL INFO.

t

"d
"

TERMINATE TYP FOOTING
REINF & PROVIDE
MATCHING BENT BARS AT
PIPE PENETRATION

F
O

O
T

IN
G

T
Y

P
 S

T
R

IP

(1
2
" 

M
A

X
)

"d
"

SPLICE TABLE

SEE TYP

CONC SLAB ON
GRADE (SEE PLAN)

(MIN)

2'-0"

G.C. COORD PIPE SIZE,
LOCATION AND INVERT
AND APPROPRIATE
SLEEVE W/ARCH & MECH

TYP DETAIL AT PIPE PENETRATION
AT INTERIOR STRIP FOOTING
N.T.S.

2#4 HORIZ (TOP & BOT)

1
'-
0
"

2'-0"

2#5 CONT

T/FTG EL

(SEE PLAN)

#4 @ 16" O.C.

48"

24"

8" 8" 8"

T/SLAB EL

(SEE PLAN)

#4@24" O.C. VERT
(STAGGERED)

CONCRETE SLAB ON
GRADE (SEE PLAN)

#4 CONT

T/SLAB EL

(SEE PLAN)

8
"

#4@12" O.C.
E.W.B.

NOSING (TYP, SEE ARCH)

S
E

E
 A

R
C

H

SEE ARCH

TYP CONCRETE STAIR DETAIL
N.T.S.

8" CONC CHEEK WALL
BEYOND W/2#4 HORIZ
TOP & BOT & #4@24" O.C.

#4 NOSING BAR (TYP)

1'-10"

BRICK VENEER

REINF TO MATCH VERTS
IN CMU. DRILL & INSTALL
W/ HILTI HIT-HY 200
ADHESIVE (4" MIN EMBED
INTO LINTEL). USE SHOP
DWG LAYOUT OF LINTEL
REINF TO AVOID REINF.

2
'-
0
"

2#4 TOP

2#6 BOT

#3 STIRRUP @ 12" O.C.

(2)-EMBED L4x4x1/4
W/WELDED 1/4"Øx4" HEADED
STUDS @ 24" O.C.

3/8" STIFF PL @ 2'-0"
O.C., FULLY WELDED
(GALV W/ BOT PL)

3/8"x19"xCONT PL
(GALV)

1/4 3-12

1/4 3-12

CMU WALL

PRECAST LINTEL

REBAR SLEEVE FULLY
GROUTED

#5 VERT1'-4"

NOTE: PROVIDE 16" MIN
BEARING EACH END.

TYP PRECAST LINTEL AT OVERHEAD DOORS

4"

REF

N.T.S. (5,000 PSI CONCRETE)

1/2"

12" CMU WALL
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TYP OPENING IN WALL OR SLAB DETAIL

(TYP)

40 db

(T
YP)1'

-0
"

(T
Y

P
)

4
0
 d

b

ADDL #5 E.F.
@ RECT OPNG

#5 E.F. (TYP 4 SIDES)

8"

(S
E

E
 P

L
A

N
)

(S
E

E
 P

L
A

N
)

(S
E

E
 P

L
A

N
)

1#4

TYP SLAB ON GRADE DEPRESSION DETAIL

N.T.S.

N.T.S.

TOP OF WALL EQUALS
TOP OF SLAB U.N.O.

TYP WALL REINF

ADDL #5 E.F.

FOUNDATION WALL

TYP WALL DEPRESSION DETAIL @ DOOR

8
"

N.T.S.

(T
Y

P
)

3
0
 d

b

(TYP)

30 db

CONT 1/4"x1 1/4" DEEP
CONTRACTION JOINT FILLED
W/SEALANT 1/4"

S
E

E
 P

L
A

N

TYP SLAB ON GRADE CONTRACTION
JOINT DETAIL

VAPOR BARRIER
(SEE ARCH) SEE TYPICAL SLAB DETAIL

N.T.S.

CORNER BARS TO
MATCH HORIZ REINF

CORNER INTERSECTION

DOWELS TO MATCH
HORIZ REINF

TYP WALL REINF DETAILS

16 db 16 db

(TYP)

40 db

(T
Y

P
)

4
0
 d

b

N.T.S.

4"

3
/4

"

(S
E

E
 P

L
A

N
)

EXTERIOR

INTERIOR

TYP REINF (OUTSIDE
BARS DISCONTINUOUS
@ JOINT)

TYP CONTRACTION JOINT IN WALL
N.T.S.

8"/12" REINF CMU
W/MATCHING DWLS (SEE TYP
CMU DETAILS DWG S2.1)

T/SLAB EL

(SEE PLAN)

3'-0"

(U
.N

.O
.)

1
'-
4
"

1
'-
0
"

3#5 CONT

CONT FTG  DETAIL AT INTERIOR
CMU WALL U.N.O.
N.T.S.

2'
-0

" 2'-0"

PLACE THIS PORTION
OF SLAB AFTER
SLAB ON GRADE

CONTRACTION OR
CONSTRUCTION JOINT (TYP)

PREMOLDED JOINT
FILLER (TYP)

COORD  BONDOUT SIZE
W/DIAG BRACE LOCATIONS
AT BRACED FRAMES

TYP INT COLUMN ISOLATION JOINT DETAIL

1

1

TYP EXT COLUMN ISOLATION JOINT DETAIL

1

1

2'-0"

COORD  BONDOUT SIZE
W/DIAG BRACE LOCATIONS
AT BRACED FRAMES

CONTRACTION OR
CONSTRUCTION JOINT (TYP)

PREMOLDED JOINT FILLER (TYP)

PLACE THIS PORTION
OF SLAB AFTER
SLAB ON GRADE

INSIDE FACE
OF FDN WALL

SEE PLAN

N.T.S.

N.T.S.

NOTE: FOR FOOTING SIZE &
REINF, SEE SCHEDULE.

CONC SLAB ON GRADE
(SEE PLAN)

FILL POCKET W/CONC

COLUMN

1
"

1" (1/4" LEVELING PL +
3/4" NON-SHRINK GROUT)

TYP INTERIOR FOOTING DETAIL U.N.O.
N.T.S.

(S
E

E
 P

L
A

N
)

TYP CONSTRUCTION JOINT IN WALL

TYP HORIZ REINF
(EXTEND FOR SPLICE)

SEE TABLE

LAP

PREMOLDED JOINT FILLER
& SEALANT

(S
E

E
 P

L
A

N
)

1 1/2" x3 1/2" KEYWAY
FULL HEIGHT OF WALL

N.T.S.

3
/4

"

(S
E

E
 P

L
A

N
)

EXTERIOR

INTERIOR

TYP REINF (OUTSIDE
BARS DISCONTINUOUS
@ JOINT)

1
5

1 1/2"x3 1/2" KEY

t

2
t

2t 2t

TYP SLAB ON GRADE CONST JOINT DETAIL
  N.T.S. t = SLAB THICKNESS

BAR SIZE
LAP LENGTH

3,500/4,000 PSI 4,000/5,000 PSI

REBAR LAP SPLICE TABLE

#3

#4

#5

#6

#7

#8

30"

36"

48"

56"

81"

93"

24"

32"

42"

48"

72"

80"
TYP SLAB DETAIL

FILL MATERIALS
(SEE DWG S2.0)

VAPOR RETARDER
(SEE ARCH).

CONC SLAB ON GRADE. REFERENCE
SPECIFICATIONS FOR CURING
REQUIREMENTS

N.T.S.

D
O

O
R

 O
P

E
N

IN
G

#4x24" a TOP OF
SLAB (TYP)

NOTE: ALSO PROVIDE #4x24" (TOP) IN
 SLAB @ INSIDE RE-ENTRANT CORNERS
(SEE PLAN)

TYP SLAB CORNER DETAIL @ DOOR
N.T.S.

(T
YP)

1/
2"

 M
A
Xt

2t

1'-0" MIN

MATCH FOOTING REINF

TYP STEP FOOTING DETAIL
N.T.S. t=FOOTING THICKNESS

TOOL EDGE (TYP)

#4 DRILL  & EPOXY
(3" EMBED) INTO
SLAB EA CORNER

(S
E

E
 M

E
C

H
)

V
A

R
IE

S

ROUGHEN SURFACE TO 1/4"
AMPLITUDE & APPLY BONDING
AGENT PRIOR TO PLACING
NEW CONCRETE

#3@12" E.W. FOR T < 4"
#4@12" E.W. FOR T > 4"

NOTE: COORD PAD SIZE WITH MEP
CONTRACTOR BASED ON ACTUAL
EQUIPMENT SELECTION.

TYP EQUIPMENT HOUSEKEEPING PAD DETAIL
N.T.S.

TYP CONTROL JOINT IN WALL
N.T.S.

TYP CMU WALL SECTION (U.N.O.)
N.T.S.

EMBED #5 VERT MIN
30" INTO CONC

JOINT REINF @ 16" O.C.
BTWN BOND BEAMS (TYP)
SEE S0.0

#5@32" O.C. VERT

NOTES:

1. COORDINATE BOND BEAM LOCATIONS WITH
DOOR LOCATIONS. PROVIDE CONTINUOUS
BOND BEAMS WHENEVER POSSIBLE.

2. SUBMIT MASONRY REINFORCING SHOP
DRAWINGS FOR REVIEW. SEE THE
GENERAL NOTES & SPECIFICATIONS FOR
SPECIFIC REQUIREMENTS.

3. PROVIDE CORNER BARS FOR BOND BEAM
REINF 48 db LAP.

BOND BEAM W/ 2#5
TOP (ALL WALLS)

TOP ANCHORAGE OR
EMBED (SEE SECTIONS)

BOND BEAMS W/2#5 CONT. LOCATE AT
TOP OF ALL FLOOR LEVELS AND MID-
HEIGHT BETWEEN FLOORS, U.N.O. AT FREE END

TYP PLAN DETAILS AT CMU WALLS U.N.O.
N.T.S.

AT CORNERAT INTERSECTION

3#5

#5@32" O.C.
(TYP)

#5@32" O.C.
(TYP)

2#5 AT END & @32" O.C. (TYP)
U.N.O. FOR OPNGS UP TO 6'-0",
PROVIDE 2#5 FOR OPNGS > 6'-0"

NOTE: AT 12" CMU,
PROVIDE 2#5 VERT AT
ENDS W/5" C/C SPACING

OPENING

t

NOTE: FOR ADDL INFO
SEE FDN WALL SECTIONS

#4 @ 16" O.C.

48"

24"

2
t

TYPICAL SLAB DETAIL AT DOOR
N.T.S. t = SLAB THICKNESS

S
E

E
 P

L
A

N

1
'-
0
"

3#5 CONT

CMU INFILL WALL (6", 8", 12")

TYP THICKENED SLAB DETAIL AT
INTERIOR CMU PARTITION WALLS
N.T.S.

#5@32" O.C.
W/MATCHING DWLS

2'-0"

SAW CUT
JOINT

#5x36" LONG DOWELS. DRILL
& EPOXY MIN 6" INTO SLAB.

HSS COL
(SEE PLAN)

(2) NELSON D2L 5/8"Øx30 1/8"
ANCHORS AT EA BOND BEAM
(1 TOP & 1 BOTTOM)

B
E

A
M

B
O

N
D

END CELL REINF &
GROUTED

BOND BEAM
REINF

TYP HSS REINF TO CMU INFILL WALLS
N.T.S.

FULLY
GROUTED/REINF JAMB

8" MODULE

ADDL JAMB REINF AT
LONG HEADERS

TYP OMNI BLOCK PLAN DETAILS
N.T.S.

NOTES:

1. PROVIDE TRUSS TIE HORIZ REINF @16" O.C. U.N.O.
2. PROVIDE BOND BEAMS W/2#5 CONT AT TOP OF ALL WALLS AND MID-

HEIGHT BETWEEN FLOORS U.N.O.
3. PROVIDE MATCHING CORNER & INTERSECTION DOWELS AT ALL BOND

BEAMS.
4. ALL REINFORCED CELLS ARE TO BE FULLY GROUTED.
5. LAP BARS AT SPLICES MIN 48" BAR DIAMETERS.
6. PROVIDE 2#5 MIN. ABOVE & BELOW ALL OPENINGS. EXTEND 24" MIN

BEYOND EDGE OF OPENING EA SIDE.
7. ALL OMNI BLOCK WALL REINF SHALL BE REVIEWED BY THE

STRUCTURAL ENGINEER OR THEIR DESIGNATED REPRESENTATIVE
PRIOR TO GROUTING.

8. ALL CMU SHALL BE CONSTRUCTED IN RUNNING BOND.
9. SEE GENERAL NOTES DWG S00 FOR ADDL INFO ON MASONRY

CONSTRUCTION.

AT CORNER AT WINDOW &
DOOR OPNGS

FULLY
GROUTED/REINF
CORNER BLOCK

ADDL JAMB REINF AT
LONG HEADERS

NOTES:

1. PROVIDE LADDER TIE HORIZ REINF @16" O.C. U.N.O.
2. PROVIDE BOND BEAMS W/2#5 CONT AT TOP OF ALL WALLS AND MID-

HEIGHT BETWEEN FLOORS.
3. PROVIDE MATCHING CORNER & INTERSECTION DOWELS AT ALL BOND

BEAMS.
4. ALL REINFORCED CELLS ARE TO BE FULLY GROUTED. SEE PLANS FOR

FULLY GROUTED CMU WALL LOCATIONS.
5. LAP BARS AT SPLICES MIN 48" BAR DIAMETERS.
6. PROVIDE 2#5 MIN. ABOVE & BELOW ALL OPENINGS. EXTEND 24" MIN

BEYOND EDGE OF OPENING EA SIDE.
7. ALL CMU WALL REINF SHALL BE REVIEWED BY THE STRUCTURAL

ENGINEER OR THEIR DESIGNATED REPRESENTATIVE PRIOR TO GROUTING.
8. ALL CMU SHALL BE CONSTRUCTED IN RUNNING BOND.
9. SEE GENERAL NOTES DWG S00 FOR ADDL INFO ON MASONRY

CONSTRUCTION.

TYP OMNI BLOCK/CMU INTERSECTING
WALL JOIN PLAN DETAIL

OMNI BLOCK

CMU

WEAVE
INTERSECTING OMNI
& CMU BLOCK
W/CONT VERT REINF

(STAGGERED)

#5@32" O.C.

(NOTE: SEE ARCH DWGS FOR LOCATIONS)

NOTE: FULLY GROUT ALL
CELLS AT AUDITORIUM
WALLS.

(NOTE: SEE PLANS & SECTIONS FOR WALL THICKNESS)

(S
E

E
 P

L
A

N
)

TYP GRADE BEAM DETAIL
N.T.S.

REF

3#6 TOP & BOT W/#4 STIRRUPS @
12" O.C. (PROVIDE MATCHING
DOWELS AT PIER AND/OR
FOOTING AT ENDS OF BEAM).

B

10" VARIES

H

MARK
SIZE

B (in) H (in)

GRADE BEAM SCHEDULE

GB-1

GB-2

GB-3

20" 18"

24" 20"

28" 20"

CMU WALL (SEE
ARCH DWGS FOR
LOCATIONS)

(U
,N

,O
,)

1
'-
4
"

CMU LINTEL SCHEDULE

MASONRY OPENING
(M.O.)

M.O.< 4'-0" 12"x8"

SIZE

2#4 CONT

REINF

(12" BLOCK WALL)

4'-0"< M.O.<6'-0" 12"x16" 2#5 CONT

12"x24" 2#6 CONT

12"x32" 3#6 CONT

6'-0"< M.O.<10'-0"

10'-0"< M.O.<15'-6"

CMU LINTEL SCHEDULE

MASONRY OPENING
(M.O.)

M.O.< 4'-0" 8"x8"

SIZE

2#4 CONT

REINF

(8" BLOCK WALL)

4'-0"< M.O.<8'-0" 8"x16" 2#5 CONT

NOTES:
1. ENSURE 8" MIN LINTEL BEARING.
2. GROUT CELL SOLID BELOW LINTEL BEARING.
3. * CONFIRM MASONRY OPENING WITH ARCH REQMNTS.

NOTE: SEE DWG S2.0
FOR GEOTECH INFO. TYP
THIS DWG.

NOTE: PROVIDE COATING PER
SPECS FOR STRUCTURAL
STEEL ENCASED IN
CONCRETE (TYP).

PROPERLY PREPARED
SUBGRADE BELOW GRADE
BEAM PER GEOTECH REPORT

REF

REF

REF

REF

REF
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REF

CONC SLAB ON
GRADE (SEE PLAN)

#5 E.F. HORIZ (TOP, BOT
& MID-HEIGHT)

#4 @24" O.C. E.F. VERT

WALL SYSTEM
(SEE ARCH)

4
'-
6
" 

(M
IN

)

1
'-
0
"

2'-2"

6" 1'-2" 6"

3#5 CONT

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/WALL EL

(SEE PLAN)

RIGID INSUL
(SEE ARCH)

CONT BOND BREAKER
(SEE ARCH)

T/FTG EL

(SEE PLAN)

1'-9 1/2"

NOTE: SEE DWG S2.0
FOR GEOTECH INFO. TYP
THIS DWG.

FOR FTG SIZE &
REINF (SEE PLAN)

REF

WALL SYSTEM
(SEE ARCH)

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/FTG EL

(SEE PLAN)

1'-9 1/2"

STL COL (SEE PLAN)

CONC SLAB ON
GRADE (SEE PLAN)

REINF CONC PIER (SEE
PIER DETAILS DWG S2.2)

SLAB BONDOUT
AT COL

4
'-
6
" 

(M
IN

)

T/PIER EL

(SEE PLAN)

NOTE: FOR ADDL INFO,
SEE SECT 1/S2.2.

RIGID INSUL
(SEE ARCH)

CONC SLAB ON
GRADE (SEE PLAN)

#5 E.F. HORIZ (TOP, BOT
& MID-HEIGHT)

#4 @24" O.C. E.F. VERT

WALL SYSTEM
(SEE ARCH)

4
'-
6
" 

(M
IN

)

1
'-
0
"

3#5 CONT

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/WALL EL

(SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

T/FTG EL

(SEE PLAN)

8" CMU (SEE TYP DETAILS
DWG S2.1 FOR ADDL INFO)

RIGID INSUL
(SEE ARCH)

1'-2 1/2"     EQ      EQ

2'-4"

CONC SLAB ON
GRADE (SEE PLAN)

#5 E.F. HORIZ (TOP, BOT
& MID-HEIGHT)

#4 @24" O.C. E.F. VERT

WALL SYSTEM
(SEE ARCH)

4
'-
6
" 

(M
IN

)

1
'-
0
"

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/WALL EL

(SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

T/FTG EL

(SEE PLAN)

12" CMU (SEE TYP DETAILS
DWG S2.1 FOR ADDL INFO)

RIGID INSUL
(SEE ARCH)

2'-8"

     EQ 1'-6 1/2"      EQ

     4'-0"

3#5 CONT.
4#5 AT SECT 4A
(SEE PLAN)

AT SECT 4A (SEE PLAN)

REF

CONC SLAB ON
GRADE (SEE PLAN)

WALL SYSTEM
(SEE ARCH)

4
'-
6
" 

(M
IN

)

1
'-
0
"

2'-2"

6" 1'-2" 6"

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/WALL EL

(SEE PLAN)

T/FTG EL

(SEE PLAN)

1'-9 1/2"

2-12
TYP

8"

1
0
"

PL 3/4x8x0'-10" W/(2)-1 5/16"Ø
HOLES FOR (2)-3/4" Ø F1554 GR
36 ANCHOR RODS W/12" EMBED
& 5" PROJ.

PL WASHER:
1/4x2x0'-2" @3/4"Ø ANCHOR RODS
NOTE: WELD PL (4) SIDES TO BASE PL
(TYP)

CONT WOOD BLKG
AT CURTAINWALL
BY OTHERS

HSS4x4x5/16 BEAM
W/CONT PL 3/8"x9"
(SEE PLAN)

HSS4x4x5/16 POST @
4'-0" O.C. MAX (SEE
PLAN)

10 1/2"
CURTAINWALL
BY OTHERS

NOTE: FOR ADDL INFO,
SEE SECT 1/S2.2.

5/16" STIFF PL,
FULLY WELDED

RIGID INSUL
(SEE ARCH)

1/4
TYP

3
'-
2
 1

/2
"  

±

T
/H

S
S

 E
L

T/FTG EL

(SEE PLAN)

8" 8"

(VERIFY W/ELEVATOR MANUF)

5'-9" CLR 8" 8"

T/SLAB EL

(SEE PLAN)

#4@12" O.C.

#4@12" O.C. HORIZ

#4@12" O.C. VERT
W/ALTERNATING
HOOKS

ELEVATOR SILL ANGLE
(SIZE & LOCATION BY
MANUF) W/1/2" EXP
ANCHORS @24" O.C.
MAX (MIN 3 REQD).

8" REINF CMU W/MATCHING
DWLS (SEE TYP CMU
DETAILS DWG S2.1)

CONC SLAB ON
GRADE (SEE PLAN)

#4 CONT24"

2
4
"

8
 1

/8
"

4
'-
0
"

1
'-
0
"

1
'-
0
"

2
'-
0
"

2'-0"x2'-0"x2'-0" DP SUMP PIT.
PROVIDE 3/4" DP GALV BAR
GRATING W/GALV L2x2x1/4
FASTENED W/EPOXY
ANCHORS (2 MIN PER SIDE)

#5@12" O.C. E.W. BOT

#5@12" O.C. E.W. AT
SUMP PIT

CMU WALL (BEYOND)
ELEVATOR

SHAFT

CONT WATERSTOP

CONT BOND BREAKER
(SEE ARCH)

12" REINF CMU W/MATCHING
DWLS (SEE TYP CMU
DETAILS DWG S2.1).
NOTE: 8" CMU AT SECT 7A.

T/SLAB EL

(SEE PLAN)

3'-0"

1
'-
4
"

1
'-
0
"

3#5 CONT.
4#5 AT SECT 7 (SIM)
(SEE PLAN)

T/FTG EL

(SEE PLAN)

REF

CONC SLAB ON
GRADE (SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

EQ EQ

GROUT SOLID BELOW
SLAB (TYP)

     4'-0" AT SECT 7 (SIM) (SEE PLAN)

12" REINF CMU W/MATCHING
DWLS (SEE TYP CMU
DETAILS DWG S2.1)

T/SLAB EL

(SEE PLAN)

3'-0"

1
'-
4
"

1
'-
0
"

3#5 CONT

T/FTG EL

(SEE PLAN)

REF

CONC SLAB ON
GRADE (SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

HSS COL BEYOND
(SEE PLAN)

FOOTING AT COL
BEYOND (SEE PLAN)

6"

GROUT SOLID BELOW
SLAB (TYP)

REF

CONC SLAB ON
GRADE (SEE PLAN)

#5 E.F. HORIZ (TOP, BOT
& MID-HEIGHT)

#4 @24" O.C. E.F. VERT

WALL SYSTEM
(SEE ARCH)

4
'-
6
" 

(M
IN

)

1
'-
0
"

2'-0"

6" 1'-0" 6"

3#5 CONT

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/WALL EL

(SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

T/FTG EL

(SEE PLAN)

12" OMNI BLOCK (SEE TYP
DETAILS DWG S2.1 FOR
ADDL INFO)

RIGID INSUL
(SEE ARCH) 2#4 HORIZ (TOP & BOT)

1
'-
0
"

2'-0"

2#5 CONT

T/FTG EL

(SEE PLAN)

#4 @ 16" O.C.

48"

24"

8" 8" 8"

T/SLAB EL

(SEE PLAN)

#4@16" O.C. VERT
(STAGGERED)

CONCRETE SLAB ON
GRADE (SEE PLAN)

8
"

(S
E

E
 P

L
A

N
)

#4 CONT

T/SLAB EL

(SEE PLAN)

AT RAILINGS, L3x3x1/4 WITH 1/2" THICK BY
2" WIDE STRAP ANCHORS AT 18" O.C.
(COORD LOCS W/ARCH)

5"

2"

3/16

CONC SLAB ON
GRADE (SEE PLAN)

#4@18" O.C. E.F. HORIZ

#5 @12" O.C. E.F. VERT

WALL SYSTEM
(SEE ARCH)

4
'-
6
" 

(M
IN

)

1
'-
0
"

T/SLAB EL

(SEE PLAN)

PERIMETER FDN
DRAIN (SEE CIVIL
DWGS)

T/SHELF EL

(SEE PLAN)

CONT BOND BREAKER
(SEE ARCH)

T/FTG EL

(SEE PLAN)

RIGID INSUL
(SEE ARCH)

5#5 CONT BOT

4'-10"

#5@12" O.C. TOP

2'-6" 1'-8" 8"

4#5 CONT TOP

T/WALL EL

(SEE PLAN)

SLAB/WALL AT OPNG

+2'-0" @ EAVE SIDE

+4'-0" @ GREEN HOUSE BASE
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SECTION
 1/2" = 1'-0" S1.1

1 SECTION
 1/2" = 1'-0" S1.1

2 SECTION
 1/2" = 1'-0" S1.7

3 SECTION
 1/2" = 1'-0" S1.1

4

SECTION
 1/2" = 1'-0" S1.4

5

SECTION
 1/2" = 1'-0" S1.1

6

SECTION
 1/2" = 1'-0" S1.0

7 SECTION
 1/2" = 1'-0" S1.3

8

SECTION
 1/2" = 1'-0" S1.3

9 SECTION
 1/2" = 1'-0" S1.3

10

7A

S1.3

SECTION
 1/2" = 1'-0" S1.7

11

NO. DESCRIPTION DATE



CONC SLAB ON
GRADE (SEE PLAN)

1
'-
4
"

5'-2"

1'-2" 1'-6"

T/SLAB EL

(SEE PLAN)

T/FTG EL

(SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN)

2'-6"

T/SLAB EL

(SEE PLAN)

6
 1

/4
"

4
"

CONC SLAB ON GRADE
(SEE PLAN)

CONT L3x3x1/4 W/1/2"Øx4" LG
HEADED STUD ANCHORS @24"
O.C. MAX (DISCONTINUE AT
PIERS & BEAM POCKETS ONLY).

#3x48" @24" O.C. ACROSS
JOINT (BEND IN FIELD)

#3@24" O.C.

24"

24"

CONSTRUCTION/
CONTRACTION JOINT

6#5 CONT

#4@24" O.C. VERT O.F.
W/MATCHING DWLS

#4@12" O.C. HORIZ E.F.

#6@12" O.C. VERT I.F.
W/MATCHING DWLS

SEE DWG S2.0 FOR
GEOTECH INFO

G.C. NOTE: DO NOT BACKFILL
FOUNDATION WALL UNLESS FIRST
FLOOR FRAMING, SLAB & SLAB ON
GRADE ARE IN PLACE OR SHORE
WALL, BY OTHERS. (TYP).

NOTE: SEE DWG S2.0
FOR GEOTECH INFO. TYP
THIS DWG.

#6@12" O.C.

WATERSTOP (SEE SPECS)

NOTE: FOR WALL REINF AND
ADDL INFO, SEE SECT 1/S2.3

REF

WALL SYSTEM
(SEE ARCH)

1
'-
4
"

5'-2"

1'-2" 1'-6"

6#5 CONT

T/SHELF EL

(SEE PLAN)

T/FTG EL

(SEE PLAN)

1'-9 1/2"

2'-6"

T/SLAB EL

(SEE PLAN)

CONC SLAB ON GRADE
(SEE PLAN)

T/SLAB EL

(SEE PLAN)

CONC SLAB ON STL DECK
(SEE PLAN FOR DECK
ORIENTATION)

CONT  L4x4x3/8 W/3/4"Øx4" HILTI KWIK
HUS-EZ @24" O.C. MAX IN 13/16"Ø
LONG SLOTTED HORIZ HOLES.
PRIME ANGLE, EXCEPT TOP
SURFACE.

1" INSUL (SEE ARCH)

SEE DWG S2.0 FOR
GEOTECH INFO

WATERSTOP (SEE SPECS)

REF

8#6 VERT W/MATCHING
DOWELS & 3#3 TIES @3"
AT TOP, BAL @12" O.C.

8#6 VERT W/MATCHING
DOWELS & 3#3 TIES @ 3"
O.C. AT TOP, BAL @12" O.C.

2'-0"

1'-0" 1'-0"

2
'-
0
"

1
'-
0
"

1
'-
0
"

REF REF

1'-2"

REF

1'-9 1/2"

1
'-
9
 1

/2
"

1
'-
2
"

8#6 VERT W/MATCHING
DOWELS & 3#3 TIES @3"
AT TOP, BAL @12" O.C.

1'-0" @ P2A
10"

1'-0" @ P2A
10"

REF

1
0
"

7
 1

/2
"

7 1/2" 10"

B-99

A-E

8#6 VERT W/MATCHING
DOWELS & 3#3 TIES @ 3"
O.C. AT TOP, BAL @12" O.C.

P4

3'-2" 1'-0"

BASEMENT FDN WALL
(SEE SECT THIS DWG)

#5@16" O.C. E.F. HORIZ
W/STD HOOKS

#5@16" O.C. E.F.
VERT (TYP)

1'-0" @ P1A

1
'-
0
" 

@
 P

1
A

2'-0" @ P2A

1'-8"

1
'-
9
 1

/2
"

1
'-
2
"

1
'-
0
" 

@
 P

2
A

1
0
"

7
 1

/2
"

P2
P2A

P1
P1A

P3

TYPICAL PIER DETAILS
1/2"=1'-0"

2
"

2"

NOTE: PROVIDE 2"
BONDOUT IN FDN
WALL AT P1A

2
'-
0
"

1
'-
0
"

1
'-
0
"

1'-0"

10#6 VERT W/MATCHING
DOWELS & 3#3 TIES @3" AT
TOP, BAL @12" O.C.

REF

3'-2"

1
'-
9
 1

/2
"

1
'-
2
"

1
0
"

7
 1

/2
"

(2)P1 (2)P2A

REF

10" 1'-6" 10"

8#6 VERT W/MATCHING
DOWELS & 3#3 TIES @3" AT
TOP, BAL @12" O.C. (TYP)

REF

4'-0"

1
'-
9
 1

/2
"

1
'-
2
"

1
'-
0
"

7
 1

/2
"

REF

1'-0" 2'-0" 1'-0"

(S
E

E
 P

L
A

N
)

V
A

R
IE

S

MASONRY WALL
(SEE ARCH)

REF

1'-6" 2'-0"

TYPICAL FDN WALL/BASE OF BROW
INTERFACE DETAIL AT ENTRIES,
STAIR/CURTAIN WALL, ETC.
1/2"=1'-0"   (SEE PLANS & ARCH DWGS FOR LOCATIONS & ADDL INFO)

REF

P5 & P6

REF

10 1/2" AT P5

3'-10" AT P6

EQ

6#6 VERT W/MATCHING
DOWELS & 3#3 TIES @3" AT
TOP, BAL @12" O.C.

1
'-
8
"

U.N.O.

1'-11"

4#6 VERT W/MATCHING
DOWELS & 3#3 TIES @3" AT
TOP, BAL @12" O.C. (TYP)

U
.N

.O
.

1
'-
4
"

TYP FDN WALL TYP ENTRY
FDN WALL

2'-0" AT P6

EQ

2'-8" AT P5

CONC SLAB ON
GRADE (SEE PLAN)

T/SLAB EL

(SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN)

CONSTRUCTION/
CONTRACTION JOINT

NOTE: SEE SECT 1/S2.3
FOR ADDL INFO

1'-2"

8" 6"

BEAM POCKET W/3/4x6x1'-2" BRG
PL & 3/4" NON-SHRINK GROUT

3/4"Ø ANCHOR ROD E.S.
OF BEAM W/9" EMBED &
5" PROJ.

W BEAM (SEE PLAN)
NOTE: SEE SECT 2/S2.3
FOR ADDL INFO

REF

WALL SYSTEM
(SEE ARCH)

T/SHELF EL

(SEE PLAN) T/SLAB EL

(SEE PLAN)

CONC SLAB ON STL DECK
(SEE PLAN FOR DECK
ORIENTATION)

1" INSUL (SEE ARCH)

8" 6"

1'-2"

1'-9 1/2"

NOTE: PROVIDE CURTAIN
WALL BASE SUPPORT PER
SECT 5/S2.2 ALONG A-H LINE.

W BEAM (SEE PLAN)

BEAM POCKET W/3/4x6x1'-2" BRG
PL & 3/4" NON-SHRINK GROUT

3/4"Ø ANCHOR ROD E.S.
OF BEAM W/9" EMBED &
5" PROJ.

4" A.R.

3/8" STIFF PL E.S., FULLY
WELDED

1/4
TYP

REF

WALL SYSTEM
(SEE ARCH)

1
'-
4
"

3'-0"

1'-2" 11"

3#5 CONT

T/FTG EL

(SEE PLAN)

1'-9 1/2"

11"

T/SLAB EL

(SEE PLAN)

CONC SLAB ON GRADE
(SEE PLAN)

T/SLAB EL

(SEE PLAN)

CONC SLAB ON STL DECK
(SEE PLAN FOR DECK
ORIENTATION)

CONT  L4x4x3/8 W/3/4"Øx4" HILTI
KWIK HUS-EZ @24" O.C. MAX IN
13/16"Ø LONG SLOTTED HORIZ
HOLES. PRIME ANGLE, EXCEPT
TOP SURFACE.

1" INSUL (SEE ARCH)

SLOPE DN

#4@18" O.C. VERT O.F.
W/MATCHING DWLS

#4@18" O.C. HORIZ E.F.

#4@18" O.C. VERT I.F.
W/MATCHING DWLS

WATERSTOP (SEE SPECS)

NOTE: SEE SECT 3/S2.3
FOR ADDL INFO

B-12

WALL SYSTEM
(SEE ARCH)

1'-9 1/2"

T/SLAB EL

(SEE PLAN)

CONC SLAB ON STL DECK
(SEE PLAN FOR DECK
ORIENTATION)

CONT  L4x4x3/8 W/3/4"Øx4" HILTI
KWIK HUS-EZ @24" O.C. MAX IN
13/16"Ø LONG SLOTTED HORIZ
HOLES. PRIME ANGLE, EXCEPT
TOP SURFACE.

1" INSUL (SEE ARCH)

T/OPNG EL

(SEE ARCH)

OPNG (SEE ARCH)

6#6

1'-2"

NOTE: PROVIDE CONT 1/2"
CHAMFER AT I.F. & O.F.
EDGES OF ALL OPNGS IN
FDN WALL.
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 1/2" = 1'-0" S1.0

2
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2A
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 1/2" = 1'-0" S1.0

3

SECTION
 1/2" = 1'-0" S1.4

3A

NO. DESCRIPTION DATE



PER SJI

COL
(SEE PLAN)

3/4" CAP PLATE AT
JOIST BEARING BOT CHORD STABILIZER PLATE

1/2x6x0'-6" W/13/16"Ø HOLE.
DO NOT WELD BOT CHORD TO
STABILIZER PL. (TYP)

STL DECK (SEE PLAN)

2-3/4"Ø BOLTS IN
SLOTTED HOLES (TYP)

JOIST (SEE PLAN)

1/4

1/4

1/4
TYP

TYP SLEEL JOIST TO TOP OF COL DETAIL U.N.O.
N.T.S.

PER SJI

COL
(SEE PLAN)

L5x5x3/8 W/5/16"
STIFF PL CTRD

BOT CHORD STABILIZER PLATE
1/2x6x0'-6" W/13/16"Ø HOLE.
DO NOT WELD BOT CHORD TO
STABILIZER PL. (TYP)

STL DECK (SEE PLAN)

2-3/4"Ø BOLTS IN
SLOTTED HOLES (TYP)

JOIST (SEE PLAN)

REF

1/4

1/4
TYP

TYP STEEL JOIST TO COL DETAIL U.N.O.
N.T.S.

STL DECK (SEE PLAN)

JOIST (SEE PLAN)

TYP STEEL JOIST TO W BEAM DETAIL U.N.O.
N.T.S.

PER SJI

W BEAM (SEE PLAN)

W BEAM
(SEE PLAN)

REF

REF

TYP BEAM TO HSS COL CONN U.N.O.

REF

W BEAM
(SEE PLAN)

1 1/2"

2 1/2"

3/8" MIN SHEAR TAB

3/8" CAP PL
(TYP U.N.O.)

HSS COL
(SEE PLAN)

SHORT SLOTTED HOLES
 IN  SHEAR TAB

REF

N.T.S.

BEAM
SIZE

DESIGN
REACTION

MINIMUM NO BOLTS 1
SIDED CONNECTION

MINIMUM NO BOLTS
2 SIDED CONNECTION

SIMPLE SHEAR BEAM CONNECTION SCHEDULE

W8/W10 2215 K

W12 2320 K

W14

W16

3325 K

35 K 34

TYP HSS GIRT TO HSS COL DETAIL U.N.O.

REF

1/4
TYP

N.T.S.

H
S

S
 C

O
L

L4x4x5/16xGIRT WIDTH
(TYP @ TOP) SHIP LOOSE

NOTE: STAGGER JOISTS
AS REQD FOR BEARING
ON W BEAM

HSS GIRT HSS GIRT

TYP

L6x4x1/2xGIRT WIDTH LLV W/
(1)-13/16"Ø SHORT SLOTTED
HOLE FOR (1)-3/4"Ø THRD
ERECTION STUD (TYP @
BOTTOM)

W18

W21

SIMPLE SHEAR CONNECTIONS NOTES:

1. SIMPLE SHEAR CONNECTIONS SHALL BE SELECTED FROM THE AISC "MANUAL OF STEEL
CONSTRUCTION-ALLOWABLE STRESS DESIGN, 13TH EDITION" USING THE ABOVE REFERENCED
REACTIONS AND CRITERIA. REACTIONS INDICATED ARE UNFACTORED (SERVICE LEVEL LOADS).
MORE BOLTS THAN REFERENCED IN THE "MINIMUM" SECTIONS ABOVE MAY BE REQUIRED FOR
LOAD REQUIREMENTS.

2. CONNECTIONS ARE SUBJECT TO REVIEW ON THE STEEL SHOP DRAWINGS.
3. ALL BOLTS SHALL BE A325 OR A490 FOR SIMPLE SHEAR CONNECTIONS, MIN 3/4"Ø.  MINIMUM WELD

SIZE SHALL BE 5/16". MINIMUM MATERIAL SIZE FOR PLATES OR ANGLES SHALL BE 3/8".
4. ONE SIDED CONNECTIONS INCLUDE SINGLE PLATES AND SINGLE ANGLE CONNECTIONS.
5. TWO SIDED CONNECTIONS INCLUDE DOUBLE ANGLE AND END PLATE CONNECTIONS. NOTE:

PROVIDE OSHA SAFETY PROVISIONS AT SHARED BOLTED CONNECTIONS.
6. REACTIONS SHOWN IN PLAN SUPERCEDE CONNECTION SCHEDULE.

W24

5'-0" MAX

5
'-
0
" 

M
A

X

STEEL SUPPORTS

L6x4x5/16 LLV
(TYP)

DECK OPNG AS REQD G.C.
SHALL COORD ALL OPNGS,
DIM & LOCATIONS
W/SPECIFICATIONS & ALL
APPLICABLE CONTRACT
DOCUMENTS.

ADD ADDL SUPPORT AS
NECESSARY FOR HVAC
MECH EQUIP, ROOF
HATCH, ETC.

L5x5x5/16 SADDLE
ANGLE (6" LG TYP)

 PLAN OF TYP OPENING IN ROOF & FLOOR DECK

3/16
@ SUPPORTS
(TYP)

NOTES:

1. DETAIL TYPICAL AT ROOF & FLOOR LEVELS TO INCLUDE
DRAINS, EXHAUST FANS AND OTHER  MECH AND HVAC
EQUIP IF OPENING IS LARGER THAN 10"Ø OR CUTS MORE
THAN (2) DECK RIBS. FOR OPENINGS LESS THAT 12"Ø,
OR GREATER THAN 3"Ø, REINF OPNG W/16GA MIN PL.
MIN PL LENGTH SHALL BE "D"+4". EXTEND AS REQD FOR
2" MIN BRG ON DECK RIB.

2. AT GROUPS OF CORE DRILLED HOLES, PROVIDE ANGLE
FRAME AROUND GROUP UNLESS INDIVIDUAL HOLES ARE
SEPARATED BY A MINIMUM OF 12" EDGE TO EDGE.

N.T.S.

SECTION

REF

W BEAM
(SEE PLAN)

3/8" CONN PL
W/3/4"Ø A325N
BOLTS (TYP)

HSS COL (SEE PLAN)

TYP HSS COL BOLTED MOMENT CONN DETAIL
N.T.S.

5/16
TYP

TYP

COL (SEE PLANS)

W BEAM
(SEE PLAN)

3/8" STIFF PL
E.S. (TYP)

REF

TYP COL TRANSFER DETAIL

1/4

1/4
TYP

N.T.S.

3/4" BASE PL W/(4)-13/16"Ø
HOLES FOR (4)-3/4"Ø A325
BOLTS AT BEAM GAGE

W27

W30

W33

W36

NOTE: FIELD BOLTED DURING ERECTION
PHASE FOR SPANS 40' OR GREATER.

TYP LOCATION OF WELDED STUDS IN
METAL DECK FOR VC SERIES JOISTS

VC SERIES JOIST
CENTERLINE

N.T.S.

REF

W BEAM
(SEE PLAN)

3/8" CONN PL
W/3/4"Ø A325N
BOLTS (TYP)

W8 COL (SEE PLAN)

TYP W8 COL BOLTED MOMENT CONN DETAIL
N.T.S.

TYP

W BEAM
(SEE PLAN)

SHEAR STUD (TYP).
NOTE STUD LOCATION
W/RESPECT TO STL
DECK STIFFENING RIB

COMP STL DECK (SEE PLAN)

W.W.F.

STL DECK (SEE PLAN)

W8/W10/W12
(SEE PLAN)

TYP W8/W10/W12 BEAM AT JOIST HEIGHT
CONNECTION DETAIL

N.T.S.

PER SJI

W BEAM (SEE PLAN)

REF

STL JOIST (SEE PLAN)

1/4

1/4

W BEAM SEAT L4x4x5/16x0'-4"
CTRD ON W BEAM WEB

(S
E

E
 P

L
A

N
)

5
" 

O
R

 2
 1

/2
"

STL DECK (SEE PLAN)

W BEAM
(SEE PLAN)

TYP W BEAM AT JOIST HEIGHT
CONNECTION DETAIL U.N.O.

N.T.S.

PER SJI

W BEAM (SEE PLAN)

REF

STL JOIST (SEE PLAN)

(S
E

E
 P

L
A

N
)

5
"/

2
 1

/2
"

COPE AS REQD FOR
DECK SUPPORT

1 1/2"/3" STL
ROOF DECK
(SEE PLAN)

(TYP)

8"

 W/APPROVED MECH UNIT

COORD DIM

(TYP)

8"

TYP CONC SLAB DETAIL AT ROOF TOP MECH UNIT
N.T.S.

NOTES:
1. SEE PLANS FOR APPROX SLAB LOCATIONS.
2. G.C. COORD FINAL SIZE & LOCATIONS,INCLUDING SLAB OPNGS,

W/APPROVED MECH  EQUIPMENT SHOP DWGS.
3. SEE ARCH DWGS FOR ROOFING & INSUL REQMNTS.

3
"

COORD W BEAM
LOCATIONS W/FINAL
UNIT CONC SLAB STL DECK

(SEE PLAN FOR
ORIENTATION)

#5 DWL x36", DRILL &
EPOXY, TO MATCH VERT
REINF

INTERIOR CMU PARTITION
(SEE TYP CMU DETAILS
DWG S2.1). COORD
EXTENTS & LOCATION
W/ARCH DWGS.

TYP INTERIOR CMU PARTITION
DETAIL AT FRAMED FLOOR
N.T.S.

35 K 34

45 K 45

60 K 46

70 K 56

110 K 67

110 K 67

125 K 78

W40 125 K 78

NOTE: REF DWGS S4.X FOR DESIGN LOADS

NOTE: REF DWGS S4.X FOR DESIGN LOADS
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REF

BP-A

HSS8x8
PIPE 8

PL 1x15x1'-3" W/(4)-1 13/16"Ø
HOLES FOR (4)-1" Ø F1554 GR 36
ANCHOR RODS W/12" EMBED & 5"
PROJ.

1'-3"

1
'-
3
"

1
1
"

11" 2" (TYP)

REF

1/4
TYP U.N.O.

REF

BP-B

HSS8x8

PL 1x10x1'-2" W/(4)-1 5/16"Ø HOLES
FOR (4)-3/4" Ø F1554 GR 36
ANCHOR RODS W/9" EMBED & 5"
PROJ.

1'-2"

1
0
"

6
"

11" 1 1/2" (TYP)

REF

POUR STOP SCHEDULE

SLAB OVERHANG
BEYOND EDGE OF

BEAM FLANGE

<3"

POUR STOP
GAGE

16 GA

3"-6" 14 GA

7"-9" 12 GA

>9" SEE SECTIONS & DETAILS.
1/4" BENT PL U.N.O.

STEEL DECK (SEE
PLAN FOR
ORIENTATION)

T/SLAB EL

(SEE PLAN)

1-12

POUR STOP W/RETURN LIP
(SEE SCHEDULE)

W BEAM (SEE PLAN)

DECK CLOSURE
AS REQD

W BEAM (SHOWN),
OR COMPOSITE JOIST
(SEE PLAN)

STEEL DECK
(SEE PLAN FOR
ORIENTATION)

(TYP)
RIB WIDTH

OVER BEAM FLANGE
MAINTAIN RIB WIDTH

SHEAR STUD

TYP COMPOSITE DECK DETAIL
N.T.S.

LEVEL

(SEE PLAN)

TYP EDGE OF SLAB  DETAIL, U.N.O.
N.T.S.

W BEAM (SEE PLAN)

STEEL DECK (SEE PLAN
FOR ORIENTATION)

LEVEL

(SEE PLAN)

ROUND SINGLE OPNG
12" (OR LESS) SQUARE OR

2#5 EA SIDE OF OPNG. EXTEND 24"
EA SIDE OP OPNG (TYP)

CONT  20GA DECK CLOSURE

TYP SMALL FLOOR SLAB OPENING DETAIL
N.T.S.

SEE SCHED
FOR WELD

SHEAR LUG (SEE SCHED)

BASE PLATE (SEE DETAILS)

TYP SHEAR LUG DETAIL

"t"

"d
"

W.W.F. (SEE PLAN)

REF

& SECTIONS
SEE PLAN

MARK SHEAR LUG SIZE
t x d x w

SHEAR LUG SCHEDULE

S.L.-2 2 1/2x7 1/2x1'-3"

WELD/SIZE
(EA SIDE)

CJP

ANCHOR
ROD DIA

MIN WASHER
DIM, in.

PLATE WASHER SCHEDULE

3/4" 2" 1/4"

MIN WASHER
THICKNESS, in.

1" 3" 3/8"

S.L.-1 1 3/4x5 1/2x1'-0" CJP

REF

BP-C

HSS7x7

PL 1x13x1'-1" W/(4)-1 5/16"Ø HOLES
FOR (4)-3/4" Ø F1554 GR 36
ANCHOR RODS W/9" EMBED & 5"
PROJ.

1'-1"

1
'-
1
"

1
0
"

10" 1 1/2" (TYP)

REF

REF

BP-D

HSS5x5
HSS6x6

PL 3/4x12x1'-0" W/(4)-1 5/16"Ø
HOLES FOR (4)-3/4" Ø F1554 GR 36
ANCHOR RODS W/9" EMBED & 5"
PROJ.

1'-0"

1
'-
0
"

9
"

9" 1 1/2" (TYP)

REF

#3@18" O.C. W/STD 180º HOOK

48"

#4 CONT

NOTE: SEE TYP LOCATION OF
WELDED STUDS IN METAL
DECK FOR VC SERIES JOIST
DETAIL, DWG S3.1

REF

BP-F

HSS12x12

PL 3/4x20"x1'-8" W/(4)-1 5/16"Ø
HOLES FOR (4)-3/4" Ø F1554 GR 36
ANCHOR RODS W/9" EMBED & 5"
PROJ.

1'-8"

1
'-
8
"

1
'-
4
"

1'-4"

(TYP)
2"

REF

REF

BP-E

HSS10x10
PIPE 10

PL 3/4x18"x1'-6" W/(4)-1 5/16"Ø
HOLES FOR (4)-3/4" Ø F1554 GR 36
ANCHOR RODS W/9" EMBED & 5"
PROJ.

1'-6"

1
'-
6
"

1
'-
2
"

1'-2"

(TYP)
2"

REF

NUTS, WASHERS &
LOCK NUTS (B.O.)

HVAC UNIT
(B.O.)

UNISTRUT (B.O.)

THRD ROD (B.O.)

CEILING

TYP SUPPORT DETAIL @ HANGING EQUIP
N.T.S.

ADDL L2x2x3/16 (TYP)

3/16

3/16
TYP

TYP JOIST REINF DETAIL

1.  FOR CONCENTRATED LOADS LOCATED A DISTANCE "d",
    4" OR MORE FROM PANEL POINT,  PROVIDE ADDITIONAL
    WEB MEMBERS AS SHOWN.
2.  P = 150# MAX LOAD.

P

P

d

d

N.T.S.

CONC SLAB ON STEEL DECK (OR
ROOF DECK). DECK ORIENTATION
VARIES. (SEE PLAN)

T/SLAB EL

(SEE PLAN)

 W BEAM (SEE PLAN)

CONT POUR STOP (SEE
SCHED) AT ELEVATOR SILL,
COORD BENT PL W/
ELEVATOR REQMNTS.

L3x3x1/4 DIAG KICKER
W/FIELD WELDED 1/4"
CONN PL's EA END(SEE
PLAN)

SEE PLAN

FIRESTOP W/ARCH)
1"± CLR (COORD

CMU SHAFT

G.C. NOTE: MASONRY
ELEVATOR SHAFT RELIES IN
INDICATED BRACING TO MAIN
BUILDING TO RESIST WIND
LOADS ETC. MASONRY SHAFT IS
NOT DESIGNED AS AN
INDEPENDENT STRUCTURE &
G.C. IS RESPONSIBLE TO
DETERMINE ANY NECESSARY
BRACING DURING
CONSTRUCTION AS PART OF
MEANS AND METHODS.

3/16
(TYP)

3/16 2

5/16"x6" LG BENT PL W/13/16"x2"
VERT SLOT W/3/4"Ø HILTI-HY 70
ADHESIVE ANCHOR INSTALLED INTO
GROUTED CELL W/6 3/4" EMBED @
16" O.C. SHIFT LOCATIONS AS REQD
TO ALIGN W/GROUTED CELL. FIELD
VERIFY LOCATION W/CMU
CONSTRUCTION.

VARIES

5"

TYP ELEVATOR & STAIR SHAFT BRACING DETAIL
(AT FIRST FLOOR AREA B)
(AT SECOND FLOOR & ROOF) U.N.O.
3/4"=1'-0"

1 1/4" 3" 1/2"

BP-G

PL 1 3/4x16x1'-4" W/(4)-1 1/16"Ø
HOLES FOR (4)-1 1/4" Ø F1554 GR
36 ANCHOR RODS W/18" EMBED &
6" PROJ.

W8

BASE PLATE DETAILS
N.T.S.

STL COL (SEE PLAN)

1
"

1" (1/4" LEVELING PL +
3/4" NON-SHRINK GROUT
U.N.O. (SEE BRACING
DETAILS DWG S---)

TYP COL BASE DETAIL U.N.O.

REF

P
R

O
J

T/CONC

F1554, GR 36 HEADED
ANCHOR RODS, (SEE
BASEPLATE DETAILS,
THIS DWG)

1/4

PROVIDE 5/8"
FILLET @
SHEAR LUG
LOCATIONS

N.T.S.

E
M

B
E

D

PL WASHER:
3/8x2x0'-2" @3/4"Ø ANCHOR RODS
3/8x3x0'-3" @1"Ø ANCHOR RODS
NOTE: WELD PL WASHER AT ALL
BRACE FRAME LOCATIONS.

1
'-
4
"

2
"

1
'-
0
"

2
"

1'-4"

2" 1'-0" 2"

BP-A1

PL 1 3/4x15x1'-3" W/(4)-2 1/16"Ø
HOLES FOR (4)-1 1/4" Ø F1554 GR
36 ANCHOR RODS W/18" EMBED &
6" PROJ.

L/3 L/3 L/3

L

(B
E

A
M

 D
E

P
T

H
)

D

Ø (HOLE DIAMETER) MAX. SIZE
THE SMALLER OF D/3 OR 6"

SPACING

3Ø MIN

SPACING

3Ø MIN

END DISTANCE
2D MIN

LOCATE HOLES NEAR
CENTERLINE OF NON-
COMPOSITE BEAM OR
NEUTRAL AXIS OF
COMPOSITE BEAM

ADDL 1/4" PL EA SIDE OF
WEB (HOLE Ø + 4") SQUARE

TYP W BEAM WEB PENETRATION DETAIL U.N.O.
N.T.S.

3/8" STIFF PL EA SIDE OF WEB

W BEAM RECTANGULAR WEB PENETRATION DETAIL
N.T.S.

L/4

6" (MIN)

(SEE PLAN)

LENGTH "L"

L/4

6" (MIN)

(S
E

E
 P

L
A

N
)

W
ID

T
H

W BEAM
(SEE PLAN)

1/4
TYP

CLOPENING

TYP W BEAM BEARING ON CMU DETAIL
N.T.S.

W BEAM
(SEE PLAN)

3/16 3"

3/16 3"

1/2"

8"

BEAM BEARING PLATE IN
GROUTED CMU. (SEE PLANS &
BEAM BEARING PLATE
SCHEDULE, THIS DWG, FOR
ADDL INFO)

CMU WALL

FLOOR SLAB (SEE PLAN)3/8" FITTED STIFF PL EA
SIDE, FULLY WELDED

GROUT POCKET SOLID
AFTER W BEAM
INSTALLATION

NOTE: ALL BEARING PLATES TO HAVE (2)1/2"Øx4" LONG
HEADED STUDS INTO GROUTED CELLS/BOND BEAM.

BEAM SIZE SIZE

BEARING PLATE SCHEDULE

W8/10/12 1/2x6x0'-10"

W14 1/2x6x1'-0"

W16 5/8x9x1'-2"

(NOTE: SIM AT OMNI BLOCK)

REF

BP-H

HSS8x8

PL 1x14x2'-0 1/2" W/(6)-1 5/16"Ø
HOLES FOR (6)-3/4" Ø F1554 GR 36
ANCHOR RODS W/9" EMBED & 5"
PROJ.

2'-0 1/2"

1
'-
2
"

1
0
"

1 1/2" (TYP)

REF

REF

10 3/4" 10 3/4"

W18

W21 3/4x9x1'-6"

W24 1x9x2'-2"

W27

5/8x9x1'-2"

1x9x2'-2"
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T/STEEL EL VARIES

(SEE PLAN)

T/WALL

(SEE ARCH)

WALL SYSTEM W/INFILL
STUDS (SEE ARCH)

SKYLIGHT (BY
OTHERS)

T/WALL

(SEE ARCH)

CONT HSS (SEE PLAN)

HSS4x4 POST
(SEE PLAN)

NOTE: FOR ADDL INFO,
SEE SECT 1/S3.3.

CONT HSS12x4
(SEE PLAN)

HSS4x4 POST
(SEE PLAN)

CONT PL 3/8"x8". SEE ARCH FOR
BLOCKING ATTACHMENT
REQUIREMENTS (TYP).

WOOD BLOCKING

2.0K

L2x2x1/4 (TYP)STL JOIST (SEE
PLAN) TYP.

W BEAM (SEE
PLAN) TYP.

5/16
(TYP)

3/16
(TYP)

3/8" FITTED STIFF
PL EA SIDE, FULLY
WELDED (TYP)

CONT L4x4x5/16 (TYP)

1/4

1/2x6" FIN PL
@2'-0" O.C.

C8x11.5 CONT

BLOCKING & SKYLIGHT
ATTACHMENT TO BE
DESIGNED BY
SKYLIGHT SUPPLIER

WOOD BLOCKING

ROOF DECK
(SEE PLAN)

W BEAM (SEE PLAN)

STL JOIST/W BEAM
(SEE PLAN)

CFMF (BY OTHERS).

SKYLIGHT (BY OTHERS)

NOTE: FOR ADDL INFO,
SEE SECT 1/S3.3.

2.0K

L2x2x1/4

T/STEEL EL VARIES

(SEE PLAN)

T/STL

(SEE ARCH)

SKYLIGHT (BY
OTHERS)

T/WALL

(SEE ARCH)

CONT HSS (SEE PLAN)

HSS4x4 POST
(SEE PLAN)

NOTE: FOR ADDL INFO,
SEE SECT 1/S3.3.

CONT HSS12x4
(SEE PLAN)

HSS4x4 POST
(SEE PLAN)

CONT PL 3/8"x8"

WOOD BLOCKING

WOOD BLOCKING

HSS4x4 POST (SEE PLAN)

CONT HSS8x4 (SEE PLAN)

CONT PL 3/8"x8". SEE ARCH FOR
BLOCKING ATTACHMENT
REQUIREMENTS (TYP).

WOOD BLOCKING

1.5" TYPE B DECK 20 GA

3/8" CONT BENT PL

MIN 18 GA STEEL STUDS
DESIGNED BY CFMF SUPPLIER.
DL = 60 #/FT
S.L. = 140 #/FT

1/4 3-12

MIN 18 GA CONT TRACK, TOP
& BOT, DESIGNED BY CFMF
SUPPLIER

4
0
0
 L

B
/F

T

CFMF DESIGNER &
INSTALLER PROVIDE
ANGLED BEARING SURFACE
FOR DECK BEARING

1/4

1/2x6" FIN PL
@2'-0" O.C.

C8x11.5 CONT

BLOCKING & SKYLIGHT
ATTACHMENT TO BE
DESIGNED BY
SKYLIGHT SUPPLIER

L5x5x5/16x0'-6" EA
SIDE OF CMU WALL

CMU WALL

PARTITION SUPPORT-
PERPENDICULAR TO DECK
N.T.S.

TYP LATERAL RESTRAINTS AT TOP OF MASONRY PARTITION WALLS
N.T.S.

NOTES:
1.  TOP RESTRAINT ANGLES FOR MASONRY WALLS REQD @ 4'-0" O.C. MAX.
2.  REFER TO ARCH DWGS FOR EXTENTS OF NON-STRUCTURAL PARTITION WALLS.

L5x5x5/16x0'-6" LG
AT EA BEAM (TYP)

CMU WALL

W BEAM (SEE PLAN)

3/16 2

3/16 2
TYP

PARTITION PERPENDICULAR TO FLOOR FRAMING
N.T.S.

(S
E

E
 A

R
C

H
)

S
E

E
 A

R
C

H
.

FLOOR DECK (SEE PLAN)

L5x5x5/16x0'-6" EA SIDE OF
CMU WALL.  WELD TO C4
AFTER WALL IS IN PLACE. CMU WALL

W BEAM
(SEE PLAN)

S
E

E
 A

R
C

H
.

C4x5.4 @ 4'-0" O.C.

3/16 2

3/16 2
TYP

TYP

PARTITION PARALLEL TO FLOOR FRAMING

L5x5x5/16x0'-6" LG
AT EA BEAM (TYP)

CMU WALL

3/16 3

3/16 3
TYP

PARTITION SUPPORT-PARALLEL OR
SKEWED TO DECK

FLOOR DECK (SEE PLAN)

CLR
1/16"

S
E

E
 A

R
C

H
.

1 1/2" MIN TYP

CONT BOND BEAM

PL 3/8x10

(2)1/2"Ø3 1/2" EMBEDMENT
EXP BOLTS PER ANGLE, 7"
APART, CTR IN DECK VALLEY

CONT BOND BEAM

CLR
1/16"

S
E

E
 A

R
C

H
.

(2)1/2"Ø3 1/2" EMBEDMENT EXP
BOLT, (1) BOLT CENTERED IN
EA DECK VALLEY

N.T.S.

3"

N.T.S.

1/4

(SEE ARCH)

T/PART EL

1/4 3

** NOTE: SIZE PRELIMINARY.
CONTACT ENGINEER FOR
FINAL SIZE ONCE PARTITION
PRODUCT IS SELECTED.

FOLDING PARTITION (SEE ARCH)

MC8x18**

CEILING (SEE ARCH)

M
A

X

6
"

PL 5/16x4x0'-6" E.S.

W BEAM (SEE PLAN)

PL 5/16x4x0'-6"@
3'-0" O.C.

L2 1/2x2 1/2x5/16 @
3'-0

" O
.C

.

L2 1/2x2 1/2x5/16 @
3'-0" O.C.

HSS2 1/2x2 1/2x1/4 @3'-0" O.C. W/3/8" SLOT EA END

PL 5/16x4x0'-6" @3'-0" O.C.

1/4
TYP

1/4
1/4 3

TYP FOLDING PARTITION/WON-DOOR SUPPORT DETAIL
N.T.S.

1/4

1/4

T/STEEL EL

(VARIES)

T/PART EL

(SEE ARCH)

ANCHORAGE TO CHANNEL
BY PARTITION SUPPLIER

CONT C10x20**

PROVIDE KICKER
AT EA JOIST

HSS4x4x1/4 SUPPORT FRAME AT
EA JOIST W/3/8" SLOT AT EA END

3/8" CONN PL (TYP)

1/4 3

JOIST (SEE PLAN)

** NOTE: SIZES PRELIMINARY.
CONTACT ENGINEER FOR
FINAL SIZE ONCE PARTITION
PRODUCT IS SELECTED.

TYP FOLDING PARTITION SUPPORT DETAIL AT GYMNASIUM, AREA F1
N.T.S.

TYP DETAIL AT STOREFRONT/CMU CONDITIONS
N.T.S.                                          (REF A3.33 AND ARCH ELEVATIONS & SECTIONS FOR ADDL INFO)

2
 1

/2
"

2
 1

/2
"

FULLY GROUTED BOND BEAM SILL
W/(2)#5.  EXTEND REINF MIN 16"
BEYOND OPNG

STOREFRONT (SEE ARCH)

STL OR  CMU LINTEL (SEE
PLANS & SCHEDULE)

CLADDING SYSTEM (SEE ARCH)
MANUF SHALL DESIGN
ATTACHMENT OF CLADDING TO CMU

CONT L4x3x1/4, H.D. GALV,
W/1/2"Ø HILTI HAS RODS @ 16"
O.C. INSTALLED WITH HILTI
HY70 ADHESIVE.  INSTALL PER
MANUF INSTRUCTIONS

1'-10"

TYP DETAIL OF BROW AT
MASONRY FACE W/CMU BACKUP
N.T.S.                                        (SEE SECT J9/A3.36 FOR ADDL INFO)

CONT GALV L8x6x1/2
5/8" DIAMETER HILTI HAS RODS
INSTALLED WITH HILTI HIT-HY 70
ADHESIVE INTO SOLID
GROUTED CELLS AT 2'-0" O.C.

WALL SYSTEM (SEE ARCH)

BROW (SEE ARCH)

REF
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TYP FRAMING SECTIONS & DETAILS

BID DOCUMENTS

SANFORD HIGH

SCHOOL AND

TECHNICAL CENTER

SANFORD SCHOOL
DEPARTMENT AND STATE OF

MAINE DEPARTMENT OF
EDUCATION

SANFORD, ME 04073

SECTION
 3/4" = 1'-0" S1.24

1

SECTION
 3/4" = 1'-0" S1.21

2

SECTION
 3/4" = 1'-0" S1.21

3

NO. DESCRIPTION DATE



WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

CFMF DEFLECTION CLIP (BY OTHERS)

CFMF (BY OTHERS).

1/4" CONN PL (TYP)

3.5K

L3x3x1/4 W/1/4"
FITTED PL BTWN
JOISTS WHERE
KICKER NOT ALIGN
W/JOIST (SEE PLAN).

CONT 1/4" BENT PL

ROOF DECK
(SEE PLAN)

REF

PER SJI

3/16 2
TYP

T/PARAPET EL

(SEE PLAN)

T/STEEL EL

(SEE PLAN)

3/16 2-8
TYP

L3x3x1/4 KICKER @
10'-0" O.C. (MAX)

1'-1"

TCX

6 1/2"

CFMF DEFLECTION CLIP
(BY OTHERS)

STL JOIST (SEE PLAN)

NOTE: FOR ADDL INFO,
SEE SECT 1 THIS DWG

3.5K

ROOF DECK
(SEE PLAN)

REF

L2x2x1/4 KICKER @10'-0" O.C. (MAX). WELD TO W
BEAM & JOIST TOP CHORD ONLY. DESIGN JOIST
FOR REACTION SHOWN (TYP).

WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

CONT 1/4" BENT PL
(SPLICE AT JOINTS)

T/PARAPET EL

(SEE PLAN)

T/STEEL EL

(SEE PLAN)

1'-1"

STL JOIST (SEE PLAN)

NOTE: FOR ADDL INFO,
SEE SECT 1 THIS DWG

3.5K

ROOF DECK
(SEE PLAN)

REF

5 3/4" F.O. L4x4

CURTAIN WALL
SYSTEM (SEE ARCH)

W BEAM
(SEE PLAN)

CONT L4x4x1/4
(SPLICE AT JOINTS)

L2x2x1/4 KICKER @10'-0" O.C. MAX. WELD TO W
BEAM & JOIST TOP CHORD ONLY. DESIGN JOIST
MANUF DESIG  FOR REACTION SHOWN (TYP).

T/STEEL EL

(SEE PLAN)

CURTAIN WALL
CONN (BY OTHERS)

WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

STL JOIST (SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

CONT POUR STOP
(SEE SCHED)

PER SJI

REF

1/4" CONN PL (TYP)

3/16 1
TYP

3.5K

CFMF (B.O.)

L2x2x1/4 KICKER @10'-0" O.C. MAX. WELD TO W
BEAM & JOIST TOP CHORD ONLY. DESIGN JOIST
FOR REACTION SHOWN (TYP).

L3x3x1/4 W/1/4"
FITTED PL BTWN
JOISTS WHERE
KICKER NOT ALIGN
W/JOIST (SEE PLAN).

T/STEEL EL

(SEE PLAN)

1'-10"

T/SLAB EL

(SEE PLAN)

1'-0" E.O.S.

T.C.X.

6 1/2"

CFMF
DEFLECTION
TRACK (B.O.)

WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

STL JOIST
(SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

CONT POUR STOP
(SEE SCHED)

REF

1/4" CONN PL (TYP)

3/16 1
TYP

3.5K

CFMF (B.O.)

L2x2x1/4 KICKER @10'-0" O.C. MAX. WELD TO W
BEAM & JOIST TOP CHORD ONLY. DESIGN JOIST
FOR REACTION SHOWN (TYP).

L3x3x1/4 W/1/4"
FITTED PL BTWN
JOISTS WHERE
KICKER NOT ALIGN
W/JOIST (SEE
PLAN).

T/STEEL EL

(SEE PLAN)

1'-10"

T/SLAB EL

(SEE PLAN)

1'-0" E.O.S.

CFMF
DEFLECTION
TRACK (B.O.)

(SEE PLAN)

JOIST BRIDGING

CURTAIN WALL
SYSTEM (SEE ARCH)

W BEAM
(SEE PLAN)

STL JOIST
(SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

CONT POUR STOP
(SEE SCHED)

REF

1/4" CONN PL (TYP)

3/16 1
TYP

3.5K

L2x2x1/4 KICKER @10'-0" O.C. MAX. WELD TO W
BEAM & JOIST TOP CHORD ONLY. DESIGN JOIST
FOR REACTION SHOWN (TYP).

L3x3x1/4 W/1/4" FITTED PL
BTWN JOISTS WHERE
KICKER NOT ALIGN
W/JOIST (SEE PLAN).

T/STEEL EL

(SEE PLAN)

T/SLAB EL

(SEE PLAN)

5 3/4" E.O.S.

(SEE PLAN)

JOIST BRIDGING

CURTAIN WALL
CONN (BY OTHERS)

1/4" FITTED
STIFF PL

3/16

3/16
TYP

3/16
TYP

W BEAM
(SEE PLAN)

STL JOIST
(SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN FOR
DECK ORIENTATION)

CONT 3/8" BENT
PL (TYP)

D-8

5/16 2-8
TYP

T/STEEL EL

(SEE PLAN)

T/SLAB EL

(SEE PLAN)

(SEE PLAN)

JOIST BRIDGING

D-78

W BEAM
(SEE PLAN)

CLOSURE PL ASSEMBLY
(SEE ARCH)

E-79E-8

6 1/4"

(AT AREA A2)

(AT AREA A1)

A-51A-5

(AT AREA A1)

C-101C-10

(AT AREA C1)

VARIES

     7"      9"     7"      9"     7"      9"

     7"     8"      1'-2"

     11"      11"

     11"      11"

2" EXP JT

W BEAM
(SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN)

HSS5x5x1/4 BTWN
JOISTS OR W/BEAMS
FOR DECK SUPPORT

1-1 1/2
TYP

STL JOIST (SEE PLAN).
SIM AT W BEAM

STL JOIST
(SEE PLAN)

T/SLAB EL

(SEE PLAN)

REF

JOIST MANUF PROVIDE
STIFFENED SEAT AT
SKEWED BEAMS AS
REQD (TYP)

W BEAM
(SEE PLAN)

STL JOIST
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

D-8

5/16 2-8
TYP

T/STEEL EL

(SEE PLAN)

(SEE PLAN)

JOIST BRIDGING

D-78

W BEAM
(SEE PLAN)

CLOSURE PL ASSEMBLY
(SEE ARCH)

E-79E-8

A-51A-5

C-101C-10

(SEE ARCH)
2" EXP JT

V.I.F.

DECK EXT

V.I.F.

DECK EXT
NOTE: PROVIDE CONT 5/16"
BENT PL AT GRID LINE A-51
FOR CHANGE IN DECK
DIRECTION

3"

(AT AREA A2)

(AT AREA A1)

(AT AREA A1)

(AT AREA C1)

     7"     6 1/2"      1'-0 1/2"

     9 1/2"      9 1/2"

     9 1/2"      9 1/2"

(SEE ARCH)
2" EXP JT + BLKG

     5 1/2"      7 1/2"
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BID DOCUMENTS

SANFORD HIGH

SCHOOL AND

TECHNICAL CENTER

SANFORD SCHOOL
DEPARTMENT AND STATE OF

MAINE DEPARTMENT OF
EDUCATION

SANFORD, ME 04073

SECTION
 3/4" = 1'-0" S1.14

1 SECTION
 3/4" = 1'-0" S1.24

2 SECTION
 3/4" = 1'-0" S1.25

3

SECTION
 3/4" = 1'-0" S1.11

4 SECTION
 3/4" = 1'-0" S1.14

5

SECTION
 3/4" = 1'-0" S1.16

6

SECTION
 3/4" = 1'-0" S1.11

7 SECTION
 3/4" = 1'-0" S1.11

9SECTION
 3/4" = 1'-0" S1.21

8

SEE PLANS SEE PLANS SEE PLANS

SEE PLANS SEE PLANS

SEE PLANS

DO NOT WELD

NO. DESCRIPTION DATE



(SEE PLAN)

T/STEEL EL

A-H
SEE ARCH

W BEAM (SEE PLAN)

STL JOIST (SEE PLAN)

WALL SYSTEM
(SEE ARCH)

CONT 3/8" BENT PL

STL JOIST (SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

L4x4x3/8 x0'-6"  LG (PRIMED)
W/(2)-13/16"Ø VERT
SLOTTED HOLES @4'-0" O.C.
(MAX)

(2)-3/4"Ø A325
ERECTION BOLTS
(TYP)

L4x4x3/8 (GALV) @4'-0" O.C.
(MAX) W/(2)-13/16"Ø HORIZ
SLOTTED HOLES EA LEG

(2)-3/4"Ø A325 GALV BOLTS (TYP).

1/4
3 SIDES (TYP)

1/4 5

CONT H.D. GALV
L4x4x3/8 W/(2)-13/16"Ø
HOLES AT EA SUPPORT
LOCATION. (SEE PLAN)

1'-0 1/2"

6 1/4"

1'-0 1/2"

3/8" STIFF PL E.S. @48" O.C. MAX
(FULLY WELDED)

HSS5x5x1/4 BTWN JOIST SEATS

2-12

5" 1'-0 1/2"

(2)-3/4"Øx8" LG HEADED STUDS
(6"c/c) @ EA ANGLE
CONNECTION

T/R.A. EL

(SEE ARCH)

WALL SYSTEM
(SEE ARCH)

CFMF (BY OTHERS).

CONT 1/4" BENT PL
(SPLICE AT JOINTS)

ROOF DECK
(SEE PLAN)

REF

PER SJI

T/PARAPET EL

(SEE ARCH)

T/STEEL EL

(SEE PLAN)

3/16 2-8
TYP

W BEAM (SEE PLAN)

W BEAM (SEE PLAN)

STL JOIST
(SEE PLAN)

ROOF DECK
(SEE PLAN)

8" CMU (SEE TYP DETAILS
DWG S2.1 FOR ADDL INFO)

(SEE PLAN)

T/STEEL EL VARIES

VERTICAL BRACING
(SEE PLANS & BRACED
FRAME ELEVATIONS)

STL JOIST
(SEE PLAN)

SEE PLAN

L3x3x1/4 KICKER @
10'-0" O.C. (MAX)

L2x2x1/4 @5'-0" O.C. (MAX)

L6x4x5/16x0'-6" LLV @32" O.C.
W/3/4"Ø HILTI HAS ROD INSTALLED
INTO FULLY GROUTED CELL W/HILTI
HIT-HY 200 ADHESIVE. PROVIDE
13/16"Øx3" VERT SLOTTED IN VERT
LEG AND CENTER ANCHOR IN SLOT

2.0K

2.0K

3/16
3 SIDES

(TYP)

     1'-1"

T.C.X.

     6 1/2"

WALL SYSTEM
(SEE ARCH)

CONT L4x4x1/4
(SPLICE AT JOINTS)

ROOF DECK
(SEE PLAN)

REF

PER SJI

T/PARAPET EL

(SEE PLAN)

T/STEEL EL

(SEE PLAN)

3/16
TYP

W BEAM (SEE PLAN)

W BEAM (SEE PLAN)

STL JOIST
(SEE PLAN)

STL JOIST (SEE PLAN)

(SEE PLAN)

T/STEEL EL VARIES

ROOF DECK
(SEE PLAN)

L3x3x1/4 KICKER @
10'-0" O.C. (MAX)

CFMF DEFLECTION TRACK (BY OTHERS)

1/4" CONN PL (TYP)

(SEE PLAN)

T/STEEL EL

STL JOIST (SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN AND
TYP SLAB DETAILS)

W BEAM (SEE PLAN)

CFMF (BY OTHERS).

2.0K

CONT L4x4x1/4 (SPLICE AT JOINTS)

5" TCX

1'-0"

REF

PL3/8x3 1/2x0'8" H.D.
GALV

HSS (SEE PLAN)

SEE PLAN

OPPOSING SLOTS &
ERECTION BOLT

5/8"Ø DBA'S AT WALL
REINFORCING SPACING

L3 1/2"x3 1/2"x5/16
@ 4'-0" O.C. MAX

1/4

3/16

1/4

3 SIDES
AFTER

ADJUSTMENT

CONT H.D. GALV
L6x4x3/8 LLV

T/R.A. EL

(SEE PLAN)

WALL SYSTEM
(SEE ARCH)

ROOF DECK
(SEE PLAN)

PER SJI

T/PARAPET EL

(SEE ARCH)

T/STEEL EL

(SEE PLAN)

W BEAM (SEE PLAN).
SEE SECT 2/S3.4 FOR
BOT FLANGE
CONNECTION TO
MASONRY WALL

STL JOIST
(SEE PLAN)

CONT L4x4x1/41'-10"

CFMF BROW ASSEMBLY
(SEE ARCH)

CEILING (SEE ARCH)

WALL SYSTEM
(SEE ARCH)

CFMF (BY OTHERS).

CONT 1/4" BENT PL
(SPLICE AT JOINTS)

ROOF DECK
(SEE PLAN)

REF

T/PARAPET EL

(SEE ARCH)

T/STEEL EL

(SEE PLAN)

3/16 2-8
TYP

W BEAM (SEE PLAN)

W BEAM (SEE PLAN)

STL JOIST
(SEE PLAN)

1'-1"

WALL SYSTEM
(SEE ARCH)

CONT L4x4x1/4
(SPLICE AT JOINTS)

ROOF DECK
(SEE PLAN)

REF

T/PARAPET EL

(SEE PLAN)

T/STEEL EL

(SEE PLAN)

3/16
TYP

W BEAM (SEE PLAN)

STL JOIST (SEE PLAN)

ROOF DECK
(SEE PLAN)

CFMF DEFLECTION TRACK (BY OTHERS)

(SEE PLAN)

T/STEEL EL

STL JOIST (SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN AND
TYP SLAB DETAILS)

W BEAM (SEE PLAN)

CFMF (BY OTHERS).

STL JOIST (SEE PLAN)

T/STEEL EL

(SEE PLAN)

W BEAM (SEE PLAN)

T/CMU EL

(SEE ARCH)

(SEE PLAN)

T/STEEL EL

CONC SLAB ON STL
DECK (SEE PLAN AND
TYP SLAB DETAILS)

ROOF DECK
(SEE PLAN)

CFMF (BY OTHERS).

CONT L4x4x3/8

BEAM & COL
BEYOND (SEE PLAN)

W BEAM (SEE PLAN)

(SEE PLAN)

1/4 PC W12x19x0'-7"
@  48" O.C.

8" CMU (SEE TYP DETAILS
DWG S2.1 FOR ADDL INFO)

D-1

CURTAIN WALL (SEE ARCH)

W BEAM (SEE PLAN)

ROOF DECK
(SEE PLAN)

(SEE PLAN)

T/STEEL EL

W BEAM (SEE PLAN)

1'-10"

1'-6" (SEE PLAN) 1'-5 1/4"

CONT L4x4x3/8

PC W12x19x0'-7"
@48" O.C.

COL BEYOND

W BEAM
(SEE PLAN)

1/4" BENT PL

BOND
BEAM
ABOVE
OPENING

FIRE WALL/DOOR
(SEE ARCH)

HSS BEAM
(SEE PLAN)

HSS COL BEYOND
(SEE PLAN)

FIRE WALL W/LATERAL
SUPPORT BY GREEN
HOUSE (SEE ARCH)

2@12

REF

WALL SYSTEM
(SEE ARCH)

ROOF DECK
(SEE PLAN)

PER SJI
T/PARAPET EL

(SEE ARCH)

T/STEEL EL

(SEE PLAN)

W BEAM (SEE PLAN). SEE
SECT 2/S3.4 FOR BOT FLANGE
CONNECTION TO MASONRY
WALL

STL JOIST
(SEE PLAN)

1/4

1/4

L7x4x5/16 W/(2)-13/16"Ø
VERT SLOTTED HOLES

3/8" CONN PL W/(2)-
13/16"Ø HOLES FOR (2)-
3/4"Ø A325 BOLTS

1/2" CAP PL, FULLY
WELDED

HSS COL (SEE PLAN)

CONT L4x4x1/4

REF

HSS 16x8

5/8"Ø DBA'S x3'-0" (MIN)
MATCH MASONRY SPACING

2@12

WALL SYSTEM
(SEE ARCH)

SEE ARCH FOR
FINISH

PL3/8x14xCONT

1/4 2@12
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FRAMING SECTIONS & DETAILS

BID DOCUMENTS

SANFORD HIGH

SCHOOL AND

TECHNICAL CENTER

SANFORD SCHOOL
DEPARTMENT AND STATE OF
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SECTION
 3/4" = 1'-0" S1.14

1

SECTION
 3/4" = 1'-0" S1.12

2

SECTION
 3/4" = 1'-0" S1.12

5

SECTION
 3/4" = 1'-0" S1.16

4A

SECTION
 3/4" = 1'-0" S1.24

3

SECTION
 3/4" = 1'-0" S1.15

6 SECTION
 3/4" = 1'-0" S1.16

7

S1.22

SECTION
 3/4" = 1'-0" S1.16
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SECTION
 3/4" = 1'-0" S1.16
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LH JOIST
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/16

T/STL/U.O.D. EL

(SEE PLAN)

PER SJI

CONT  L4x4x5/16

12" BOND BEAM
W/2#5 CONT

BRG PL 3/4x6x0'-10" W/(2)-1/2"Øx4"
HEADED STUDS @ 6" C/C

NOTE: FOR BOND BEAM
LOCATIONS, SEE TYP CMU
WALL DETAILS DWG S2.1.

12" BOND BEAM W/2#5
CONT (NOTE: 8" BOND
BEAM AT SECT 1 SIM).

12" REINF CMU WALL (OR
INSULATED CONCRETE BLOCK
SYSTEM BY OMNI) W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

NOTE: ALL CMU WALL REINF
SHALL BE REVIEWED BY THE
STRUCTURAL ENGINEER OR THEIR
DESIGNATED REPRESENTATIVE
PRIOR TO GROUTING.

T/CMU EL

(SEE ARCH)

GROUT ALL PARAPET
CELLS SOLID (TYP)

LH JOIST
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/16

PER SJI

BRG PL 3/4x6x0'-10" W/(2)-1/2"Øx4"
HEADED STUDS @ 6" C/C

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

NOTE: ALL CMU WALL REINF
SHALL BE REVIEWED BY THE
STRUCTURAL ENGINEER OR THEIR
DESIGNATED REPRESENTATIVE
PRIOR TO GROUTING.

T/STL/U.O.D. EL

(SEE PLAN)

CONT  L4x4x5/16

12" BOND BEAM
W/2#5 CONT

NOTE: FOR BOND BEAM
LOCATIONS, SEE TYP CMU
WALL DETAILS DWG S2.1.

T/CMU EL

(SEE ARCH)

W BEAM (SEE
PLAN)

PUNCHED OPENING
(SEE ARCH)

5/8"Ø DBA'S AT WALL
REINFORCING SPACING

CONT 3/8" SUSPENSION PL WELDED
TO W BEAM

GROUT ALL PARAPET
CELLS SOLID (TYP)

CONT GALV L8x6x1/2
(DELETE IN DEDUCT
ALTERNATE 14)

5/8" DIAMETER HILTI HAS RODS
INSTALLED WITH HILTI HIT-HY 70
ADHESIVE INTO SOLID GROUTED
CELLS AT 2'-0" O.C. (DELETE IN
DEDUCT ALTERNATE 14)

WALL SYSTEM
(SEE ARCH)

LH JOIST (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

12" BOND BEAM
W/2#5 CONT

W BEAM WSEATED
CONN (SEE PLAN AND
TYP DETAIL DWG S3.0)

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM.

12" BOND BEAM
W/2#5 CONTNOTE: FOR ADDL

INFO, SEE SECT 1/S3.5.

BRG PL 1/2"x11"x1'-0"
W/(4)-1/2"Øx4" HEADED
STUDS @8" c/c

JOIST BRG EL

(SEE PLAN)

T/STL EL

(SEE PLAN)

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM.

STL ROOF DECK
(SEE PLAN)

CONT 3/8"x7 1/2" PL W/1/2"Øx5"
HEADED STUDS @ 32" O.C. MAX

BRIDGING TERMINATION
L3x3x5/16xJOIST DEPTH W/(3)-1/2"Øx5"
EMBED HILTI HIT-HY 70 ADHESIVE
ANCHORS W/SCREEN TUBES (TYP)

12" BOND BEAM
W/2#5 CONT

12" BOND BEAM
W/2#5 CONT

STL JOIST (SEE PLAN)
TYP

JOIST BRIDGING PER
JOIST MANUF (TYP)

NOTE: FOR ADDL INFO,
SEE SECT 1/S3.4.

LH JOIST
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/16

PER SJI

BRG PL 3/4x6x0'-10" W/(2)-1/2"Øx4"
HEADED STUDS @ 6" C/C

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

NOTE: ALL CMU WALL REINF
SHALL BE REVIEWED BY THE
STRUCTURAL ENGINEER OR THEIR
DESIGNATED REPRESENTATIVE
PRIOR TO GROUTING.

T/STL/U.O.D. EL

(SEE PLAN)

CONT  L4x4x5/16

12" BOND BEAM
W/2#5 CONT

NOTE: FOR BOND BEAM
LOCATIONS, SEE TYP CMU
WALL DETAILS DWG S2.1.

T/CMU EL

(SEE ARCH)

W BEAM (SEE
PLAN)

PUNCHED OPENING
(SEE ARCH)

5/8"Ø DBA'S AT WALL
REINFORCING SPACING

CONT 3/8" SUSPENSION PL WELDED
TO W BEAM

GROUT ALL PARAPET
CELLS SOLID (TYP)

STL JOIST (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

JOIST BRG EL

VARIES

NOTE: FOR BOND BEAM
LOCATIONS, SEE TYP CMU
WALL DETAILS DWG S2.1.

12" BOND BEAM W/2#5
CONT (NOTE: 8" BOND
BEAM AT SECT 1 SIM).

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

NOTE: ALL CMU WALL REINF
SHALL BE REVIEWED BY THE
STRUCTURAL ENGINEER OR THEIR
DESIGNATED REPRESENTATIVE
PRIOR TO GROUTING.

T/CMU EL

(SEE ARCH)

CONT L4x4x5/16 W/9/16"Ø HOLES @
24" O.C. MAX, FOR 1/2"Øx4 3/4"
EMBED HILTI HIT-HY 200 ADHESIVE
ANCHORS

BRIDGING TERMINATION
L3x3x5/16xJOIST DEPTH W/(3)-1/2"Øx5"
EMBED HILTI HIT-HY 70 ADHESIVE
ANCHORS W/SCREEN TUBES (TYP)

JOIST BRIDGING PER
JOIST MANUF (TYP)

(SEE PLAN)

T/STEEL EL

C-2

W BEAM (SEE PLAN)

ROOF DECK (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

2'-6"

PL 3/8x6x0'-8" W/13/16"Ø
HOLE FOR ERECTION BOLT
(SLOT HSS)

L5x5x3/8x1'-8" W/(2)-3/4"Ø
HILTI HIT-HY 70 EPOXY
ANCHORS @16" O.C. W/6"
EMBED

L6x6x5/16 (3 SIDES)

(SEE ARCH)

T/STEEL EL

(SEE PLAN)

T/STEEL EL

C-2

W BEAM (SEE PLAN)

ROOF DECK (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

2'-6"

WALL SYSTEM (SEE ARCH)

PL 3/8x6x0'-8" W/13/16"Ø
HOLE FOR ERECTION BOLT
(SLOT HSS)

HSS HANGER (SEE PLAN)

CMU WALL

(SEE ARCH)

T/STEEL EL

4" 10"

1'-8"

1/4
(TYP)

1/4 2
TYP EA ANGLE

1/4 6
(TYP 4 SIDES)

STL JOIST
(SEE PLAN)

STL JOIST
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

CONT  L4x4x5/16

BRG PL BP-3 (SEE TYP DETAIL
DWG S3.1) TYP.

12" REINF CMU WALL (OR
INSULATED CONCRETE BLOCK
SYSTEM BY OMNI) W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM.

W BEAM BEYOND
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

3/4"Ø HILTI HIT-HY 200
EPOXY ANCHORS @16"
O.C. W/6" EMBED

CONT 1/4" BENT PL DECK
EDGE SUPPORT (TYP)

LH JOIST (SEE PLAN).
DESIGN FOR.PROVIDED
BOT CHORD KICKER
REACTION.

STL ROOF DECK
(SEE PLAN)

JOIST BRG EL

(SEE PLAN)

CONT  L4x4x5/16

12" BOND BEAM
W/2#5 CONT

NOTE: FOR BOND BEAM
LOCATIONS, SEE TYP CMU
WALL DETAILS DWG S2.1.

12"  INSULATED CONCRETE BLOCK
SYSTEM BY OMNI W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM.

NOTE: ALL CMU WALL REINF
SHALL BE REVIEWED BY THE
STRUCTURAL ENGINEER OR THEIR
DESIGNATED REPRESENTATIVE
PRIOR TO GROUTING.

T/CMU EL

(SEE ARCH)

1/4

3 SIDES
(TYP EA

END)

1/4

CONN L6x4x5/16x0'-8" LLV

1/4 3

L4x4x5/16 KICKER
(45º SLOPE MAX)

L4x4x5/16 HANGER
(SEE PLAN)

3/8" CONN PL W/(2)-13/16"Ø
HOLES FOR (2)-3/4"Ø A325 BOLTS

EL

(SEE ARCH)

1
0
'-
0
" 

A
.F

.F
.

C8 GIRT (SEE PLAN)

CURTAIN WALL (SEE ARCH)1/4 3

P
-1

.5
K

2.
2K

3/16 2-12

BENT PL  POUR STOP
(SEE PLAN)

(2)L8x4x1/2 LLV

13/16x2" LONG SLOTS IN HSS.
13/16"Ø HOLES IN ANGLES
FOR 3/4"Ø A36 THREADED
THRU RODS.  FINGER TIGHT &
DOUBLE NUTTED.

3/16
3 SIDES (TYP)

W BEAM (SEE PLAN)

MASONRY SOAP
COURSES (BOTH SIDES),
SOLID GROUT AROUND
BEAM

1/4"x7" SUSPENSION
PLATE CONT STEEL POST EA END

(SEE BASE PL DETAIL)

5/8" DEFORMED BAR
ANCHORS AT REINFORCING
SPACING

REF

HSS5x5

PL 3/4x7x0'-11" W/(4)-1 1/16"Ø HOLES
FOR 3/4"Ø HILTI HAS RODS INSTALLED
WITH HY200 ADHESIVE W/MIN 6 5/6"
EMBED INTO THICKENED SLAB

11"

7
"

4
"

8" 1 1/2" (TYP)

REF
HSS5x5 BTWN JOISTS
FOR DECK SUPPORT

W BEAM (SEE PLAN)

NOTE: CMU TOP
RESTRAINTS NOT

SHOWN
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SECTION
 3/4" = 1'-0" S1.14

1

SECTION
 3/4" = 1'-0" S1.29

3

SECTION
 3/4" = 1'-0" S1.26

4

SECTION
 3/4" = 1'-0" S1.22

5

SECTION
 3/4" = 1'-0" S1.25

2

SECTION
 3/4" = 1'-0" S1.14

6 SECTION
 3/4" = 1'-0" S1.26

7

SECTION
 3/4" = 1'-0" S1.26

8

SECTION
 3/4" = 1'-0" S1.13

9

S1.29
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SECTION
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E-C5

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

12" BOND BEAM
W/2#5 CONT

W BEAM (SEE
PLAN)

CONC SLAB ON STL
DECK (SEE PLAN)

T/SLAB EL

(SEE PLAN)

PARTITION TOP ANCHOR
BY H.B. @16" O.C.

12" BOND BEAM
W/2#5 CONT

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

E-5

T/SLAB EL

(SEE PLAN)

E-2 SIM (NO FLOOR)

CONT 1"x8" PL W/1/2"Øx4"
HEADED STUDS @24" O.C.

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM. (NOTE: 8"
REINF CMU AT SECT 1 SIM).

E-5

12" BOND BEAM
W/2#5 CONT

T/SLAB EL

(SEE PLAN)

BRG PL 3/4x6x0'-10" W/(2)-1/2"Øx5"
HEADED STUDS @ 6" O.C.

CONT 1/2"x8" EMBED PL (BEYOND).
SEE SECT 2, THIS DWG FOR ADDL
INFO.

W BEAM
(SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

REF

T/STEEL EL

(SEE PLAN)

T/SLAB EL

(SEE PLAN)

HANDRAIL SYSTEM
(SEE ARCH)

6 1/4"

9"

1/4 3-12

CONT 3/8" BENT PL
W/3/4"Øx8" LG HEADED
STUDS @24" O.C.

WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

STL JOIST (SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

REF

T/STEEL EL

(SEE PLAN)

1'-10"

T/SLAB EL

(SEE PLAN)

1'-0" E.O.S.

T.C.X.

6 1/2"

1/2" FULL DEPTH STIFF
PL AT EA HANGER

L6x4x3/8 LLV,
H.D. GALV

L8x6x3/8x0'-8" AT
EA HANGER

(2)-A325 BOLTS IN
HORIZ SLOTS,
BOLTS H.D. GALV 3/4"Ø A325 ERECTION BOLTS IN

OPPOSING SLOTS AS REQD BY
ERECTOR (TYP)

C5x9 @ 4'-0" O.C. MAX

1/4
3 SIDES/AFTER
ADJUSTMENT

CL OF STUD

3.5k

CFMF (B.O.)

1/4" CONN PL (TYP)

L2x2x1/4 KICKER AT EA HANGER.
WELD TO W BEAM & JOIST TOP
CHORD ONLY. DESIGN JOIST FOR
REACTION SHOWN (TYP).

L3x3x1/4  W/1/4" FITTED PL BTWN
JOISTS WHERE KICKER NOT
ALIGNED W/JOIST (SEE PLAN)

CONT POUR STOP
(SEE SCHED)

PER SJI

3/16 1
TYP

CFMF
DEFLECTION
TRACK (B.O.)

7 1/4"3/4"

1/4
AFTER

ADJUSTMENT

WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

STL JOIST (SEE PLAN)

1/2" FULL DEPTH STIFF
PL AT EA HANGER

L6x6x3/8 LLV, H.D. GALV

L8x6x3/8x0'-8" AT
EA HANGER

(2)-A325 BOLTS IN
HORIZ SLOTS,
BOLTS H.D. GALV

3/4"Ø A325 ERECTION BOLTS IN
OPPOSING SLOTS AS REQD BY
ERECTOR (TYP)

C5x9 @ 4'-0" O.C. MAX

1/4
3 SIDES/AFTER
ADJUSTMENT

CL OF STUD

3.5k

CFMF (B.O.)

1/4" CONN PL (TYP)

L2x2x1/4 KICKER AT EA HANGER.
WELD TO W BEAM & JOIST TOP
CHORD ONLY. DESIGN JOIST FOR
REACTION SHOWN (TYP).

L3x3x1/4  W/1/4" FITTED PL BTWN
JOISTS WHERE KICKER NOT
ALIGNED W/JOIST (SEE PLAN)

PER SJI

3/16 1
TYP

W BEAM (SEE PLAN)

STL JOIST
(SEE PLAN)

T/STEEL EL

(SEE PLAN)

T/CMU EL

(SEE ARCH)

T/STEEL EL

(SEE PLAN)

REF

1'-11"

ROOF (SEE ARCH)

T/R.A. EL

(SEE ARCH)

3/4" 6 1/4"

1/4
AFTER

ADJUSTMENT

WALL SYSTEM (SEE ARCH)

W BEAM (SEE PLAN)

1/2" FULL DEPTH STIFF PL AT
EA HANGER

L6x6x3/8 LLV, H.D. GALV

L8x6x3/8x0'-8" AT EA
HANGER

(2)-A325 BOLTS IN HORIZ
SLOTS, BOLTS H.D. GALV

3/4"Ø A325 ERECTION
BOLTS IN OPPOSING
SLOTS AS REQD BY
ERECTOR (TYP)

C5x9 @ 4'-0" O.C. MAX

1/4
3 SIDES/AFTER
ADJUSTMENT

CL OF STUD

3.5k

CFMF (B.O.)

1/4" CONN PL (TYP)

L2x2x1/4 KICKER AT EA HANGER.

1/4 2@12

T/STEEL EL

(SEE PLAN)

REF

ROOF (SEE ARCH)

T/R.A. EL

(SEE ARCH)

CONT 1/4" BENT PL
(SPLICE AT JOINTS)

T/PARAPET EL

(SEE ARCH)

C.W. (SEE ARCH)

CEILING
(SEE ARCH)

HSS COL BEYOND (SEE PLAN)
W BEAM (SEE PLAN)

L3x3x1/4  W/1/4" CONN PL (TYP)

(SEE ARCH)

1/4
3 SIDES

1/4
AFTER

ADJUSTMENT

WALL SYSTEM
(SEE ARCH)

CONT HSS (SEE PLAN)

1/2" FULL DEPTH STIFF
PL AT EA HANGER

L6x6x3/8 LLV, H.D. GALV

L8x6x3/8x0'-8" AT
EA HANGER

(2)-A325 BOLTS IN
HORIZ SLOTS,
BOLTS H.D. GALV

3/4"Ø A325 ERECTION BOLTS IN
OPPOSING SLOTS AS REQD BY
ERECTOR (TYP)

C5x9 @ 4'-0" O.C. MAX

1/4
3 SIDES/AFTER
ADJUSTMENT

CL OF STUD

CFMF (B.O.)

T/STEEL EL

(SEE PLAN)

REF

T/R.A. EL

(SEE ARCH)

C.W. (SEE ARCH)

HSS COL BEYOND (SEE PLAN)

(SEE ARCH)

1/4

1/4
AFTER

ADJUSTMENT

REF

HSS AT CMU BEARING

BRG PL 3/4x3x0'-11"
W/3/4"Øx5" HEADED STUD

(2)5/8" DEFORMED BAR
ANCHORS BY 3'-0" LONG(MIN).
LAP W/ BOND BEAM REINF

BOND BEAM W/2#5 CONT

WALL SYSTEM
(SEE ARCH)

T/STEEL EL

(SEE PLAN)

Z-28

Z-7

CONC SLAB ON STL DECK. (SEE
PLAN AND TYP SLAB DETAILS)

T/SLAB EL

(SEE PLAN)

CONT 1/4" BENT PL
W/1/2"Øx6" LG HEADED
STUDS @24" O.C.

2 3/4"

6
 1

/4
"

1
/4

" 
(T

Y
P

)

HANDRAILS, POSTS,
SLEEVES, ETC (SEE ARCH)

W BEAM (SEE PLAN)

CONT POUR STOP (SEE SCHED)

3/16 2-12
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2 SECTION
 3/4" = 1'-0" S1.17

3

SECTION
 3/4" = 1'-0" S1.14

4

NO. DESCRIPTION DATE

SECTION
 3/4" = 1'-0" S1.14

5 SECTION
 3/4" = 1'-0" S1.28

7

SECTION
 3/4" = 1'-0" S1.22

8

SECTION
 3/4" = 1'-0" S1.12

6

SECTION
 3/4" = 1'-0" S1.13

9



W BEAM
(SEE PLAN)

HSS BEAM (SEE PLAN)

W BEAM
(SEE PLAN)

4 STL ROOF DECK
(SEE PLAN)

FASTEN 2x BLKG TO L6x6
W/1/2"Ø THRU BOLTS @16" O.C.

T/STL EL

(SEE PLAN)

1/4 4-12

T/STL EL

(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

CONT L6x6x3/8

CLIP CFMF WALL TO HSS
BEAM TO RESIST CURTAIN
WALL WIND FORCES
(DESIGN BY OTHERS)

TYP AT TOP. BACKING
BAR TO REMAIN

TYP AT BOT. REMOVE
BACKING BAR,
BACKGOUGE ROOT
PASS & REWELD ROOT

W BEAM
(SEE PLAN)

HSS BEAM
(SEE PLAN)

MOMENT CONN DETAIL

NOTE: NO INTERIOR
FRAMING AT SIM.

REF

CURTAIN WALL
ASSEMBLY (SEE ARCH)

AT THERMAL ENVELOPE, CONNECTION
DESIGNER PROVIDE BOLTED END
PLATE CONNECTION WITH MIN 1/2"
THICK HIGH DENSITY PLASTIC SHIM

REF

(TYP)

W BEAM (SEE PLAN)

W BEAM
(SEE PLAN)

STL ROOF DECK
(SEE PLAN)

4'-2"

3/8" FULL DEPTH CONN
PL, FULLY WELDED

T/STL W.P. EL (+1/4")

(SEE PLAN)

CONT 3/16" BENT PL
FOR DECK
ATTACHMENT

PL 5/8"x6" SHIMMED
UP TO U.O.D.

ADDL STIFF PL AS REQD

PL 1/2x1 1/2x0'-7" CTRD
ON INTERSECTING W
BEAM

T/STL W.P. EL (+1/2")

(SEE PLAN)

1/4
Va=6K
Ma=25 K/FT

CONT 3/16" BENT PL
FOR DECK
ATTACHMENT

12
1

W BEAM (SEE PLAN)

NOTE: INDICATED W.P. ELEVS ALLOW FOR
W BEAM FLANGES TO CLEAR U.O.D.

5/16" CONN PL W/(2)-1/2"Ø
A325 BOLTS @16" O.C.

CURTAIN WALL
ASSEMBLY (SEE ARCH)

AT THERMAL ENVELOPE,
CONNECTION DESIGNER PROVIDE
BOLTED END PLATE CONNECTION
WITH MIN 1/2" THICK HIGH
DENSITY PLASTIC SHIM

REF

W BEAM
(SEE PLAN)

CURTAIN WALL
ASSEMBLY (SEE ARCH)

CURTAIN WALL
ASSEMBLY (SEE ARCH)

STL ROOF DECK
(SEE PLAN)

T/STL EL

(SEE PLAN)

T/STL EL

(SEE PLAN)

CFMF WALL W/CLIP CONN TO
STRUCT FOR CURTAIN WALL
REACTION (DESIGNED BY OTHERS)

BM MOMENT CONN W/SLIP
CRITICAL BOLTS (M=10ft.k)

AT THERMAL ENVELOPE, CONNECTION
DESIGNER PROVIDE BOLTED END
PLATE CONNECTION WITH MIN 1/2"
THICK HIGH DENSITY PLASTIC SHIM

STL ROOF DECK
(SEE PLAN)

W BEAM
(SEE PLAN)

HSS BEAM (SEE PLAN). PROVIDE
FULLY MITERED JOINT AT RETURN
W/CJP WELD ALL AROUND (TYP)

STL ROOF DECK (SEE PLAN)

T/STL EL

(SEE PLAN)

HSS COL (SEE
PLAN)

REF

1/4
TYP

AT THERMAL ENVELOPE, CONNECTION
DESIGNER PROVIDE BOLTED END
PLATE CONNECTION WITH MIN 1/2"
THICK HIGH DENSITY PLASTIC SHIM

WALL SYSTEM
(SEE ARCH)

W BEAM
(SEE PLAN)

CONC SLAB ON STL
DECK. (SEE PLAN AND
TYP SLAB DETAILS)

1/4

REF

3/8" CONN PL (TYP)

1/4

L4x4 KICKER (SEE PLAN)

W BEAM (SEE PLAN).

T/STEEL EL

(SEE PLAN)

T/SLAB EL

(SEE PLAN)

1'-0" E.O.S.

T/STL EL

(SEE PLAN)

HSS HANGER (SEE PLAN)

W BEAM
(SEE PLAN)

T/STL EL

(SEE PLAN)

AT DOOR ONLY: PROVIDE RELIEVING ANGLE
ASSEMBLY-REFERENCE SECTION 5 ON S3.6

AT THERMAL ENVELOPE, CONNECTION
DESIGNER PROVIDE BOLTED END
PLATE CONNECTION WITH MIN 1/2"
THICK HIGH DENSITY PLASTIC SHIM

1/4
3 SIDES EA
ENDPROVIDE CONT

L3x3x5/16 (NOT
SHOWN ) BTWN W
BEAMS FOR DECK
SUPPORT

3/8" STIFF PL's EA SIDE, FULLY WELDED

3/4" 7 1/4"
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SECTION
 3/4" = 1'-0" S1.11

2

SECTION
 3/4" = 1'-0" S1.21

1

SECTION
 3/4" = 1'-0" S1.11

4 SECTION
 3/4" = 1'-0" S1.16

5

NO. DESCRIPTION DATE

SECTION
 3/4" = 1'-0" S1.11

3



MAIN ROOF
30' - 8"

W12x96-525k (C)

SYMMETRICAL
ABOUT

(2)L6x6x1/2

(2)L6x6x1/2

(2)L5x5x3/8

(2)L4x4x5/16

(2)L3x3x5/16

(2)L3x3x5/16

(2
)L

5
x
5
x
3
/8

(2
)L

5
x
5
x
3
/8

(2
)L

4
x
4
x
5
/1

6

(2
)L

3
x
3
x
5
/1

6

(2
)L

3
x
3
x
5
/1

6

(2
)L

3
x
3
x
5
/1

6

BOT CHORD EXT

W14 (SEE PLAN)

HSS 12x12 COL
(SEE PLAN)

12
1/4

REF

61'-3 3/8"

(6 EQ SPCS)

1"

7
'-
0
"

6"

W12x79-560k (T)

W12x106-560k (C)

EQEQ

 SPLICE

DESIGN CHORD SPLICE FOR 42 FT-k
MOMENT CONCURRENT WITH ALL
SPECIFIED AXIAL FORCES (TYP)

W12x72-460k (T)

240k (T) 1
2
0
k
 (

C
)

180k (T)

9
5
k
 (

C
)

125k (T) 7
0
k
 (

C
)

75k (T) 4
5
k
 (

C
)

35k (T) 2
0
k
 (

C
)

10k (T) 1
0
k
 (

C
)

32' - 2"
T/STL EL

S3.8

B

NOTES:

1. LOADS PROVIDED ARE FACTORED USING ASD COMBINATIONS. (T) INDICATES
TENSION, (C) INDICATES COMPRESSION.

2. PROVIDE WELDED SPACER PLATES @ 1/3rd PTS OF DBL ANGLE WEB MEMBERS.
3. G.C. SHALL SUBMIT A DETAILED ERECTION SHORING PLAN FOR ROOF TRUSSES.
4. G.C. SHALL PROVIDE ALL SHORING NECESSARY AS REQD TO ERECT TRUSSES AS

PART OF THEIR MEANS & METHODS.
5. TRUSS CONNECTIONS SHOWN FOR INTENT ONLY. FINAL DESIGN BY CONNECTION

DESIGNER. SUBMIT SIGNED & SEAL CALCULATIONS FOR REVIEW.

(3) TRUSSES REQD.

REF DETAIL 2
THIS DWG

REF

STEEL TRUSS "A" (SEE
ELEVATION THIS DWG)

ROOF DECK (SEE PLAN)

W BEAM (SEE PLAN)

3/8x8x0'-8" PL (TYP)

CONN PL TO
FLANGE AT CL
BEAM

(2)L3x3x1/4 HANGER (TYP)
W/3/8" SPACERS AT 1/3rd PTS

CONT TOE KICK
PL 1/4x4" (TYP)

3/8" PAINTED CHECKER
PLATE

23'-9 1/2"

T/STEEL EL

2'-6" 2'-6"

SEE ARCH. AND SPECS FOR
RAILING REQUIREMENTS

3/8 STIFF E.S. (TYP)

W BEAM
(SEE PLAN)

W BEAM (SEE
PLAN) . PROVIDE
FULLY WELDED
5/16" STIFF PL AT
EA HANDRAIL
POST (TYP)

3/16 2-18
(TYP)

3/16 2-12
(TYP)

REF

STL ROOF DECK
(SEE PLAN)

TRUSS TOP CHORD

(SEE ELEVATION)

TRUSS GUSSET PL (3/4" MIN)
& WEB MEMBER (SEE
ELEVATION)

TRUSS BOT CHORD
(SEE ELEVATION)

HSS COL (SEE PLAN)

CAP PL 1 1/2 (MIN) W/
THRD STUDS

TRUSS BRG PL 1 1/2 (MIN)

1/2" (MIN) STIFF PL's EA
SIDE (FULLY WELDED)

W BEAM (SEE PLAN)

1/2" (MIN) FULL DEPTH
CONN PL (FULLY WELDED)

T/STL EL

(SEE PLAN)

MASONRY (NOT SHOWN)

STL ROOF DECK
(SEE PLAN)

1/2" (MIN) CONN PL W/(3)-
HORIZ LONG SLOTTED HOLES

REF

STL ROOF DECK
(SEE PLAN)

W BEAM (SEE PLAN)

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS.
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM.

CONT 5/16" BENT PL W/(2)-13/16"x2"
LONG VERT SLOTTED HOLES @24"
O.C. MAX, FOR (2)-1/2"Øx6 3/4" EMBED
HILTI HIT-HY 200 ADHESIVE ANCHORS

T/STL EL

(SEE PLAN)

T/CMU EL

(SEE ARCH)

AUDITORIUM

STL ROOF DECK
(SEE PLAN)

3/16 3-12

REF

STL ROOF DECK
(SEE PLAN)

12" REINF CMU WALL W/MATCHING
DWLS IN FULLY GROUTED CELLS.
(SEE TYP DETAILS DWG S2.1).
PROVIDE 90º HOOKS @ VERT BARS
INTO TOP BOND BEAM.

T/CMU EL VARIES

(SEE ARCH)

CONT PL 3/8"x6" W/1/2"Øx4"
HEADED STUDS @24" O.C.
FOR DECK ATTACHMENT

STL ROOF DECK
(SEE PLAN)

CONT L4x4x5/16 W/9/16"Ø HOLES
@24" O.C. MAX, FOR 1/2"Øx4 3/4"
EMBED HILTI HIT-HY 200
ADHESIVE ANCHORS AUDITORIUM

REF

STEEL TRUSS "A" (SEE
ELEVATION THIS DWG)

ROOF DECK (SEE PLAN)

W BEAM (SEE PLAN)

EL VARIES

T/STEEL EL

REF

W BEAM (SEE PLAN)

EQ EQ

(2)L4x4x5/16
KICKER(2)L4x4x5/16

KICKER

1/2" MIN
GUSSET PL

1/4

1/4
(TYP)

1/4
3 SIDES (TYP
EA END)

3/8" STIFF PL, FULLY
WELDED (TYP)

3/8" STIFF/CONN PL EA
SIDE, FULLY WELDED

C10 (SEE PLAN)

2.0K
2.0K

ERECTION
BOLT (TYP)

WELDED STITCH PL's
@ 1/4 PTS (TYP)

STEEL TRUSS "A" (SEE
ELEVATION THIS DWG)

EL VARIES

T/STEEL EL

REF

W BEAM (SEE PLAN)

L5x5x3/8 KICKER

1/2" GUSSET PL

1/4

1/4

3/16

3/16
(TYP)

1/4

ROOF DECK (SEE PLAN)

3/8" STIFF PL

2.0K

(3) SIDES,
TYP EA END

PROVIDE SPLICE PLATE
W/SLIP-CRITICAL BOLTS
AT  HORIZ LEG IF REQD

FIELD BOLTED SPLICE
PLATE W/SLIP-CRITICAL
BOLTS AT EA VERT LEG

W
E

B
 B

O
L

T
S

 (T
Y

P
)

S
L

IP
-C

R
I T

I C
A

L

 FLANGE BOLT (TYP)
SLIP-CRITICAL

FIELD BOLTED
SLICE PLATES AT
FLANGES AND WEB

SPLICE CONNS MAY BE
DESIGNED FOR SMALLER
AXIAL FORCE OF THE
SPLICED MEMBERS U.N.O.

F-E

NOTE: FOR ADDL INFO,
SEE SECT 3/S3.8

STL ROOF DECK
(SEE PLAN)

W BEAM (SEE PLAN)

C10x15.3 CHANNEL
BRACE (SEE PLAN)

L2x2x1/4 @ 5'-0" O.C.

3/8" CONN PL (TYP)

FLAT W30x99 FOR
LATERAL BRACING

W30x90 @5'-0" O.C. W/4-3/4"Ø
H.S. BOLTS EA FLANGE

T/CMU EL

(SEE PLAN)

T/STL EL

(SEE PLAN)

SEE PLAN

AS REQD
W BEAM (SEE PLAN)

3/8" STIFF/CONN PL,
FULLY WELDED (TYP)
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 1/4" = 1'-0"

STEEL TRUSS "A" ELEVATION AT

AUDITORIUM

SECTION
 3/4" = 1'-0" S1.23

1

SECTION
 3/4" = 1'-0" S1.23

2

SECTION
 3/4" = 1'-0" S1.23

3 SECTION
 3/4" = 1'-0" S1.23

4

SECTION
 3/4" = 1'-0" S1.23

5

SECTION
 3/4" = 1'-0" S1.23

6

DETAIL
 1/2" = 1'-0" S3.8

B

SECTION
 3/4" = 1'-0" S1.23

7

NO. DESCRIPTION DATE



T/SLAB EL

(SEE PLAN)

T/SLAB EL

(SEE PLAN)

C
L
R1
"

REF

COL (SEE PLAN)

CONC SLAB ON STL DECK
(SEE PLAN FOR DECK
ORIENTATION)

STAIRS (SEE ARCH)

CONC SLAB ON STL
DECK (SEE PLAN)

1
5
'-
4
"

S3.9

A
 

    
1

'-
5

 3
/4

"

1
'-
7
" 

(U
.N

.O
.)

T/STL EL

(3'-10" )

6
 1

/4
"

3'-4"

3'-4"

(TYP)

9 1/2"

3'-4"

5
" 

(T
Y

P
)

3'-4"

1
'-
7
" 

(T
Y

P
)

3'-4"

3'-4"

POUR STOP

RAILINGS & WALLS
(SEE ARCH)

S3.9

BSIM, AT STAIR

RISERS

2#4 CONT (TYP)

#3 Z BAR @ 18" O.C. (TYP)
18"

18"

#3@18" W/180 DEGREE STD
HOOK (TYP)

DRAPE W.W.F.
(TYP)

REF

T/SLAB EL

(SEE PLAN)

REF

HSS COL (SEE PLAN)

4'-0"

W BEAM
(SEE PLAN) W BEAM BEYOND

(SEE PLAN)

1
"

CONT ANGLE FOR DECK
SUPPORT  (SEE PLAN)

RAILING & WALLS (SEE ARCH)

5
"

T/STL EL

(2'-9 3/8")

REF

REF REF

T/SLAB EL

(SEE PLAN)

1
'-
4
 1

/2
"

#4 DOWELS @18" O.C.
DRILL & EPOXY

C
L
R1
"

3'-0" (TYP)

(T
Y

P
)

 
    

1
'-

4
 5

/8
"
 

CONC SLAB ON STL
DECK (SEE PLAN)

CONC SLAB ON STL
DECK (SEE PLAN FOR
DECK ORIENTATION)

3'-0" (TYP)T/SLAB EL

(SEE PLAN)

SLOPING W BEAM
(SEE PLAN)

W BEAM (SEE PLAN)

HSS (SEE PLAN) HSS (SEE PLAN)

RAILING (SEE ARCH)

8
"

1
'-
0
"

 I
N

T
O

 S
L

A
B

 B
E

L
O

W
4
" 

M
IN

 E
M

B
E

D

MIN

6" 8"

MIN

6"

3#5 BOT

24"

S3.9

AS
IM

SEE ARCH FOR CONC
RISERS (TYP)

DRAPE W.W.F. FOR
VERT FACE (TYP)

3/4"x10" BRG PL W/(4)-3/4"Øx6 5/8"
EMBED HILTI-HAS RODS SET IN HILTI
HIT-HY 200 ADHESIVE. INSTALL PER
MANUF INSTRUCTIONS.

S3.9

B

CONT DECK SHIM

3/8" STIFF AT BEAM

PC W10x22 W/(2)-3/4"Ø
A325 BOLTS TO W BEAM

1/4

3/16 3@12

FORMED FACE

(S
E

E
 A

R
C

H
)

(SEE ARCH)

CONT#3 NOSING BAR

#3 @24" O.C. DRILL &
EPOXY MIN 4"  INTO
INITIAL PLACEMENT
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JOIST
REF. GRID

UNIFORM LOAD A B C D E F G X1 PL1

DESIGNATION wDL (k/ft) wSL (k/ft) ft ft PEAK k/ft ft k/ft ft PEAK k/ft ft k

SP-1 D-C 0.11 0.26 0 0 N/A * 0.14 SL 0 N/A

SP-2 D-C 0.11 0.26 0 0 N/A * 0.04 DL + 0.30 SL 0 N/A

SP-3 D-C 0.11 0.26 0 0 N/A * 0.50 SL 0 N/A

SP-4 D-C 0.12 0.29 0 0 N/A * 0.30 SL 0 N/A

SP-5 D-C 0.12 0.29 0 0 N/A * 0.11 SL 0 N/A

SP-6 D-D 0.12 0.30 0 0 N/A 0 N/A 7.5 0.22 SL

SP-7 D-D 0.11 0.26 0 0 N/A * 0.25 SL 0 N/A

SP-8 D-D 0.11 0.26 0 0 N/A * 0.40 SL 0 N/A

SP-9 D-D 0.12 0.26 0 0 N/A * 0.50 SL 0 N/A

SP-10 D-D 0.12 0.26 0 0 N/A * 0.35 SL 0 N/A

SP-11 D-D 0.12 0.26 0 0 N/A * 0.20 SL 0 N/A

SP-12 D-D 0.12 0.26 0 0 N/A * 0.10 SL 0 N/A

SP-13 C-D 0.13 0.27 0 0 N/A 0 N/A 8 0.25 SL

SP-16 C-C 0.13 0.31 0 0 N/A 0 N/A 15 0.50 SL

SP-17 C-C 0.13 0.8 0 0 N/A 0 N/A 15 0.50 SL

SP-18 C-C 0.13 1.01 0 0 N/A 0 N/A 15 0.50 SL

SP-19 C-C 0.12 0.31 0 0 N/A 0 N/A 15 0.50 SL

SP-20 C-D 0.12 0.80 0 0 N/A 0 N/A 0 N/A

SP-21 C-C 0.14 0.29 0 0 N/A 0 N/A 9.5 0.33 SL

SP-22 C-C1 0.14 0.3 0 0 N/A 0 N/A 9.5 0.33 SL

SP-24 E-C 0.11 0.45 * 11 0.60 SL 7 0.58 DL 5 0.38 SL

SP-25 E-C 0.12 0.51 * 11 0.36 SL 7 0.35 DL 5 0.24 SL

SP-26 A-D 0.10 0.22 0 0 N/A * 0.24 SL 0 N/A

SP-27 A-D 0.20 0.3 0 0 N/A * 0.48 SL 0 N/A

SP-28 A-D 0.20 0.3 0 0 N/A * 0.25 SL 0 N/A

SP-29 A-H 0.11 0.3 0 0 N/A 0 N/A 29 0.80 SL

SP-30 A-G 0.13 0.3 0 0 N/A 0 N/A 8.5 0.30 SL

SP-31 F-D 0.13 0.3 * 10.5 0.32 SL 7 0.70 DL 5 0.2 SL

SP-32 F-D 0.12 0.26 0 0 N/A 0 N/A 11 0.52 SL

SP-34 F-D 0.11 0.26 0 0 N/A 0 N/A 10 0.35 SL 62 2.0 LL

SP-41 F-B 0.16 0.3 0 0 N/A 0 N/A 29 0.85 SL

SP-42 F-B 0.16 0.3 0 0 N/A 0 N/A 18 0.6 SL

JOIST
REF. GRID

UNIFORM LOAD X1 PL1 X2 PL2 X3 PL3 X4 PL4 X5 PL5 X6 PL6 X7 PL7

DESIGNATION wDL (k/ft) wSL (k/ft) ft K FT K FT ft FT ft FT ft FT K FT ft

SP-35 F-D 0.11 0.26 55.5 1.0 LL

SP-36 F-D 0.11 0.26 55.5 1.0 LL 26 1 LL 33 1 LL 76  1 LL 82 1 LL

SP-37 F-D 0.11 0.26 55.5 1.0 LL 57 1 LL 63 1 LL

SP-40 F-D 0.11 0.26 8 1 LL 16 1 LL 25.5 1 LL 55.5 1.0 LL 85.5 1 LL 95 1 LL 103 1 LL

REF

T/STL EL

(VARIES)

PL GIRDER AT PROSCENIUM (SEE PLAN)

HSS COL (SEE PLAN)

W BEAM (SEE PLAN)

W BEAM (SEE PLAN)

STL ROOF DECK
(SEE PLAN)

W BEAM (SEE PLAN)

INSULATION (SEE ARCH)

3/8" CAP PL

CL

SYMMETRICAL ABOUT CL

TYP TOP &
BOT

FLANGE

SHEAR CONNETION UNFACTORED
BEAM REACTION=95k

3
'-
4
"

 
    

2
'-

8
 1

/3
"

5/8" TK TAPERED WEB
(ASTM A992 GR50)

12"x1 1/4" FLANGE. TOP & BOT.
(ASTM A992 GR50)

MAIN ROOF
30' - 8"

F-D F-B

DIVIDING
CURTAINS AT MAIN
GYM (SEE ARCH)

60DLHSP39A & SP39B JOIST LOADING DIAGRAM
N.T.S.

UNIFORM LOAD:    0.11 K/FT DL
                                 0.26 K/FT SL

SUPERIMPOSED LOADS:  39A: 0.11 K/FT SL
                                              39B: 0.20 K/FT SL

2
.5

 K
 L

L

*

*

2
.5

 K
 L

L

*32'±*20"±*

MECH DUCTS, TYP (SEE PLAN FOR
EXTENTS). COORD LOCATIONS W/
JOIST FABRICATOR.

JOIST LOADING DIAGRAM SCHEDULE

F-F F-D

 28LHSP33 JOIST LOADING DIAGRAM
N.T.S.

UNIFORM LOAD:    0.12 K/FT DL
                                 0.26 K/FT SL

SUPERIMPOSED LOADS:  a: PEAK LOAD = 0.52 K/FT SL
                                              b: 0.20 K/FT SL

* 5'± 9'± 5'± * 11'±

UNIFORM
LOAD

Xn

a b d f

TYPICAL SP JOIST LOADING DIAGRAM
N.T.S.

c e g

UNIFORM
LOAD

MAIN ROOF
30' - 8"

F-D F-B

DIVIDING
CURTAINS AT MAIN
GYM (SEE ARCH)

60DLHSP38 JOIST LOADING DIAGRAM

1
.0

 K
 L

L

N.T.S.

UNIFORM LOAD:    0.11 K/FT DL
                                 0.26 K/FT SL

2
.5

 K
 L

L

* * * * * **

*

10'-0"

1
.0

 K
 L

L

1
.0

 K
 L

L

2
.5

 K
 L

L

1
.0

 K
 L

L

1
.0

 K
 L

L

1
.0

 K
 L

L
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S
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W18x50 W14x4350k 50k

45k 45k

40k
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k

75k

55k

45k

35k

18'-6 9/16"

S4.1

D

BRACED FRAME ELEVATIONS
1/8"=1'-0"

NOTES:

1. LOADS INDICATED ON BRACED FRAME ELEVATIONS (--K) ARE UNFACTORED
LOADS AND MAY ACT IN TENSION AND COMPRESSION.

2. LOADS INDICATED HAVE BEEN GENERATED USING R=3.  CONNECTIONS DO
NOT REQUIRE ADDITIONAL OVERSTRENGTH FACTORS.

3. CONNECTIONS SHALL BE DESIGNED TO NOT INDUCE MOMENT INTO BEAMS
AND COLUMNS, BEYOND THAT FORCED BY MEMBER GEOMETRY.

4. PROVIDE ANGLE BRACE AT ALL DIAGONAL CONNECTIONS LOCATED WITHIN
SPAN OF BEAM.

5. S.L. INDICATES SHEAR LUG.  SEE ADDITIONAL INFORMATION DWG S3.1.
6. CONNECTION DESIGN CALCULATIONS SHALL BE SUBMITTED FOR REVIEW

PER SPECIFICATIONS AND SHALL BE STAMPED BY A PROFESSIONAL
ENGINEER LICENSED IN THE STATE OF MAINE AND SHALL INCLUDE THE
FOLLOWING:

A. GEOMETRY NECESSARY FOR UNIFORM FORCE
METHOD CALCULATIONS.

B. ALL APPLICABLE FAILURE MODE CHECKS.
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NOTE: EXTEND ENDS OF BASE PLATE AS
REQD FOR GUSSET WELDS (TO BE
COORDINATED W/ BF CONN DESIGN (B.O.))

NOTE: SEE BASE PLATE
DETAILS DWG S3.1 FOR
SHEAR LUG SIZE & WELDING
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 1/8" = 1'-0"

BF-A1 AT A-D LINE
 1/8" = 1'-0"

BF-A3 AT E-A LINE
 1/8" = 1'-0"

BF-A5 AT E-D LINE

 1/8" = 1'-0"

BF-A6 AT D-8 LINE
 1/8" = 1'-0"

BF-A7 AT D-E LINE

DETAIL
 3/4" = 1'-0" S4.1

A DETAIL
 3/4" = 1'-0" S4.1

B DETAIL
 3/4" = 1'-0" S4.1

C

 1/8" = 1'-0"

BF-A2 AT E-8 LINE
 1/8" = 1'-0"

BF-A4 AT E-C LINE

 1/8" = 1'-0"

BF-A-F1 AT A-F1 LINE  1/8" = 1'-0"

BF-D-9 AT A-D9 LINE

DETAIL
 3/4" = 1'-0" S4.1
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BRACED FRAME ELEVATIONS
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NOTES:

1. LOADS INDICATED ON BRACED FRAME ELEVATIONS (--K) ARE UNFACTORED
LOADS AND MAY ACT IN TENSION AND COMPRESSION.

2. LOADS INDICATED HAVE BEEN GENERATED USING R=3.  CONNECTIONS DO
NOT REQUIRE ADDITIONAL OVERSTRENGTH FACTORS.

3. CONNECTIONS SHALL BE DESIGNED TO NOT INDUCE MOMENT INTO BEAMS
AND COLUMNS, BEYOND THAT FORCED BY MEMBER GEOMETRY.

4. PROVIDE ANGLE BRACE AT ALL DIAGONAL CONNECTIONS LOCATED WITHIN
SPAN OF BEAM.

5. S.L. INDICATES SHEAR LUG.  SEE ADDITIONAL INFORMATION DWG S3.1.
6. CONNECTION DESIGN CALCULATIONS SHALL BE SUBMITTED FOR REVIEW

PER SPECIFICATIONS AND SHALL BE STAMPED BY A PROFESSIONAL
ENGINEER LICENSED IN THE STATE OF MAINE AND SHALL INCLUDE THE
FOLLOWING:

A. GEOMETRY NECESSARY FOR UNIFORM FORCE
METHOD CALCULATIONS.

B. ALL APPLICABLE FAILURE MODE CHECKS.
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 1/8" = 1'-0"

BF-B3 AT B-6 LINE
 1/8" = 1'-0"

BF-B2 AT A-G LINE
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BF-B5 AT A-H LINE
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BF-B6 AT B-12 LINE

 1/8" = 1'-0"

BF-B1 AT B-15 LINE
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NOTES:

1. LOADS INDICATED ON BRACED FRAME ELEVATIONS (--K) ARE UNFACTORED
LOADS AND MAY ACT IN TENSION AND COMPRESSION.

2. LOADS INDICATED HAVE BEEN GENERATED USING R=3.  CONNECTIONS DO
NOT REQUIRE ADDITIONAL OVERSTRENGTH FACTORS.

3. CONNECTIONS SHALL BE DESIGNED TO NOT INDUCE MOMENT INTO BEAMS
AND COLUMNS, BEYOND THAT FORCED BY MEMBER GEOMETRY.

4. PROVIDE ANGLE BRACE AT ALL DIAGONAL CONNECTIONS LOCATED WITHIN
SPAN OF BEAM.

5. S.L. INDICATES SHEAR LUG.  SEE ADDITIONAL INFORMATION DWG S3.1.
6. CONNECTION DESIGN CALCULATIONS SHALL BE SUBMITTED FOR REVIEW

PER SPECIFICATIONS AND SHALL BE STAMPED BY A PROFESSIONAL
ENGINEER LICENSED IN THE STATE OF MAINE AND SHALL INCLUDE THE
FOLLOWING:

A. GEOMETRY NECESSARY FOR UNIFORM FORCE
METHOD CALCULATIONS.

B. ALL APPLICABLE FAILURE MODE CHECKS.
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NOTES:

1. LOADS INDICATED ON BRACED FRAME ELEVATIONS (--K) ARE UNFACTORED
LOADS AND MAY ACT IN TENSION AND COMPRESSION.

2. LOADS INDICATED HAVE BEEN GENERATED USING R=3.  CONNECTIONS DO
NOT REQUIRE ADDITIONAL OVERSTRENGTH FACTORS.

3. CONNECTIONS SHALL BE DESIGNED TO NOT INDUCE MOMENT INTO BEAMS
AND COLUMNS, BEYOND THAT FORCED BY MEMBER GEOMETRY.

4. PROVIDE ANGLE BRACE AT ALL DIAGONAL CONNECTIONS LOCATED WITHIN
SPAN OF BEAM.

5. S.L. INDICATES SHEAR LUG.  SEE ADDITIONAL INFORMATION DWG S3.1.
6. CONNECTION DESIGN CALCULATIONS SHALL BE SUBMITTED FOR REVIEW

PER SPECIFICATIONS AND SHALL BE STAMPED BY A PROFESSIONAL
ENGINEER LICENSED IN THE STATE OF MAINE AND SHALL INCLUDE THE
FOLLOWING:

A. GEOMETRY NECESSARY FOR UNIFORM FORCE
METHOD CALCULATIONS.

B. ALL APPLICABLE FAILURE MODE CHECKS.
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