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To:  Prospective Bidders 
 

From: 
WBRC ARCHITECTS ∙ ENGINEERS 
44 Central Street 
Bangor, ME 04401‐5116 
(207) 947‐4511 phone (207) 947‐4628 fax 
www.wbrcae.com 

 
This Addendum forms a part of the Contract Documents and modifies the original Bidding Documents dated 
March 7, 2016, as noted below.  Acknowledge receipt of the Addendum in the space provided on the Bid Form.  
Failure to do so may subject the Bidder to disqualification. 
 
This Addendum consists of the following: 
 
  ‐  Clarifications 
  ‐  Specification Changes  
  ‐  Drawing Changes 
  ‐  First Floor Furniture Plan 

‐  Second Floor Furniture Plan 
‐  Sheet GI004 
‐  Sheet SP101 
‐  Sheet SP102 
‐  Sheet AF501 
‐  Sheet PD100 
‐  Sheet MD101 
‐  Sheet MP101 
‐  Sheet MP102 
‐  Sheet M‐501 
‐  Sheet EP101 
‐  Sheet EP102 
‐  Sheet EY101 
‐  Sheet EY102 
‐  Sheet E‐601 

           
CLARIFICATIONS:  
 
1. Furniture Plans:  The Owner will install furniture as shown on the attached sketches prepared by 

Owner, not to scale.  Coordinate with Owner to confirm actual furniture sizes and installation 
requirements prior to construction.  Coordinate dimensions of new wall locations to confirm 
clearances required to properly fit furniture prior to constructing walls.  Coordinate locations of 
mechanical and electrical equipment with furniture placement and coordinate electrical connections 
to new furniture.  Notify architect of any conflicts prior to construction. 
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2. Q: Section 055213 pipe and tube railings, submittals call for "mechanically connected 
railings".  Fasteners are for "Ungalvanized‐Steel railings".  Plans call for anodized aluminum 
railings.  Railing Connections are to be welded.  Can you clarify what we're supposed to price please?  
A: Exterior railings at exterior stairs and ramps shall be powder‐coated aluminum as specified in 
Section 323900 Site Accessories and on Civil drawings.  Exterior repair railing on roof of electrical room 
below shall be galvanized steel, field painted.  Interior pipe handrails at Corridor 117 shall be uncoated 
steel, primed and painted per specifications.  All pipe and tube railings and accessories shall be welded 
and ground smooth prior to finishing. 
 

3. Q: The specs had a section on EPDM roofing patching and sheet metal flashings and trim.  On page 8 in 
the project drawings, there is a bubble over the section where we went in the attic. Is this the only 
roof we are looking at in the contract? A:  Correct.  The only membrane roofing is for patching where 
the existing chimney is to be removed.  Patching membrane shall be compatible with existing roofing 
material.  Contractor shall confirm and provide compatible membrane material and installation if not 
EPDM as assumed. 

 
4. Q:  Section  102800  toilet  and  bath  accessories,  would  AJ Washroom  be  acceptable  as  an  alternate 

manufacturer?  A: Yes, subject to conformance with basis‐of‐design product. 
 

5. Q: What controls lights in Corridor 011, 117 and 223?  A: Type N fixtures are specified with an integral 
occupancy sensor as indicated in light fixture schedule. 
 

6. Q: Capital Police 212 only has 1 set of 3‐way switching for a/b switching.   2 relays with 1 switch cannot 
be made to do a/b switching.  A:  See revisions to lighting control specification also included in this 
addendum.   Capital Police 212 should be provided with (2) 3‐way dual‐relay wall vacancy sensors as 
shown on Drawing EL101.  Specified sensor is capable of being connected in 3‐way switching scenario.   
 

7. Q: Is Honeywell required to be involved in the commissioning of the fire alarm system?  A: Once the 
new fire alarm devices are connected to the existing fire alarm control panel and to the overall building 
monitoring system, a full test of the system to ensure proper operation and alarming will be 
required.  For this testing, Honeywell is required to be involved as the system is proprietary.  
 

 
SPECIFICATION CHANGES: 
 
8. Section 051200, Structural Steel, Par. 1.04.C, DELETE in its entirety and REPLACE with the following: “C.  

Fabricator Qualifications: Fabricator need not be a member of the American Institute of Steel 

Construction (AISC).  However, all welders must be qualified per Par. 1.04.B, all fabrication must 

conform to AISC Code of Standard Practice, and all Submittals must conform to AISC Code of Standard 

Practice.” 
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9. Section 095113, Acoustical Panel Ceilings, Par. 3.3, ADD Par. G as follows: “G.  South Wall, First Floor:  

Where ceiling abuts the south wall, provide angled ceiling to bring ceiling height up to clear window 

head, as shown on Detail E1/AF501 (See Drawing Changes below).  Provide entire length of wall.” 

10. Section 122413, Roller Window Shades, Par. 2.1.A, ADD Subpar. 4 as follow: “4.  Draper, Inc.” 

11. Section 260923, Lighting Control Devices, Par. 2.2.A, DELETE it its entirety and REPLACE with the 

following: “A.  Basis of Design: Provide Hubbell Incorporated: Wiring Devices‐Kellems H‐MOSS 

Occupancy Sensors, Cat. No. AD2000**1 (single relay) and AD2000*2 (dual relay) ‐ no substitutions.” 

 
DRAWING CHANGES: 
 
12. Sheet GI004, Code Compliance Floor Plan, DELETE and REPLACE with attached sheet.   

 
13. Sheet SP101, Site Removals Layout and Materials Plan, DELETE and REPLACE with attached sheet.   

 
14. Sheet SP102, Site Grading and Utility Plan, DELETE and REPLACE with attached sheet.   

 
15. Sheet AF501, Casework Details, DELETE and REPLACE with attached sheet. 

 
16. Sheet PD100, Basement Plumbing Demo Plan, DELETE and REPLACE with attached sheet.   

 
17. Sheet MD101, First Floor Mechanical Demo Plan, DELETE and REPLACE with attached sheet.   

 
18. Sheet MP101, First Floor Mechanical Piping Plan, DELETE and REPLACE with attached sheet.   

 
19. Sheet MP102, Second Floor Mechanical Piping Plan, DELETE and REPLACE with attached sheet.   

 
20. Sheet M‐501, Mechanical Details, DELETE and REPLACE with attached sheet.   

 
21. Sheet EP101, First Floor Electrical Power Plan, DELETE and REPLACE with attached sheet.   

 
22. Sheet EP102, Second Floor Electrical Power Plan, DELETE and REPLACE with attached sheet.   

 
23. Sheet EY101, First Floor Electrical Systems Plan, DELETE and REPLACE with attached sheet.   

 
24. Sheet EY102, Second Floor Electrical Systems Plan, DELETE and REPLACE with attached sheet.   

 
25. Sheet E‐601, Panelboard Schedules, DELETE and REPLACE with attached sheet.   

 
END OF ADDENDUM 
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FEC SEMI-RECESSED FIRE
EXTINGUISHER CABINET,
SEE DETAIL A15/AF501

2 HOUR RATED WALL
CONSTRUCTION

90 M FIRE RATED DOOR
(SEE DOOR SCHEDULE)

EXIT PATH
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PREACTION SPRINKLER
RISER

MAG NORTH

A

B

C

D

E

F

G

H

J

K

L

M

A

B

C

D

E

F

G

H

J

K

L

M

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16

1 2 3 4 5 6 7 8 9 10 11 12 13 14

SHEET TITLE:

WBRC CAD FILE:

PROJECT No.

SCALE:

PROJECT MANAGER:

DRAWN BY:

CHECKED BY:

GRAPHIC SCALE:

SHEET No.

0" 1"

COPYRIGHT 2015 WBRCC

PROJECT:

CURRENT ISSUE STATUS:

WWW.WBRCAE.COM

BANGOR, MAINE 207-947-4511

PORTLAND, MAINE 207-828-4511

SARASOTA, FLORIDA 941-556-0757

17 18 19 20

15 16 17 18 19 20

N

O

P

Q

N

0

P

Q

PROJECT NORTH

0

WBRC
A  R  C  H  I  T  E  C  T  S   •   E  N  G  I  N  E  E  R  S

03.25.16

C:\Users\courtney.bunker\Documents\403510 - BGS ENGINEERING - ARCH_courtney.bunker.rvt

 1/8" = 1'-0"

3
/2

4
/2

0
1
6
 9

:1
9
:0

3
 A

M

C
:\

U
s
e
rs

\c
o
u
rt

n
e
y
.b

u
n
k
e
r\

D
o
c
u
m

e
n
ts

\4
0
3
5
1
0
 -

 B
G

S
 E

N
G

IN
E

E
R

IN
G

 -
 A

R
C

H
_
c
o
u
rt

n
e
y
.b

u
n
k
e
r.

rv
t

GI004

CODE COMPLIANCE FLOOR
PLANS

BGS ENGINEERING BUILDING
RENOVATION

4035.10

SEP

RDL

SEP

ISSUE FOR BID

03.07.16

AUGUSTA, MAINE

03.07.16ISSUE FOR BID

 1/8" = 1'-0" AE301

A1 BASEMENT CODE COMPLIANCE PLAN

 1/8" = 1'-0" AE201

A10 FIRST FLOOR CODE COMPLIANCE PLAN

 1/8" = 1'-0" AE201

J10 SECOND FLOOR CODE COMPLIANCE PLAN

GENERAL SPRINKLER PIPING NOTES:

1. IN INDICATED WORK AREAS, REMOVE & REPLACE
ALL EXISTING SPRINKLER MAINS, BRANCHES, AND
HEADS WITH NEW AS REQUIRED FOR
COORDINATION OF NEW WORK.  COORDINATE WITH
ALL OTHER TRADES FOR FUNCTIONAL & AESTHETIC
APPEARANCE (EXPOSED CEILING), PRIOR TO
INSTALLATION FOR LOCATION OF NEW MAINS,
BRANCHES AND HEADS.

2. PROVIDE DRY FIRE SUPPRESSION SYSTEM, IN
ACCORDANCE WITH NFPA 13 & THE STATE OF MAINE
FIRE MARSHAL'S OFFICE.

3. SPRINKLER CONTRACTOR TO CONFIRM EXISTING
WATER SYSTEM HYDRAULIC DATA.

4. PROVIDE DRY PENDENTS / SIDEWALL HEADS TO
SERVE ALL COMBUSTIBLE CANOPYS AND OTHER
AREAS EXPOSED TO COLD.

5. PROVIDE SIDEWALL SPRAY SPRINKLER HEADS AT
BOTTOM OF ELEVATOR HOISTWAY NOT MORE THAN
24" ABOVE THE PIT FLOOR.

6. DO NOT INSTALL SPRINKLER PIPING OVER
ELECTRICAL SWITCH GEAR. COORDINATE REQUIRED
CLEARANCES FOR SAFE ACCESS & SERVICE OF
ELECTRICAL SWITCH GEAR, W/ ELECTRICAL
CONTRACTOR.

6. SPRINKLER MAINS NOT PERMITTED IN ELEV.
SHAFTS, ELEV. MACHINE ROOMS, ELECTRICAL
ROOMS, IT ROOMS, SERVER ROOMS OR OVER
ELECTRICAL SWITCH GEAR. COORDINATE WITH
ELECTRICAL.

7. PROVIDE SPRINKLER COVERAGE OVER ALL CABLE
TRAYS, COORDINATE WITH ELECTRICAL
CONTRACTOR FOR ALL CABLE TRAY LOCATIONS

8. SPRINKLER HEADS TO BE INSTALLED IN THE
CENTER OF ACOUSTIC CEILING TILES. SPRINKLERS
IN ATTIC AND PLENUM TO BE INSTALLED WHERE
REQUIRED BY APPROVED SPRINKLER SUBMITTAL

REV.  DESCRIPTION DATE

1 ADDENDUM 2 03.25.16
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2x WOOD BLOCKING

1/4" VENEER
PLYWOOD BACK

3/4" PLYWOOD
CABINET FRONT PANEL

BACK AND END SPLASHES

PLAM COUNTERTOP
WITH HARDWOOD EDGE
-SEE A11/AF501

SCHEDULED WALL BASE

DUST PANEL

PROVIDE (1) 3/4"
VENEER PLYWD ADJ.
SHELF W/ HDWD EDGE
BAND @ FRONT AND
BACK EDGES, UNO

4"

SCHEDULED WALL ASSEMBLY

DRAWER PULL

KEY LOCK WHERE INDICATED

DRAWER

DOOR PULL

3"

3/4" VENEER PLYWD
REVEAL OVERLAY
DOOR W/ HDWD EDGE
BAND @ ALL EXPOSED
EDGES

RECESSED METAL
PILASTER STANDARD
AND METAL SHELF
SUPPORTS

3/4" PLAM VENEER
PLYWOOD CABINET
INTERIOR

BACK AND END SPLASHES

PLAM COUNTERTOP WITH
HARDWOOD EDGE SEE
A11/AF501

VENEER PLYWD APRON

2x4 WOOD FRAME
BOLTED TO BLOCKING
IN SCHEDULED
PARTITION

REMOVABLE ACCESS
PANEL TO BE VENEER
PLYWD.  FASTEN TO
CLEATS AND 2x4
BRACE MEMBERS WITH
REMOVABLE SATIN
STAINLESS STEEL
SCREWS

9"
 M
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.

2'
 -

 3
" 

M
IN

2'
 -

 1
0"

 M
A

X

HDWD EDGE BAND @ ALL
EXPOSED EDGES

5 
67

/1
28

" SCEDULED SINK. TYP. 5 1/2"
DEEP, DRAIN IN BACK AT
ACCESSIBLE COUNTERS.
MILLWORKER TO COOR. W/
GC PRIOR TO FABRICATION

BASE AS SCHEDULED

6" MAX.

2' - 1"

PLAM FINISH

3/4" PLYWOOD

CLEAR FINISHED
HARDWOOD

NEOPRENE
LEVELING FEET

1'
 -

 6
"

1' - 6 1/2"

HARDWOOD
EDGE - SEE
A11/AF501

5/8" TYPE "X" GWB ON
3 5/8" METAL STUDS @
16" OC

3 5/8" METAL
STUDS @ 16" O.C.

1' - 6 1/4"

7'
 -

 0
"

-

SCHEDULED WALL BASE

SCHEDULED FLOORING

EXISTING WALL TO
REMAIN

2x WOOD BLOCKING 3"

3'
 -

6 
3/

4"
-

FIXED SHELF

ADJUSTABLE SHELVES

5/8" TYPE "X" GWB ON
3 5/8" METAL STUDS @
16" OC

3 5/8" METAL
STUDS @ 16" O.C.

METAL LOCKER TRIM BY
MANUFACTURE - HEAD &
JAMB

4 
1/

4"

V
E

R
IF

Y

.6
'-0

"

5/8" TYPE "X" GWB ON
3 5/8" METAL STUDS @
16" OC

3 5/8" METAL
STUDS @ 16" O.C.

SCHEDULED WALL BASE

SCHEDULED FLOORING

2" VERIFY

1' - 6"

1"

ANCHOR LOCKERS
PER MANUF

2x6 WOOD
BLOCKING

LOCKER MANUF

COORDINATE WITH

HORIZONTAL SECTION

WOOD STUD PARTITION

FILL GAP BEHIND CABINET
W/ SOUNDS ATTEN. INSUL.

NOTES:

1. CABINET TO BE SEMI-RECESSED W/ 2 1/2" ROUNDED
EDGE TRIM.  VERIFY ACTUAL OPENING SIZE WITH
MANAUF.

2. PROVIDE CONTINUOUS RATING FOR CABINETS IN
RATED WALLS
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PLAM SHELF, BACK
AND SIDE PANELS

2" GROMMET

PLAM COUNTERTOP

HARDWOOD EDGE -
SEE DETAIL A11/AF501

OPEN TO WALL

SIDE PANEL

LEVELING FEET

HARDWOOD  HANDRAIL,
FINISH PER SPEC.

ORNAMENTAL METAL HANDRAIL
BRACKET ATTACHED TO WALL
w/ LAG BOLT AT 4'-6" O.C. MAX

2x6 WOOD BLOCKING
AT NEW WALL

FASTEN TO EXISTING SOLID
SUBSTRAIGHT AT EXISTING WALL

3'
-0

"

T
O

 F
IN

IS
H

 F
LO

O
R

 O
R

S
T

A
IR

 N
O

S
IN

G

1 7/8" 2 1/4"2 1/4" PIPE HANDRAIL, FINISH
PER SPEC.

METAL HANDRAIL
BRACKETT ATTACEHED
TO WALL w/ LAG BOLT
AT 4'-6" O.C. MAX

2x6 WOOD BLOCKING
AT NEW WALL

FASTEN TO EXISTING SOLID
SUBSTRAIGHT AT EXISTING WALL
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2"
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1' - 0"

2" 2"
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SCHEDULED WALL

CABINET TOP

BLOCKING AND FASTENERS AS
REQUIRED BY CABINET GRADE
(TYP.)

DOOR

CABINET BACK

SHELF

ADJUSTABLE SHELF SUPPORT

ADJUSTABLE SHELF REST

CABINET END

DOOR PULL

CABINET BOTTOM

LIGHTING POCKET

3'
 -

 6
"

1/
2"

1 
1/

2"

CLEAR FINISH HARDWOOD
CAP WITH EASED EDGES

PAINT REVEAL

METAL "J" BEAD

5/8" TYPE "X" GWB

BLOCKING FOR HANDRAIL

2x6 FRAMING - BRACE
WITHIN FLOOR FRAMING

3/4" PLYWOOD
SUBFLOORING

FLOOR FRAMING

2x6 BLOCKING - BETWEEN
WALL FRAMING

J1

AF601

Sim

HEMMED ALUM TRIM
SHAPED TO FIT

SCHEDULED TEGULAR CEILING TILE

HEMMED ALUM TRIM
SHAPED TO FIT

MILL TEGULAR RECESS
AS REQUIRED

POP RIVET

T-HANGER

+/- 1'-3"

+
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'-0

"

SEE DETAIL
L14/AE502
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CASEWORK DETAILS

BGS ENGINEERING BUILDING
RENOVATION

4035.10

SEP

SEP

SEP

ISSUE FOR BID

03.07.16

AUGUSTA, MAINE

03.07.16ISSUE FOR BID

 1 1/2" = 1'-0"

N15 BASE CABINET DETAIL

 1 1/2" = 1'-0"

J15 ADA SINK COUNTER DETAIL

 3" = 1'-0" AE202

E15 BENCH DETAIL

 1 1/2" = 1'-0" AE203

K11 MAILBOX ALCOVE

 1 1/2" = 1'-0" AE203

E11 LOCKER ALCOVE

 1 1/2" = 1'-0"

A15 SEMI-RECESSED FE

 1 1/2" = 1'-0" AE101

K8 COMPUTER CARREL

 3" = 1'-0" AE203

N4 WOOD HANDRAIL DETAIL

 3" = 1'-0"

N1 PIPE HANDRAIL DETAIL

 6" = 1'-0"

A11 COUNTERTOP EDGE DETAILS

 1 1/2" = 1'-0"

A8 WALL CABINET DETAIL

 1 1/2" = 1'-0"

E8 LOW WALL DETAIL
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 3" = 1'-0"

E1 CEILING TRANSITION AT SOUTH WALL, 1ST FLOOR

1
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REMOVE ALL EXISTING STEAM FINNED
TUBE RADIATION INCLUDING VALVES,
CONROLS AND ALL STEAM &
CONDENSATE PIPING BACK TO
MECHANICAL ROOM (TYP.)

REMOVE EXISTING VERTICAL AIR
HANDLER, DUCTWORK, CONTROLS
AND ACCESSORIES.

REMOVE EXISTING AIR-COOLED
CONDENSING UNIT AND ALL
REFRIGERANT PIPING AND
ACCESSORIES.
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2" HWS&R PIPING DN
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T
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STAND-PIPE (SEE SITE PLAN
FOR EXACT LOCATION)
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HOT WATER CABINET
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ALL HWS & HWR BRANCHES TO TERMINAL
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PERMITTED.
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ELECTRICAL SPACE - NO PIPING OR DUCTWORK
PERMITTED.
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ROUND FLEX DUCT
(7' MAXIMUM)

LINEAR SUPPLY AIR DIFFUSER

PLENUM

VOLUME DAMPER
(TYP)

SQUARE TO ROUND TRANSITION
(WHERE REQUIRED)

ROUND FLEX DUCT
(7' MAXIMUM)

SQUARE TO ROUND ADAPTOR
(WHERE REQUIRED)

SUPPLY AIR
DIFFUSER

ROUND DUCT
COLLAR

RETURN/EXHAUST
AIR GRILLE

CEILING

SUPPLY AIR

SUPPLY AIR

EXHAUST/
RETURN AIR

PLENUM BOX W/
ROUND DUCT
CONNECTION

CEILING

CEILING

MANUAL AIR
VENT (TYP)

STRAINER
(TYP.)

CEILING

HEATING
ELEMENT

DOWNFEED DOWNFEED

HEATING COVER

BALANCING
VALVE (TYP.)

DO

CONTROL
VALVE (TYP.)

FLOOR

DO

UPFEEDUPFEED

STEEL ANGLE OR CHANNEL
SPANNING 2 JOISTS

WOOD FLOOR JOIST

THREADED ROD (TYP)

OA

RA
SA

OUTSIDE AIR DUCT
(WHERE APPLICABLE)

VOLUME
DAMPER
(TYP.)

CEILING CONCEALED,
INDOOR EVAPORATOR
COOLING UNIT

ACCESSIBLE CEILING

FLEXIBLE CONNECTOR
(TYP)

VIBRATION ISOLATOR
(TYP)

MATCH UNIT
CONNECTION SIZE
(TYP.)

2'-0" 6"6"

IE-X

MIN (NO FIXTURES)MIN (NO FIXTURES)

1
'-
0
"

CASSETTE
EVAPORATOR
COVER PANEL

SUSPENDED
CEILING T-BAR
(TYP.)

CONVECTOR - SEE SCHEDULE FOR
ADDITIONAL INFORMATION

FIN. FLOOR

MANUAL AIR
VENT (TYP.)

HEATING
SUPPLY MAIN

HEATING
RETURN MAINS

HEATING COIL

AIR OUTLET

AIR INLET

D.O.

HORIZONTAL CEILING
RECESSED CABINET
UNIT HEATER SEE
SCHEDULE FOR
ADDITIONAL
INFORMATION

RA SA

HEATING COIL

CEILING (WHERE APPLICABLE)

FAN

DRAIN OFF

3/8" THREADED ROD
SECURED TO
STRUCTURE (TYP.)

MANUAL AIR VENT

HEATING MAINS

SHUT-OFF VALVE (TYP.)

BALANCING VALVE

STRAINER

3-WAY MODULATING
CONTROL VALVE (TYP.)

FIN. FLOOR

FACE PLATE

HEATING COIL
W/ AIR VENT

WALL RECESSED
CABINET UNIT HEATER

FAN / MOTOR

HEATING MAINS

DRAIN

 AIR VENT

STRAINER (TYP.)

SHUT-OFF VALVE
(TYP.)

3-WAY MODULATING
CONTROL VALVE (TYP.)

BALANCING VALVE

CEILING

UNION (TYP.)

WALLCONDENSING
OUTDOOR

UNIT

ROOF

4X4 PT SLEEPERS ON RUBBER SLIP SHEET

L
S

EXTERIOR WALL

FLOOR

CEILING

INDIRECT
COND. DRAIN
TO WASTE

INDOOR
EVAPORATOR -
WALL MOUNTED

L
SSIGHT GLASS

FILTER DRYER

THERMAL
EXPANSION
VALVE

EXTERIOR WALL

MAINTAIN
MANUFACTURERS
REQUIRED
CLEARANCES

TYPE ACR TYPE
COPPER TUBING
LIQUID & SUCTION
LINES W/ 1/2" THK
CLOSED CELL
FOAM INSULATION

PROVIDE WHITE PVC
JACKET OVER
INSULATION ON EXPOSED
EXTERIOR PIPING

1

MANUAL AIR VENT

MAINS

BALANCING VALVE

STRAINER

THERMOWELL
(THERMOMETER AT
AIR HANDLER COIL)

3-WAY MODULATING
CONTROL VALVE

D.O.

PROVIDE ADDITIONAL
UNIONS AT AIR
HANDLER COILS TO
ALLOW COIL REMOVAL

EXHAUST FAN

SUPPLY FAN

FC

EA

FC

FC

SA

RA

FC

VIBRATION ISOLATION
PAD EQUAL TO MASON
MINI SUPER W

OUTSIDE
AIR FILTER

ENERGY
RECOVERY
CORE

OA

RETURN
AIR FILTER

HOT WATER
HEATING COIL

MECH. MEZZ. PLATFORM
FRAMING (SEE
STRUCTURAL PLANS FOR
MORE DETAIL)

4x4 WOOD SLEEPERS
(MIN. 3 JOISTS)

J7

M-501HX-1

SUPPORT CONVERTER ON
FABRICATED WELDED STEEL
FRAME. BOTTOM OF UNIT
AT 54" AFF +/-

F&T TRAP

F&T TRAP
2 PER HEAT EXCHANGER

2/3

1/3

2"

1"

DRAIN VALVE
(TYP)

P&T RELIEF
VALVE SIZED
AT 1.5X INPUT
RATING

1"

THERMOMETER
(TYP.)

HWS

HWR

L
P

R

2 1/2"

LPR

AS-2

D.O.

XT-2

CHEMICAL
FEEDER PIPING
SCHEMATIC (TYP.)

HWS

HWR

D.O. D.O.

SUPPORT INLINE
PUMPS
INDEPENDENT
FROM PIPING

FLEX CONN
(TYP.)

CHECK VALVE
(TYP.)

PG AT PUMP FLANGE
TAPPING (TYP)

HWR

HWS

DRAIN-OFF
TO 6" AFF

3/4" MAKE-UP WATER
SEE PLUMBING

NPW

LPS
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TO CR
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2 1/2"

SEE A1/M-501

P-1
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SHUT OFF
VALVE (TYP.)
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STRAINER (TYP)

UNION (TYP)

MODULATING
CONTROL VALVE (TYP)

THERMOMETER

BASKET STRAINER

ECCENTRIC REDUCER

OVERFLOW

DRAIN
VALVE

CR-1

DUPLEX CONDENSATE

PUMP AND RECEIVER

PRESSURE
GUAGE

CHECK
VALVE

GLOBE
VALVE

2" ATMOSPHERIC
CONDENSATE RECEIVER
VENT THRU ROOF W/ ELBOW

CONCRETE PAD

SIGHT GLASS

LPR

P
C

LPR

1 1/2" HEADER

2"

TO EXISTING
CONDENSATE
RECEIVER

1 1/2" FLASH STEAM
VENT INTO LOW
PRESSURE STEAM

VERTICAL FLASH TANK
6"DIA x 36"H CEMLINE V4FST
(COORDINATE MOUNTING
ELEVATION)

MPR

LPS

F&T

1"

1 1/2"

MPR FROM
PRV DRIP

PG

L
P

R SEE DETAIL
J1/M-501 FOR
CONTINUATION

3
6
" 

M
IN

.

RETURN MAIN

PIPE TANK: 6" DIA
PIPE x 24" LONG W/
1/4" PL  WELDED TO
EACH END -
SUPPORT TANK
TO WALL

FUNNEL: 6" PIPE X
6" LONG W/6" X 1"
CONCENTRIC
REDUCER WELDED
TO BOTTOM

DRAIN WITH
HOSE
CONNECTION
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4
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" 

A
F

F
 (

M
A

X
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NOTE:

PROVIDE MIN. 10 PIPE

DIAMETERS STRAIGHT

RUN FULL SIZE AT PRV
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M
P

R

FROM FLASH TANK

2 1/2"

RELIEF VALVE
PIPED TO
EXTERIOR

PRV-1

SECURE REFRIGERANT
PIPING TO SUPPORTS
WITH HYDRA-ZORB
"CUSH-A-CLAMP" OR
EQUAL (TYP.)

V
A

R
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S

4
"

UNISTRUT PIPE CLAMP (TYP.)

BUTT INSULATION OF
SUCTION LINE AGAINST
CLAMP ASSEMBLY

1 5/8" X 1 5/8" UNISTRUT
GALVANIZED CHANNEL (TYP.)

POST PLATE UNISTRUT
P2072A (TYP).  ANCHOR
TO SLAB.

CONCRETE

18 GAUGE GALVANIZED
SHEET METAL PROTECTIVE
COVER.  RUN MIN. 4' FROM
BUILDING.
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NOT TO SCALE
J1

HOT WATER SYSTEM SCHEMATIC

NOT TO SCALE
A1

STEAM CONDENSATE SCHEMATIC

NOT TO SCALE
J7

CHEMICAL FEEDER PIPING DETAIL

NOT TO SCALE
N2

STEAM PRV PIPING SCHEMATIC
NOT TO SCALE

N6
EXTERIOR REFG PIPING SUPPORT DETAIL

REV. DESCRIPTION DATE

1 ADDENDUM 2 03.25.16



DN

M

M

M

M

M

M

M

M

M

M

B

C

D

E

1 2 3 4

A

F

G

OFFICE

110

MCC OFFICE

111

OFFICE

113

VEST

114

CORR

117

KITCHEN

116

STORAGE

ROOM

108

ELEC

107

TOILET

106

TOILET

105

ENTRY

102

JAN

104

MCC OFFICE

109

CONFERENCE

ROOM

112

MCC OFFICE

115

VEST.

101

U/GFIU/GFIU/GFIU/GFI

U U

U/GFI

1

IE-2-4

IE-2-2

IE-1-3

IE-1-1

CUH-2

IE-2-3

EWC

CUH-1

IE-1-4

IE-1-2

ACCU-1

ADA DOOR OPERATOR

N.I.C

U

U/GFI

U/GFI

U

U U

IE-2-1

PP1A

PP1A-26

PP1A-26

PP1A-26

PP1A-26

PP1A-26

PP1A-26

PP1A-26

PP1A-28

PP1A-28 PP1A-20

PP1A-28

PP1A-28

PP1A-28

PP1A-19,21

PP1A-19,21

PP1A-19,21

PP1A-19,21

PP1A-15,17

PP1A-15,17

PP1A-15,17

PP1A-1

PP1A-1

PP1A-1

PP1A-5

PP1A-5

PP1A-5

PP1A-5

PP1A-5

WP/WR/GFI

W
P

/W
R

/G
F

I

PP1A-30

P
P

1A
-3

0

PP1A-30

PP1A-3

PP1A-3

PP1A-3

PP1A-3

PP1A-3

P
P

1A
-3

0

PP1A-30

PP1A-30

PP1A-7

PP1A-7

PP1A-7

PP1A-7

F
PP1A-32

PP1A-32

P
P

1A
-3

2

PP1A-32

PP1A-13
PP1A-15,17

PP1A-32

T

DT-PP1

PP1A-9 PP1A-9

PP1A-9

PP1A-9

PP1A-11

PP1A-34

2

UUUUU

PP1A-13

PP1A-14PP1A-13PP1A-14PP1A-13PP1A-14

PP1A-16

PP1A-16

PREACTION SYSTEM
ALARM PANEL

PREACTION SYSTEM
AIR COMPRESSOR

MD-19,21,23

MD-37,39,41

PP1A-18

PP1A-36

PP1A-20

PP1A-20

PP1A-22 PP1A-24 PP1A-22 PP1A-24 PP1A-22

PP1A-24

PP1B-3,5

PP1A-12
60"

SECURITY PANELS

P
P

1B
-4

P
P

1B
-2

P
P

1B
-1

P
P

1B
-6

PP1A-32

PP1B

ADA PADDLE ON POST -
REFER TO SITE PLANS FOR
EXACT LOCATION

PP1B-7

PP1A-9

P
P

1A
-2

6

DISCONNECT
FOR DT-PP1

P
P

1B
-9

PP1A-38 PP1A-38

1

PP1A-23

PP1A-23

1

1

1

1

PP1A-25

PP1A-25

PP1A-27

PP1A-27

PP1A-29

PP1A-29

1

PP1A-35

PP1A-35

PP1A-33PP1A-33

1

1

PP1A-1

1

PP1A-31 PP1A-31

1

1

1

HP-2

HP-1

A

B

C

D

E

F

G

H

J

K

L

M

A

B

C

D

E

F

G

H

J

K

L

M

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16

1 2 3 4 5 6 7 8 9 10 11 12 13 14

SHEET TITLE:

WBRC CAD FILE:

PROJECT No.

SCALE:

PROJECT MANAGER:

DRAWN BY:

CHECKED BY:

GRAPHIC SCALE:

SHEET No.

0" 1"

COPYRIGHT 2007 WBRCC

PROJECT:

CURRENT ISSUE STATUS:

17 18 19 20

15 16 17 18 19 20

N

O

P

Q

N

0

P

Q

MAG NORTH

PROJECT NORTH

0

WBRC
A  R  C  H  I  T  E  C  T  S   •   E  N  G  I  N  E  E  R  S

WWW.WBRCAE.COM

BANGOR, MAINE 207-947-4511

PORTLAND, MAINE 207-828-4511

SARASOTA, FLORIDA 941-556-0757

03.25.1603.25.1603.25.1603.25.16

C:\Users\kyle.mahar\Documents\403510 - BGS ENGINEERING - ELEC_kyle.mahar.rvt

 1/4" = 1'-0"

3
/2

3
/2

0
1
6
 9

:2
1
:5

0
 A

M

C
:\

U
s
e
rs

\k
y
le

.m
a
h
a
r\

D
o
c
u
m

e
n
ts

\4
0
3
5
1
0
 -

 B
G

S
 E

N
G

IN
E

E
R

IN
G

 -
 E

L
E

C
_
k
y
le

.m
a
h
a
r.

rv
t

EP101

FIRST FLOOR ELECTRICAL
POWER PLAN

BGS ENGINEERING BUILDING
RENOVATION

4035.00

SEP

KRM

LJW

ISSUE FOR BID

03.07.16

AUGUSTA ,MAINE

03.07.16ISSUE FOR BID

TECHNICAL NOTES:

1 POWER CONNECTION FOR SYSTEMS FURNITURE.
COORDINATE WITH FURNITURE VENDOR FOR
EXACT LOCATION.

2 FLOOR BOX SHALL BE WIREMOLD, CAT #EFB6S
WITH (2) DUPLEX RECEPTACLES. PROVIDE (2) 1"
CONDUITS WITH PULL STRING - (1) SHALL RUN TO
JUNCTION BOX LOCATED AT TV LOCATION AND (1)
SHALL RUN TO THE ABOVE THE NEAREST
ACCESSIBLE FIRST FLOOR CEILING FOR
COMMUNICATIONS CABLING. PROVIDE BLANK
COVERPLATES FOR ALL UNUSED GANG(S).  FLUSH
MOUNTED COVER SHALL BE WIREMOLD, CAT. #
EFB610BT***.

REV. DESCRIPTION DATE

1 ADDENDUM #2 03.25.16
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EP102

SECOND FLOOR ELECTRICAL
POWER PLAN

BGS ENGINEERING BUILDING
RENOVATION

4035.00

SEP

KRM

LJW

ISSUE FOR BID

03.07.16

AUGUSTA ,MAINE

03.07.16ISSUE FOR BID

TECHNICAL NOTES:

1 POWER CONNECTION FOR SYSTEMS FURNITURE.
COORDINATE WITH FURNITURE VENDOR FOR
EXACT LOCATION.

2 CLEAR SPACE FOR ATTIC HATCH.  DO NOT RUN
PIPES, CONDUIT, ETC. FROM FLOOR TO CEILING.

3 FLOOR BOX SHALL BE WIREMOLD, CAT #EFB6S
WITH (2) DUPLEX RECEPTACLES. PROVIDE (2) 1"
CONDUITS WITH PULL STRING - (1) SHALL RUN TO
JUNCTION BOX LOCATED AT TV LOCATION AND (1)
SHALL RUN TO THE ABOVE THE NEAREST
ACCESSIBLE FIRST FLOOR CEILING FOR
COMMUNICATIONS CABLING. PROVIDE BLANK
COVERPLATES FOR ALL UNUSED GANG(S).  FLUSH
MOUNTED COVER SHALL BE WIREMOLD, CAT. #
EFB610BT***.

4 HARDWIRED CONNECTION PIPED DIRECTLY INTO IT
RACK - COORDINATE WITH OWNER.

5 COMMUNICATION, A/V CONNECTION AND
RECEPTACLE SHALL BE LOCATED WITHIN WALL
RECESSED ENCLOSURE (HUBBELL CAT. NO
NSAV62M/NSAV6C).

REV. DESCRIPTION DATE

1 ADDENDUM #2 03.25.16
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EY101

FIRST FLOOR ELECTRICAL
SYSTEMS PLAN

BGS ENGINEERING BUILDING
RENOVATION

4035.00

SEP

KRM

LJW

ISSUE FOR BID

03.07.16

AUGUSTA ,MAINE

03.07.16ISSUE FOR BID

TECHNICAL NOTES:

1 TEL/DATA CONNECTION FOR SYSTEMS FURNITURE -
COORDINATE WITH FURNITURE VENDOR FOR
EXACT LOCATION.  PROVIDE 1" CONDUIT TO ABOVE
ACCESSIBLE CEILING FOR CABLE PROVIDED BY
OWNER.

2 (1) 4" CONDUIT FROM 6" ABOVE FIRST FLOOR CABLE
TRAY TO 96" ABOVE SECOND FLOOR.

3 (2) 4" CONDUIT WITH PULL STRING FROM ELEC
ROOM 008 TO 36" AFF. IN SERVER ROOM 218.

4 PROVIDE 1" CONDUIT WITH PULLSTRING TO ABOVE
CEILING IN MCC OFFICE 115 FOR DATA DROP
LOCATED WITHIN SECURITY PANEL.

REV. DESCRIPTION DATE

1 ADDENDUM #2 03.25.16
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EY102

SECOND FLOOR ELECTRICAL
SYSTEMS PLAN

BGS ENGINEERING BUILDING
RENOVATION

4035.00

SEP

KRM

LJW

ISSUE FOR BID

03.07.16

AUGUSTA ,MAINE

03.07.16ISSUE FOR BID

TECHNICAL NOTES:

2 (1) 4" CONDUIT FROM ABOVE FIRST FLOOR CEILING
TO ABOVE SECOND FLOOR CEILING.

1 TEL/DATA CONNECTION FOR SYSTEMS FURNITURE -
COORDINATE WITH FURNITURE VENDOR FOR
EXACT LOCATION.  PROVIDE 1" CONDUIT TO ABOVE
ACCESSIBLE CEILING FOR CABLE PROVIDED BY
OWNER.

3 (1) 2" CONDUIT FROM 6" ABOVE LADDER TRAY TO
ROOF FOR ANTENNA CONNECTION.

4 CLEAR SPACE FOR ATTIC HATCH.  DO NOT RUN
PIPES, CONDUIT, ETC. FROM FLOOR TO CEILING.

5 SECONDARY CARD READER SHALL BE HID, LEGACY
WALL SWITCH (ASR).  DESIGN INTENT IS FOR ASR
CARD READER TO DISABLE MOTION DETECTORS
WITHIN RBCC SPACES

6 ACCESS CONTROL SYSTEM HORN - DESIGN INTENT
IS FOR HORN TO SOUND IF DOOR IS LEFT AJAR FOR
AN EXTENDED PERIOD OF TIME OR IF IT IS OPENED
WITHOUT THE SYSTEM RECEIVING THE REQUEST
TO EXIT SIGNAL FIRST.

7 (2) 4" CONDUIT WITH PULL STRING FROM ELEC
ROOM 008 STUBBED TO 36" AFF. IN SERVER ROOM
218.

8 COMMUNICATION, A/V CONNECTION AND
RECEPTACLE SHALL BE LOCATED WITHIN WALL
RECESSED ENCLOSURE (HUBBELL CAT. NO
NSAV62M/NSAV6C).

REV. DESCRIPTION DATE

1 ADDENDUM #2 03.25.16
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E-601

PANELBOARD SCHEDULES

BGS ENGINEERING BUILDING
RENOVATION

4035.00

SEP

KRM

LJW

ISSUE FOR BID

03.07.16

AUGUSTA ,MAINE

03.07.16ISSUE FOR BID

SPARE 1 20 A 17 0.0 0.0 18 20 A 1 SPARE

SPARE 1 20 A 15 0.0 0.0 16 20 A 1 SPARE

SPARE 1 20 A 13 0.0 0.0 14 20 A 1 SPARE

SPARE 1 20 A 11 0.0 0.0 12 20 A 1 SPARE

SPARE 1 20 A 9 0.0 0.0 10 20 A 1 SPARE

SPARE 1 20 A 7 0.0 0.0 8 20 A 1 SPARE

SPARE 1 20 A 5 0.0 0.0 6 20 A 1 SPARE

LTG - SECOND FLOOR 1 20 A 3 1.5 0.0 4 20 A 1 SPARE

LTG - BASEMENT, STAIRWELLS 1 20 A 1 0.3 1.5 2 20 A 1 LTG - FIRST FLOOR

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

50 A MCB SUPPLY FROM: MOUNTING: SURFACE MOUNT

VOLTAGE: 480/277 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: VEST 001

PANEL LS-1

47 0.0 48

45 0.0 46REDUNDANT EMERGENCY BACKUP 3 100 A

43 0.0 44

41 5.7 0.0 42

39 5.7 0.0 40ENGINEERING BUILDING HEAT PUMP HP-1 3 25 A 2

37 5.7 0.0 38

150 A 3 GREENLAW EP-EM-G

35 0.0 7.5 36

33 0.0 7.5 34PANEL L2E FOOD STAMP 3 100 A

31 0.0 7.5 32

4 60 A 3 ELEVATOR

29 0.0 0.0 30

27 0.0 0.0 28DEP/RESPONSE CIRC. PUMP 3 15 A

25 0.0 0.0 26

1 20 A 3 PANEL L-1A

23 5.7 0.0 24

21 5.7 0.0 22ENGINEERING BUILDING HEAT PUMP HP-2 3 25 A 4

19 5.7 0.0 20

100 A 3 PANEL L-1-D (DEP RESPONSE

17 23.0 0.0 18

15 25.1 0.0 16PANELS PP1A & PP1B VIA XMFR DT-PP1 3 90 A 4

13 25.0 0.0 14

50 A 3 PANEL P-1-M (VIA XMFR)

11 0.0 0.0 12

9 0.0 0.0 10DEP RESPONSE AHU 3 125 A

7 0.0 0.0 8

150 A 3 CARPENTER SHOP

5 0.0 0.0 6

3 0.0 0.0 4PANELS L-1-B1, B2 & B3 (VIA XMFR) 3 125 A

1 0.0 0.0 2

800 A 3 PANEL GD

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

800 A SUPPLY FROM: MOUNTING:

VOLTAGE: 480/277 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: ELEC. RM. 008

EXISTING PANEL MD

41 0.0 0.0 42 20 A 1 SPARE

39 0.0 0.0 40 20 A 1 OUTSIDE LIGHT CONTROLSPARE 3 100 A

37 0.0 0.0 38 20 A 1 REC - ENGINEERING

ELEC. ROOM EXHAUST FAN 1 20 A 35 0.0 0.0 36 20 A 1 REC - ENGINEERING

AUTOMATIC TEMP. CONTROL PANEL 1 20 A 33 0.0 0.0 34 20 A 1 HEATING CONTROLS ENG.

REC - TRAINING ROOM 1 20 A 31 0.0 0.0 32 20 A 1 LTG - LAUNDRY

REC - TRAINING ROOM 1 20 A 29 0.0 0.0 30 20 A 1 REC - LAUNDRY

LIGHTS IN TUNNEL - STONE 1 20 A 27 0.0 0.2 28 3 20 A 1 LTG - BASEMENT, CORRIDOR

LIGHTS IN TUNNEL - GREENLAW 1 20 A 25 0.0 0.0 26 0 A 1 SERVER

ELEVATOR PIT - LTG & REC 1 20 A 5 23 0.3 1.0 24 5 20 A 1 ELEVATOR CONTROLS

WASHER -  BASEMENT 002 1 20 A 5 21 1.6 0.8 22

WASHER -  BASEMENT 002 1 20 A 5 19 1.6 0.8 20

5 15 A 2 PUMP P-2

REC - BASEMENT 002 1 20 A 5 17 0.4 0.8 18

REC - BASEMENT 002 1 20 A 5 15 0.2 0.8 16

5 15 A 2 PUMP P-1

SPACE -- -- -- 13 0.0 0.8 14

SPACE -- -- -- 11 0.0 0.8 12

5 15 A 2 CONDENSATE PUMP & RECEIVER

SPACE -- -- -- 9 0.0 0.0 10 -- -- -- SPACE

SPACE -- -- -- 7 0.0 0.0 8 -- -- -- SPACE

SPACE -- -- -- 5 0.0 0.0 6 -- -- -- SPACE

SPACE -- -- -- 3 0.0 0.0 4 -- -- -- SPACE

SPACE -- -- -- 1 0.0 0.0 2 -- -- -- SPACE

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

225 A MCB SUPPLY FROM: MOUNTING: SURFACE MOUNT

VOLTAGE: 120/208 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: ELEC. RM. 008

 EXISTING PANEL P1B3

SPARE 1 20 A 41 0.0 0.0 42 20 A 1 SPARE

SPARE 1 20 A 39 0.0 0.0 40 20 A 1 SPARE

SPARE 1 20 A 37 0.0 0.4 38 20 A 1 REC - FURNITURE MCC OFFICE

REC - FURNITURE MCC OFFICE 1 20 A 35 0.4 0.4 36 20 A 1 FURNITURE SYSTEM CONNECTION - MCC OFFICE

REC - FURNITURE MCC OFFICE 1 20 A 33 0.4 1.0 34 20 A 1 ELECTRIC WATER COOLER

REC - FURNITURE MCC OFFICE 1 20 A 31 0.4 1.0 32 20 A 1
REC - MCC OFFICE, CONFERENCE ROOM & FLOOR
BOX

REC - FURNITURE MCC OFFICE 1 20 A 29 0.4 1.2 30 20 A 1 REC - EXTERIOR, CORR, VESTIVULE

REC - FURNITURE MCC OFFICE 1 20 A 27 0.4 1.0 28 20 A 1 REC - MCC OFFICE

REC - FURNITURE MCC OFFICE 1 20 A 25 0.4 1.6 26 20 A 1 REC - ENTRY, VEST, TOILETS, CORRIDOR

REC - FURNITURE MCC OFFICE 1 20 A 23 0.4 0.6 24 20 A 1 REC - MCC OFFICE

21 0.8 0.6 22 20 A 1 REC - MCC OFFICE

INDOOR EVAPORATORS IE-2-1,2,3,4 2 20 A

19 0.8 0.6 20 20 A 1 REC - MCC OFFICE

17 0.6 1.0 18 20 A 1 ADA DOOR OPERATOR

INDOOR EVAPORATORS IE-1-1,2,3,4 2 20 A

15 0.6 0.2 16 20 A 1 CABNIT UNIT HEATERS CUH-1 & 2

REC - CONFERENCE ROOM 1 20 A 13 0.8 0.6 14 20 A 1 REC - CONFERENCE ROOM

REFRIGERATOR - KITCHEN 1 20 A 11 1.0 0.3 12 20 A 1 TELEVISION - CONFERENCE ROOM

REC - JAN, KITCHEN, CORRIDOR, STOR ROOM 1 20 A 9 1.0 0.2 10 20 A 1
LTG - STORAGE RM, ELEC, TOILETS, CORRIDOR,
JAN

REC - OFFICE 113 1 20 A 7 0.8 0.1 8 20 A 1 LTG - CORRIDOR, STAIR

REC - MCC OFFICE, KITCHEN 1 20 A 5 1.0 0.4 6 20 A 1
LTG - CONFERENCE ROOM, MCC OFFICE,
KITCHEN

REC - MCC OFFICE 1 20 A 3 1.0 0.3 4 20 A 1 LTG - OFFICE, MCC OFFICE

REC - OFFICE 110 1 20 A 1 1.0 0.2 2 20 A 1 LTG - OFFICE, MCC OFFICE

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

400 A MCB SUPPLY FROM: DT-PP1 MOUNTING: SURFACE MOUNT

VOLTAGE: 120/208 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: ELEC 107

PANEL PP1A

PANELBOARD NOTES:

1. EXISTING BREAKER AND LOAD TO REMAIN.

2. NEW LOAD APPLIED TO EXISTING PANELBOARD
SPARE.

3. NEW LOAD APPLIED TO EXISTING CIRCUIT
BREAKER.  LOAD REMOVED DURING DEMOLITION.

4. NEW CIRCUIT BREAKER TO REPLACE EXISTING
CIRCUIT BREAKER. NEW LOAD APPLIED.

5. NEW LOAD AND CIRCUIT BREAKER APPLIED TO
PANELBOARD SPACE.

41 0.0 0.0 42

39 0.0 0.0 40SPARE 3 20 A

37 0.0 0.0 38

20 A 3 WALK BY STONE LIGHTING

35 0.0 0.0 36

33 0.0 0.0 34WAREHOUSE PARKING LOT LTG 3 20 A

31 0.0 0.0 32

20 A 3 TYSON ARENA LIGHTING

29 0.0 0.0 30

27 0.0 0.0 28ARSENAL ST. LIGHTING 3 20 A

25 0.0 0.0 26

30 A 3 CEB LIGHTING

SPACE -- -- -- 23 0.0 0.0 24 -- -- -- SPACE

SPACE -- -- -- 21 0.0 0.0 22 -- -- -- SPACE

SPACE -- -- -- 19 0.0 0.0 20 -- -- -- SPACE

SPARE 1 20 A 17 0.0 0.0 18 20 A 1 SPARE

SPARE 1 20 A 15 0.0 0.0 16 20 A 1 SPARE

SPARE 1 20 A 13 0.0 0.0 14 20 A 1 SPARE

SPARE 1 20 A 11 0.0 0.0 12 20 A 1 SPARE

SPARE 1 20 A 9 0.0 0.0 10 20 A 1 SPARE

SPARE 1 20 A 7 0.0 0.0 8 20 A 1 EXTERIOR LIGHTS

LTG - CORRIDOR, 129-131 1 20 A 5 0.0 0.0 6 20 A 1 LTG - EXIT SIGNS

LTG - RM 100, 121 1 20 A 3 0.0 0.0 4 20 A 1 LTG - 101, 103, 108-113

LTG - RM 133, 134, 115, 116 1 20 A 1 0.0 0.0 2 20 A 1 LTG - 112, 122-126

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

100 A MCB SUPPLY FROM: MD MOUNTING: SURFACE MOUNT

VOLTAGE: 480/277 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: ELEC. RM. 008

EXISTING PANEL L-1A

, CKT. 5

1

1

1

1

1

1

1

1

1

1

1

1

1

1

MD, CKT. 1 (VIA XMFR)

GE A SERIES

GFCI

MCBMLO

SPARE 1 20 A 41 0.0 0.0 42 20 A 1 SPARE

39 0.8 0.0 40 20 A 1 SPARE

FURNITURE CONNECTION - OFFICE 219 2 20 A

37 0.8 0.0 38 20 A 1 SPARE

SPARE 1 20 A 35 0.0 0.0 36 20 A 1 SPARE

REC - OPEN OFFICE WORKSTATION 1 20 A 33 0.6 0.4 34 20 A 1 REC - OPEN OFFICE WORKSTATION

REC - OPEN OFFICE WORKSTATION 1 20 A 31 0.4 0.6 32 20 A 1 REC - OPEN OFFICE WORKSTATION

REC - OPEN OFFICE WORKSTATION 1 20 A 29 0.6 0.3 30 20 A 1 TELEVISION - CONFERENCE 209

27 0.5 0.2 28 20 A 1 REC - ATTIC

INDOOR EVAPORATORS - IE-1-5,6,7,8 2 20 A

25 0.5 1.5 26

23 0.6 1.5 24

20 A 2 ENERGY RECOVERY UNIT ERU-1

INDOOR EVAPORATORS - IE-2-5,6,7,8 2 20 A

21 0.6 1.0 22 20 A 1 REFRIGERATOR - KITCHEN

REC - KITCHEN, JAN SUPPLY 1 20 A 19 1.0 0.3 20 20 A 1 TELEVISION - KITCHEN

REC - SHOWER ROOM, TOILETS, CORRIDOR 1 20 A 17 1.4 0.8 18 20 A 1 REC - KITCHEN

REV - CORRIDORS, STORAGE ROOMS 1 20 A 15 1.2 0.2 16 20 A 1 REC - OPEN OFFICE 208

REC - BUNK ROOM 1 20 A AFCI 13 0.8 0.4 14 20 A 1 REC - OPEN OFFICE 207

REC - CORR, STORAGE, JAN 1 20 A 11 1.0 0.6 12 20 A 1 REC - OPEN OFFICE 207 & 208

REC - CONFERENCE 1 20 A 9 0.8 0.8 10 20 A 1 REC - OPEN OFFICE 207

REC - OFFICE, CONFERENCE 1 20 A 7 0.8 0.8 8 20 A 1 REC - CAPITOL POLICE

REC - OPEN OFFICE 207 1 20 A 5 0.2 1.0 6 20 A 1 REC - CAPITOL POLICE

LTG - SHOWER RM, TOILETS, JAN, CORRIDOR,
KITCHEN, JAN SUPPLY

1 20 A 3 0.4 0.1 4 20 A 1 LTG - STORAGE ROOMS, CORRIDOR

LRG - OPEN OFFICE 207 & 208 1 20 A 1 0.2 0.5 2 20 A 1
LTG - CAPITOL POLICE, OFFICE, CONFERENCE,
CORRIDOR, BUNK RM, STOR. RMS

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

100 A MCB SUPPLY FROM: PP1B MOUNTING: FLUSH MOUNT

VOLTAGE: 120/208 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: CORR 213

PANEL PP2

41 1.2 0.0 42 20 A 1 SPARE

39 2.6 0.0 40 20 A 1 SPAREPANEL RBCCIT 3 50 A

37 1.7 0.0 38 20 A 1 SPARE

SPARE 1 20 A 35 0.0 0.0 36 20 A 1 SPARE

SPARE 1 20 A 33 0.0 0.0 34 20 A 1 SPARE

SPARE 1 20 A 31 0.0 0.0 32 20 A 1 SPARE

SPARE 1 20 A 29 0.0 0.0 30 20 A 1 SPARE

SPARE 1 20 A 27 0.0 0.0 28 20 A 1 SPARE

SPARE 1 20 A 25 0.0 0.0 26 20 A 1 SPARE

SPARE 1 20 A 23 0.0 0.4 24 20 A 1 REC - RBCC WORKSTATION

SPARE 1 20 A 21 0.0 0.6 22 20 A 1 REC - RBCC WORKSTATION

19 0.1 0.4 20 20 A 1 REC - RBCC WORKSTATION

EVAPORATOR EVU-1 2 20 A

17 0.1 0.4 18 20 A 1 REC - RBCC WORKSTATION

SPARE 1 20 A 15 0.0 0.4 16 20 A 1 REC - RBCC WORKSTATION

REC - RBCC OFFICE 1 20 A 13 0.8 0.4 14 20 A 1 REC - RBCC WORKSTATION

REC - RBCC COUNTER 1 20 A 11 0.4 0.6 12 20 A 1 REC - RBCC WORKSTATION

REC - RBCC COUNTER 1 20 A 9 0.6 0.6 10 20 A 1 REC - RBCC

TELEVISIONS - RBCC 1 20 A 7 0.6 0.6 8 20 A 1 REC - RBCC

TELEVISIONS - RBCC 1 20 A 5 0.6 0.6 6 20 A 1 TELEVISIONS - RBCC

TELEVISIONS - RBCC 1 20 A 3 0.6 0.6 4 20 A 1 TELEVISIONS - RBCC

LTG - RBCC, RBCC OFFICE 1 20 A 1 0.3 0.6 2 20 A 1 TELEVISIONS - RBCC

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

50 A MCB SUPPLY FROM: PP1B MOUNTING: FLUSH MOUNT

VOLTAGE: 120/208 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: RBCC 217

PANEL RBCC

SPARE 1 20 A 17 0.0 0.0 18 20 A 1 SPARE

SPARE 1 20 A 15 0.0 0.0 16 20 A 1 SPARE

SPARE 1 20 A 13 0.0 0.0 14 20 A 1 SPARE

SPARE 1 20 A 11 0.0 0.0 12 20 A 1 SPARE

IT RACK 1 20 A 9 1.0 0.4 10 20 A 1 CEILING REC - SERVER ROOM

REC - SERVER ROOM 1 20 A 7 0.4 0.4 8 20 A 1 CEILING REC - SERVER ROOM

REC - SERVER ROOM 1 20 A 5 0.8 0.4 6 20 A 1 CEILING REC - SERVER ROOM

REC - SERVER ROOM 1 20 A 3 0.8 0.4 4 20 A 1 REC - SERVER ROOM

LTG - SERVER ROOM 1 20 A 1 0.1 0.8 2 20 A 1 REC - SERVER ROOM

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

50 A MCB SUPPLY FROM: RBCC MOUNTING: SURFACE MOUNT

VOLTAGE: 120/208 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: SERVER ROOM 218

PANEL RBCCIT

41 4.3 8.0 42

39 6.0 7.6 40PANEL RBCC 3 60 A

37 5.4 8.5 38

80 A 3 PANEL PP2

SPARE 1 20 A 35 0.0 0.0 36 20 A 1 SPARE

SPARE 1 20 A 33 0.0 0.0 34 20 A 1 SPARE

SPARE 1 20 A 31 0.0 0.0 32 20 A 1 SPARE

SPARE 1 20 A 29 0.0 0.0 30 20 A 1 SPARE

SPARE 1 20 A 27 0.0 0.0 28 20 A 1 SPARE

SPARE 1 20 A 25 0.0 0.0 26 20 A 1 SPARE

SPARE 1 20 A 23 0.0 0.0 24 20 A 1 SPARE

SPARE 1 20 A 21 0.0 0.0 22 20 A 1 SPARE

SPARE 1 20 A 19 0.0 0.0 20 20 A 1 SPARE

SPARE 1 20 A 17 0.0 0.0 18 20 A 1 SPARE

SPARE 1 20 A 15 0.0 0.0 16 20 A 1 SPARE

SPARE 1 20 A 13 0.0 0.0 14 20 A 1 SPARE

SPARE 1 20 A 11 0.0 0.0 12 20 A 1 SPARE

INTRUSION DETECTION PANEL 1 20 A 9 1.0 0.0 10 20 A 1 SPARE

REC - MCC OFFICE 111 1 20 A 7 0.4 0.0 8 20 A 1 SPARE

5 2.1 1.0 6 20 A 1 PREACTION SYSTEM ALARM PANEL

CONDENDING UNIT ACCU-1 2 20 A

3 2.1 1.0 4 20 A 1 SECURITY PANEL - CORRIDOR 117

PREACTION SYSTEM AIR COMPRESSOR 1 20 A 1 1.0 1.0 2 20 A 1 SECURITY PANEL - CORRIDOR 117

SERVICE
BREAKER

P    AMP    NOTE
NO A B C NO

BREAKER

NOTE    AMP   P
SERVICE

400 A MCB SUPPLY FROM: DT-PP1 MOUNTING: SURFACE MOUNT

VOLTAGE: 120/208 Wye PHASES: 3 WIRE: 4 TYPE: LOCATION: STORAGE ROOM 108

PANEL PP1B

REV. DESCRIPTION DATE

1 ADDENDUM #2 03.25.16

1

1

1

1

1
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