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WOOD FRAMING NOTES 1. 	WOOD FRAMING TO BE SPF [SPRUCE/PINE/FIR] WITH MINIMUM PROPERTIES AS FOLLOWS: WOOD FRAMING TO BE SPF [SPRUCE/PINE/FIR] WITH MINIMUM PROPERTIES AS FOLLOWS: Fb  =      875 PSI Fv  =      135 PSI      E  = 1,400,000 PSI Min. 2. 	ALL TIMBER FRAMING SHALL BE IN ACCORDANCE WITH THE AITC TIMBER CONSTRUCTION MANUAL - LATEST EDITION, AND THE NATIONAL 	ALL TIMBER FRAMING SHALL BE IN ACCORDANCE WITH THE AITC TIMBER CONSTRUCTION MANUAL - LATEST EDITION, AND THE NATIONAL 	DESIGN SPECIFICATION FOR WOOD CONSTRUCTION (NDS), 2005 EDITION. 3. 	SAWN LUMBER FRAMING SHALL BE VISUALLY GRADED,  NO. 2 OR BETTER, SPRUCE-PINE-FIR KILN DRIED TO 19 PERCENT MAXIMUM MOISTURE SAWN LUMBER FRAMING SHALL BE VISUALLY GRADED,  NO. 2 OR BETTER, SPRUCE-PINE-FIR KILN DRIED TO 19 PERCENT MAXIMUM MOISTURE CONTENT UNLESS OTHERWISE INDICATED ON THE DRAWINGS. 4. 	LAMINATED VENEER LUMBER (LVL) SHALL BE AS SPECIFIED ON DRAWINGS AND AS MANUFACTURED BY GEORGIA PACIFIC CORPORATION (OR LAMINATED VENEER LUMBER (LVL) SHALL BE AS SPECIFIED ON DRAWINGS AND AS MANUFACTURED BY GEORGIA PACIFIC CORPORATION (OR EQUAL). REFER TO MANUFACTURER'S LITERATURE FOR PROPER 	HANDLING AND INSTALLATION GUIDELINES. HANDLING AND INSTALLATION GUIDELINES. 5. 	PRESSURE TREATED LUMBER SHALL BE USED FOR MEMBERS EXPOSED TO WEATHER OR IN DIRECT CONTACT WITH SOIL, MASONRY OR 	PRESSURE TREATED LUMBER SHALL BE USED FOR MEMBERS EXPOSED TO WEATHER OR IN DIRECT CONTACT WITH SOIL, MASONRY OR 	CONCRETE, OR WHERE SHOWN ON THE DRAWINGS. PRESSURE TREATED LUMBER OR TIMBER SHALL BE SOUTHERN YELLOW PINE TREATED IN ACCORDANCE AWPA USE CATEGORY UC2. 6. 	ALL ADVANTECH SHEATHING SHALL BE APA PERFORMANCE RATED.  PROVIDE 1/2" INCH THICK WALL SHEATHING AND 1/2" INCH THICK ALL ADVANTECH SHEATHING SHALL BE APA PERFORMANCE RATED.  PROVIDE 1/2" INCH THICK WALL SHEATHING AND 1/2" INCH THICK ROOF SHEATHING, MINIMUM. SHEATHING SHALL BE NAILED TO THE FRAMING AS FOLLOWS 	(UNO): (UNO): ROOFS:  8D NAILS AT 4” ON CENTER AT EDGES AND 6” ON CENTER AT INTERMEDIATE SUPPORTS.  ON CENTER AT EDGES AND 6” ON CENTER AT INTERMEDIATE SUPPORTS.  ON CENTER AT INTERMEDIATE SUPPORTS. WALLS:  8D NAILS AT 6” ON CENTER AT EDGES AND 6” ON CENTER AT INTERMEDIATE SUPPORTS.  ON CENTER AT EDGES AND 6” ON CENTER AT INTERMEDIATE SUPPORTS.  ON CENTER AT INTERMEDIATE SUPPORTS. SHEAR WALLS: 8D NAILS AT 4" ON CENTER AT EDGES AND INTERMEDIATE SUPPORTS. ALL WALL STUDS SHALL BE BLOCKED AT 2', 4', 8', 10'. 7. 	TRUSS MANUFACTURER TO SUPPLY TRUSSES TO MEET REQUIREMENTS FOR SNOW LOADING IN ASHLAND, MAINE. THESE DRAWINGS TO BE SEALED  TRUSS MANUFACTURER TO SUPPLY TRUSSES TO MEET REQUIREMENTS FOR SNOW LOADING IN ASHLAND, MAINE. THESE DRAWINGS TO BE SEALED     BY A MAINE LICENSED PROFESSIONAL ENGINEER. TRUSS DRAWINGS TO BE ISSUED TO THE ENGINEER FOR APPROVAL PRIOR TO FABRICATION. 9. ALL BUILT UP BEAMS AND COLUMNS SHALL BE NAILED AS FOLLOWS, MIN.: BEAMS:  2-10D NAILS AT 12” ON CENTER IN EACH PIECE  ON CENTER IN EACH PIECE COLUMNS:  10D NAILS AT 12” ON CENTER  ON CENTER LVL'S:  PER MANUFACTURER'S RECOMMENDATIONS . 10. FASTENING NOT SPECIFIED SHALL CONFORM TO THE 2009 IBC TABLE 2304.9.1. 11. ALL FLUSH FRAMING SHALL BE SUPPORTED USING METAL JOIST HANGERS, BEAM HANGERS, POST BASES, AND CAP PLATES AS 		MANUFACTURED BY SIMPSON STRONG-TIE CO., INC., OR APPROVED OTHER.  REFER TO MANUFACTURER'S LITERATURE FOR PROPER HANDLING AND INSTALLATION GUIDELINES.

AutoCAD SHX Text
STRUCTURAL STEEL NOTES 1.	ALL STRUCTURAL STEEL MATERIALS AND WORKMANSHIP SHALL CONFORM TO THE AMERICAN INSTITUTE OF STEEL ALL STRUCTURAL STEEL MATERIALS AND WORKMANSHIP SHALL CONFORM TO THE AMERICAN INSTITUTE OF STEEL CONSTRUCTION'S "SPECIFICATION FOR STRUCTURAL STEEL BUILDINGS" AND THE "AISC CODE OF STANDARD PRACTICE." 2.	WELDING SHALL BE IN ACCORDANCE WITH AWS D1.1, LATEST EDITION.  WELDING ELECTRODES SHALL BE E70XX. WELDING SHALL BE IN ACCORDANCE WITH AWS D1.1, LATEST EDITION.  WELDING ELECTRODES SHALL BE E70XX. 3.	ALL STRUCTURAL STEEL SHAPES AND PLATES SHALL CONFORM TO THE FOLLOWING: ALL STRUCTURAL STEEL SHAPES AND PLATES SHALL CONFORM TO THE FOLLOWING: 3.1.	W AND WT SHAPES				ASTM A992  W AND WT SHAPES				ASTM A992  ASTM A992  3.2.	SHAPES, CHANNEL, ANGLE & PLATE		ASTM A36 SHAPES, CHANNEL, ANGLE & PLATE		ASTM A36 ASTM A36 3.3.	HOLLOW STRUCTURAL SECTIONS		ASTM A500, GRADE B HOLLOW STRUCTURAL SECTIONS		ASTM A500, GRADE B ASTM A500, GRADE B 4.	BOLTED CONNECTIONS SHALL BE MADE WITH MINIMUM  " DIAMETER ASTM A325N HIGH STRENGTH BOLTS. BOLTED CONNECTIONS SHALL BE MADE WITH MINIMUM  " DIAMETER ASTM A325N HIGH STRENGTH BOLTS. 34" DIAMETER ASTM A325N HIGH STRENGTH BOLTS. 5.	SHOP CONNECTIONS MAY BE WELDED OR BOLTED.  FIELD CONNECTIONS SHALL BE BOLTED UNLESS NOTED OTHERWISE. SHOP CONNECTIONS MAY BE WELDED OR BOLTED.  FIELD CONNECTIONS SHALL BE BOLTED UNLESS NOTED OTHERWISE. 6.	THE DESIGN OF CONNECTIONS NOT SHOWN ON THE DRAWINGS SHALL BE BY THE FABRICATOR.  IF BEAM REACTIONS ARE NOT THE DESIGN OF CONNECTIONS NOT SHOWN ON THE DRAWINGS SHALL BE BY THE FABRICATOR.  IF BEAM REACTIONS ARE NOT SHOWN ON THE PLANS, THE CONNECTIONS SHALL BE DESIGNED FOR 50% OF THE TOTAL UNIFORM LOAD CAPACITY FOR THE MEMBER BASED ON ALLOWABLE STRESS DESIGN.  IF AXIAL LOADS ARE NOT SHOWN ON THE PLANS FOR BRACING MEMBERS, THE END CONNECTIONS SHALL BE DESIGNED FOR 30% OF THE YIELD STRENGTH TIMES THE CROSS SECTIONAL AREA OF THE MEMBER.  A MINIMUM OF 2 BOLTS SHALL BE USED FOR ANGLE MEMBERS AND 4 BOLTS SHALL BE USED FOR WT MEMBERS. 7.	ANGLES USED FOR CONNECTIONS SHALL BE A MINIMUM OF  " THICK.  MINIMUM GUSSET PLATE THICKNESS SHALL BE  ". ANGLES USED FOR CONNECTIONS SHALL BE A MINIMUM OF  " THICK.  MINIMUM GUSSET PLATE THICKNESS SHALL BE  ". 516" THICK.  MINIMUM GUSSET PLATE THICKNESS SHALL BE  ". 38". 8.	ALL BOLTED CONNECTIONS SHALL HAVE A MINIMUM OF 2 BOLTS PER CONNECTION.  HOLES FOR BOLTED CONNECTIONS SHALL ALL BOLTED CONNECTIONS SHALL HAVE A MINIMUM OF 2 BOLTS PER CONNECTION.  HOLES FOR BOLTED CONNECTIONS SHALL BE DRILLED OR PUNCHED.  SLOTTED HOLES SHALL BE PROVIDED WITH SMOOTH EDGES.   BURNING OF HOLES IN THE FIELD IS NOT PERMITTED. 9.	EXISTING STEEL SHALL BE CLEANED OF ALL PAINT, DIRT, GREASE, ETC. PRIOR TO WELDING ATTACHMENTS. EXISTING STEEL SHALL BE CLEANED OF ALL PAINT, DIRT, GREASE, ETC. PRIOR TO WELDING ATTACHMENTS. 10.	WORK POINTS FOR VERTICAL BRACING SHALL INTERSECT AT THE CENTERLINES OF THE BEAMS AND COLUMNS UNLESS WORK POINTS FOR VERTICAL BRACING SHALL INTERSECT AT THE CENTERLINES OF THE BEAMS AND COLUMNS UNLESS OTHERWISE NOTED. 11.	STEEL BEAMS AND COLUMNS SHALL BE CUT FROM FULL LENGTH STOCK.  UNAUTHORIZED SPLICES WILL BE CAUSE FOR STEEL BEAMS AND COLUMNS SHALL BE CUT FROM FULL LENGTH STOCK.  UNAUTHORIZED SPLICES WILL BE CAUSE FOR REJECTION. 12.	ALL STRUCTURAL STEEL SHALL BE PAINTED AS FOLLOWS, UNLESS OTHERWISE NOTED: ALL STRUCTURAL STEEL SHALL BE PAINTED AS FOLLOWS, UNLESS OTHERWISE NOTED: 12.1.	ALL STEEL SURFACES SHALL BE PREPARED BY MINIMUM POWER TOOL CLEANING IN ACCORDANCE WITH THE STEEL ALL STEEL SURFACES SHALL BE PREPARED BY MINIMUM POWER TOOL CLEANING IN ACCORDANCE WITH THE STEEL STRUCTURES PAINTING COUNCIL GUIDE SSPC-SP3 12.2.	WITHIN 8 HOURS OF CLEANING, APPLY 1 COAT OF SHERWIN-WILLIAMS PRO-CRYL UNIVERSAL PRIMER TO ACHIEVE A DRY WITHIN 8 HOURS OF CLEANING, APPLY 1 COAT OF SHERWIN-WILLIAMS PRO-CRYL UNIVERSAL PRIMER TO ACHIEVE A DRY FILM THICKNESS OF 3.0 TO 4.0 MILS. 12.3.	TOP COAT SHALL BE 1 COAT OF SHERWIN-WILLIAMS SPRAYLASTIC EXTERIOR WB DRYWALL ACRYLIC TO ACHIEVE A DRY TOP COAT SHALL BE 1 COAT OF SHERWIN-WILLIAMS SPRAYLASTIC EXTERIOR WB DRYWALL ACRYLIC TO ACHIEVE A DRY FILM THICKNESS OF 5.0 MILS. 12.4.	FIELD TOUCH UP ALL ABRASIONS, BURNS AND OTHER SIMILAR DEFECTS IN THE PAINT, PER MANUFACTURER'S FIELD TOUCH UP ALL ABRASIONS, BURNS AND OTHER SIMILAR DEFECTS IN THE PAINT, PER MANUFACTURER'S REQUIREMENTS. 13.	FIELD PAINT ALL NEW AND EXISTING STRUCTURAL STEEL AT FIELD WELD LOCATIONS AND WHERE THE SHOP APPLIED COATING FIELD PAINT ALL NEW AND EXISTING STRUCTURAL STEEL AT FIELD WELD LOCATIONS AND WHERE THE SHOP APPLIED COATING IS DAMAGED AS FOLLOWS: 13.1.	ALL STEEL SURFACES SHALL BE PREPARED BY POWER TOOL CLEANING TO BARE METAL IN ACCORDANCE WITH THE STEEL ALL STEEL SURFACES SHALL BE PREPARED BY POWER TOOL CLEANING TO BARE METAL IN ACCORDANCE WITH THE STEEL STRUCTURES PAINTING COUNCIL GUIDE SSPC-SP11. 13.2.	PRIMER COAT AND TOP COAT SHALL BE AS SPECIFIED ABOVE. PRIMER COAT AND TOP COAT SHALL BE AS SPECIFIED ABOVE. 14.	GRATING SHALL BE GALVANIZED STEEL WITH 1 " x  " BEARING BARS SPACED AT 1 " ON CENTER CONFORMING TO THE GRATING SHALL BE GALVANIZED STEEL WITH 1 " x  " BEARING BARS SPACED AT 1 " ON CENTER CONFORMING TO THE 14" x  " BEARING BARS SPACED AT 1 " ON CENTER CONFORMING TO THE 316" BEARING BARS SPACED AT 1 " ON CENTER CONFORMING TO THE 316" ON CENTER CONFORMING TO THE REQUIREMENTS OF THE METAL BAR GRATING DIVISION OF THE NATIONAL ASSOCIATION OF ARCHITECTURAL METAL MANUFACTURERS.  CROSS BARS SHALL BE WELDED AT RIGHT ANGLES TO THE BEARING BARS AT 4" ON CENTER.  GRATING EDGES SHALL BE BANDED. GALVANIZED GRATING SHALL NOT BE REQUIRED UNLESS SPECIFICALLY NOTED. 15.	HANDRAILS AND POSTS SHALL BE ASTM A53 TYPE E OR S, GRADE B, 1 " NOMINAL PIPE SIZE.  POSTS SHALL BE SCHEDULE HANDRAILS AND POSTS SHALL BE ASTM A53 TYPE E OR S, GRADE B, 1 " NOMINAL PIPE SIZE.  POSTS SHALL BE SCHEDULE 12" NOMINAL PIPE SIZE.  POSTS SHALL BE SCHEDULE 80 PIPE, HANDRAILS AND MIDRAILS SHALL BE SCHEDULE 40 PIPE.  MAXIMUM POST SPACING SHALL BE 6'-0" ON CENTER UNLESS NOTED OTHERWISE AND SHALL BE COMPLETE WITH  " x 4" HIGH TOE PLATE AT ALL PLATFORMS AND LANDINGS. 14" x 4" HIGH TOE PLATE AT ALL PLATFORMS AND LANDINGS. 16.	ALL GROUT UNDER COLUMN BASE PLATES AND BEAM BEARING PLATES IF REQUIRED SHALL BE NON-SHRINK, NON-METALLIC, ALL GROUT UNDER COLUMN BASE PLATES AND BEAM BEARING PLATES IF REQUIRED SHALL BE NON-SHRINK, NON-METALLIC, 7000 PSI MINIMUM COMPRESSIVE STRENGTH GROUT. 17.	THE CONTRACTOR SHALL SUBMIT THE FOLLOWING INFORMATION TO THE STRUCTURAL ENGINEER OF RECORD FOR REVIEW: THE CONTRACTOR SHALL SUBMIT THE FOLLOWING INFORMATION TO THE STRUCTURAL ENGINEER OF RECORD FOR REVIEW: 17.1 SHOP DRAWINGS SHOWING LOCATIONS, DIMENSIONS AND ALL CONNECTION DETAILS FOR STRUCTURAL STEEL WORK.
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CONCRETE NOTES: 1.	ALL CONCRETE MATERIALS AND WORKMANSHIP SHALL CONFORM TO THE LATEST EDITIONS OF ACI 318 AND ACI 301. ALL CONCRETE MATERIALS AND WORKMANSHIP SHALL CONFORM TO THE LATEST EDITIONS OF ACI 318 AND ACI 301. 2.	ALL 3000 PSI CONCRETE SHALL BE AS FOLLOWS UNLESS NOTED OTHERWISE: ALL 3000 PSI CONCRETE SHALL BE AS FOLLOWS UNLESS NOTED OTHERWISE: 2.1.	MINIMUM COMPRESSIVE STRENGTH:	3000 PSI @ 28 DAYS MINIMUM COMPRESSIVE STRENGTH:	3000 PSI @ 28 DAYS 3000 PSI @ 28 DAYS 2.2.	CEMENT:					ASTM C150 TYPE 2 CEMENT:					ASTM C150 TYPE 2 ASTM C150 TYPE 2 2.3.	AGGREGATE:				ASTM C33 OR C330 AGGREGATE:				ASTM C33 OR C330 ASTM C33 OR C330 2.4.	MAXIMUM AGGREGATE SIZE:		1 INCH MAXIMUM AGGREGATE SIZE:		1 INCH 1 INCH 2.5.	MAXIMUM WATER-CEMENT RATIO:	0.45 MAXIMUM WATER-CEMENT RATIO:	0.45 0.45 2.6.	SLUMP:					2 TO 4 INCHES SLUMP:					2 TO 4 INCHES 2 TO 4 INCHES 2.7.	AIR ENTRAINMENT:			ASTM C260, 4 TO 6 PERCENT AIR ENTRAINMENT:			ASTM C260, 4 TO 6 PERCENT ASTM C260, 4 TO 6 PERCENT 2.8.	WATER REDUCING ADMIXTURE:		ASTM C494 WATER REDUCING ADMIXTURE:		ASTM C494 ASTM C494    2.81   ADMIXTURES SHALL BE USED IN ACCORDANCE WITH ACI AND THE MANUFACTURERS RECOMMENDATIONS.  ADMIXTURES SHALL BE USED IN ACCORDANCE WITH ACI AND THE MANUFACTURERS RECOMMENDATIONS.     2.82   USE OF CALCIUM CHLORIDE, CHLORIDE IONS OR OTHER SALTS IS NOT PERMITTED. USE OF CALCIUM CHLORIDE, CHLORIDE IONS OR OTHER SALTS IS NOT PERMITTED. 3.	REINFORCING BARS SHALL CONFORM TO ASTM A615, GRADE 60, DEFORMED BARS.  REINFORCING BARS ARE NOT TO BE WELDED. REINFORCING BARS SHALL CONFORM TO ASTM A615, GRADE 60, DEFORMED BARS.  REINFORCING BARS ARE NOT TO BE WELDED. 4.	JOINT MATERIAL FOR EXTERIOR WALLS AND INTERIOR SLABS NOT EXPOSED TO VEHICULAR TRAFFIC SHALL BE A PREMIUM GRADE, HIGH JOINT MATERIAL FOR EXTERIOR WALLS AND INTERIOR SLABS NOT EXPOSED TO VEHICULAR TRAFFIC SHALL BE A PREMIUM GRADE, HIGH PERFORMANCE 1 COMPONENT, POLYURETHANE BASED, NON-SAG ELASTOMERIC SEALANT WITH A TOOLED SURFACE. 5.	GROUT SHALL BE A NON-SHRINK, NON-METALLIC TYPE WITH A MINIMUM COMPRESSIVE STRENGTH OF 7000 PSI AT 28 DAYS. GROUT SHALL BE A NON-SHRINK, NON-METALLIC TYPE WITH A MINIMUM COMPRESSIVE STRENGTH OF 7000 PSI AT 28 DAYS. 6.	PROVIDE ALL NECESSARY CHAIRS, CHAIR BARS, SPACERS, ETC., WIRED SECURELY TO HOLD REINFORCEMENT IN POSITION.  THESE ACCESSORIES PROVIDE ALL NECESSARY CHAIRS, CHAIR BARS, SPACERS, ETC., WIRED SECURELY TO HOLD REINFORCEMENT IN POSITION.  THESE ACCESSORIES SHALL BE PLASTIC BOOTED WHERE CONCRETE IS TO BE EXPOSED TO WEATHER OR MOISTURE. 7.	CONCRETE COVER TO REINFORCING STEEL SHALL CONFORM TO ACI 318 AS FOLLOWS:  CONCRETE COVER TO REINFORCING STEEL SHALL CONFORM TO ACI 318 AS FOLLOWS:  7.1.	CONCRETE CAST AGAINST EARTH:                                                            3" CONCRETE CAST AGAINST EARTH:                                                            3" 7.2.	CONCRTE EXPOSED TO WATER FLOW                                                          3" CONCRTE EXPOSED TO WATER FLOW                                                          3" 7.3.	CONCRETE EXPOSED TO  EARTH OR WEATHER:                                 #3 THRU #5     1 1/2" CONCRETE EXPOSED TO  EARTH OR WEATHER:                                 #3 THRU #5     1 1/2"                                                                                   #6 THRU #11     2"      #6 THRU #11     2"      7.4.	CONCRETE NOT EXPOSED TO WEATHER  OR PLACED IN CONTACT WITH GROUND:    SLABS/WALLS    3/4" CONCRETE NOT EXPOSED TO WEATHER  OR PLACED IN CONTACT WITH GROUND:    SLABS/WALLS    3/4"                                                                                   BEAMS/COLUMNS  1 1/2" BEAMS/COLUMNS  1 1/2" 8.	REINFORCING BARS SHALL BE PLACED IN ACCORDANCE WITH THE LATEST EDITION OF THE CRSI "RECOMMENDED PRACTICE FOR PLACING REINFORCING BARS SHALL BE PLACED IN ACCORDANCE WITH THE LATEST EDITION OF THE CRSI "RECOMMENDED PRACTICE FOR PLACING REINFORCING BARS". 9.	ALL LAP SPLICES SHALL BE ACI CLASS B SPLICES.  THE FOLLOWING TABLES ARE BASED ON NORMAL WEIGHT CONCRETE WITH BARS 4 BAR ALL LAP SPLICES SHALL BE ACI CLASS B SPLICES.  THE FOLLOWING TABLES ARE BASED ON NORMAL WEIGHT CONCRETE WITH BARS 4 BAR DIAMETERS OR MORE APART AND CONCRETE COVER EQUAL TO 2 BAR DIAMETERS OR MORE (CATEGORY 5).  TOP BARS ARE DEFINED AS HORIZONTAL BARS WITH MORE THAN 12 INCHES OF CONCRETE PLACED BELOW THE REINFORCEMENT. 10.	WELDING SHALL ONLY BE ALLOWED IF SPECIFICALLY SHOWN ON DRAWINGS OR APPROVED IN ADVANCE BY ENGINEER OF RECORD. WELDING SHALL ONLY BE ALLOWED IF SPECIFICALLY SHOWN ON DRAWINGS OR APPROVED IN ADVANCE BY ENGINEER OF RECORD. 11.	ALL OUTSIDE CONCRETE WEARING SURFACES SHALL RECEIVE A STEEL TROWEL AND A MEDIUM BROOM FINISH PERPENDICULAR TO THE TRAFFIC ALL OUTSIDE CONCRETE WEARING SURFACES SHALL RECEIVE A STEEL TROWEL AND A MEDIUM BROOM FINISH PERPENDICULAR TO THE TRAFFIC FLOW. 12.	ALL INSIDE CONCRETE WEARING SURFACES SHALL RECEIVE A SMOOTH STEEL TROWEL FINISH. ALL INSIDE CONCRETE WEARING SURFACES SHALL RECEIVE A SMOOTH STEEL TROWEL FINISH. 13.	PROVIDE A  " CHAMFER TO ALL EXPOSED CONCRETE EDGES. PROVIDE A  " CHAMFER TO ALL EXPOSED CONCRETE EDGES. 34" CHAMFER TO ALL EXPOSED CONCRETE EDGES. 14.	WET CURE ALL CONCRETE SLABS FOR A MINIMUM OF 3 DAYS. WET CURE ALL CONCRETE SLABS FOR A MINIMUM OF 3 DAYS. 15.	CONTRACTOR SHALL COORDINATE LOCATIONS OF ALL FLOOR DRAINS, CONDUITS, PIPING, SLEEVES, INSERTS, GROUNDS, ETC WITH CONCRETE CONTRACTOR SHALL COORDINATE LOCATIONS OF ALL FLOOR DRAINS, CONDUITS, PIPING, SLEEVES, INSERTS, GROUNDS, ETC WITH CONCRETE CONSTRUCTION. 16.	DO NOT PENETRATE BEAMS WHERE NOT SHOWN ON THE STRUCTURAL DRAWINGS WITHOUT APPROVAL OF THE ENGINEER. DO NOT PENETRATE BEAMS WHERE NOT SHOWN ON THE STRUCTURAL DRAWINGS WITHOUT APPROVAL OF THE ENGINEER. 17.	THE CONTRACTOR SHALL PROVIDE THE FOLLOWING INFORMATION TO THE STRUCTURAL ENGINEER OF RECORD FOR REVIEW: THE CONTRACTOR SHALL PROVIDE THE FOLLOWING INFORMATION TO THE STRUCTURAL ENGINEER OF RECORD FOR REVIEW: 17.1.	CONCRETE MIX DESIGNS INCLUDING ALL PROPOSED ADMIXTURES WITH THEIR DOSAGE RATES AND PAST COMPRESSION TEST RESULTS SHOWING CONCRETE MIX DESIGNS INCLUDING ALL PROPOSED ADMIXTURES WITH THEIR DOSAGE RATES AND PAST COMPRESSION TEST RESULTS SHOWING THAT THE PROPOSED MIX MEETS OR EXCEEDS THE PROJECT REQUIREMENTS. 17.2.	PROPOSED LOCATION OF ALL CONSTRUCTION AND CONTROL JOINTS NOT SHOWN ON THE PLANS PRIOR TO THE START OF CONSTRUCTION. PROPOSED LOCATION OF ALL CONSTRUCTION AND CONTROL JOINTS NOT SHOWN ON THE PLANS PRIOR TO THE START OF CONSTRUCTION. 17.3.	SHOP DRAWINGS SHOWING LOCATIONS, DIMENSIONS AND BENDS FOR REBAR.SHOP DRAWINGS SHOWING LOCATIONS, DIMENSIONS AND BENDS FOR REBAR.
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1 1 20 LOW-BAY LIGHTING

2 1 20 OUTSIDE LIGHT

3 1 20 EXIT SIGNS

4 1 20 OVERHEAD DOOR -SOUTH

5 1 20 OVERHEAD DOOR-WEST

6 1 20 RECEPTACLES-NORTH SIDE

7 1 20 RECEPTACLES-SOUTH SIDE

8 & 10 2 20 SPARE

11&13 2 20 SPARE

9 1 20 MEZZANINE LIGHTING

12 1 20 SPARE

14 1 20 SPARE

15 1 20 SPARE

16 1 20 SPARE

17 1 20 SPARE

18 1 20 SPARE
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