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210' - HDPE Pipe

S=1.52%

CB-1
STA=8+98: -17' L.
RIM=75.50
INVin=70.95
INVout=70.90

P-1A
91' - HDPE Pipe
S=0.38%

CONSTRUCT TEMPORARY DIVERSION AT
STREAM CROSSING

SEE DETAIL SHEETS CE-502

INSTALL COMBINED AIR/VACUUM
RELEASE MANHOLE AT HIGH POINT IN

FORCE MAIN
STA 4+16+/-

NEW DUPLEX SEWER PUMP
STATION 1

NEW 2" DR11 HDPE SEWER FORCE
MAIN - INSTALL AT MINIMUM 5FT
COVER

NEW 2" DR11 HDPE SEWER FORCE
MAIN - INSTALL AT MINIMUM 5FT
COVER

NEW 2" DR11 HDPE SEWER FORCE
MAIN - INSTALL AT MINIMUM 5FT
COVER

P-2A
83' - HDPE Pipe
S=1.28%

PROVIDE 3FT SEPARATION AT
STORM DRAIN CROSSING STATION
7+15

PROVIDE MIN. 1.5FT  SEPARATION
AT STORM DRAIN CROSSING
STATION 9+36
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INSTALL COMBINED AIR/VACUUM
RELEASE MANHOLE AT HIGH POINT IN
FORCE MAIN STA 13+28+/-

INSTALL FORCE MAIN WITH MIN. 18"
SEPARATION UNDER WATER LINE AT

CROSSING

WATER SERVICE CROSSING

INSTALL FORCE MAIN WITH MIN. 18"
SEPARATION UNDER CULVERT AT

CROSSING

CORE NEW HOLE IN EXISTING MANHOLE,
PROVIDE WATERTIGHT BOOT AT PIPE

ENTRY.  INSTALL FORCE MAIN TO
DISCHARGE TO CHANNEL ADJACENT TO

EXISTING 3" FORCE MAIN

NEW 2" DR11 HDPE SEWER FORCE
MAIN - INSTALL AT MINIMUM 5FT

COVER
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